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Definitions 

Unless	otherwise	defined	herein,	or	expressly	stated	in	the	City	of	Fort	Smith	Sewer	Use	
Ordinance,	terms	used	in	in	the	plans	comprising	the	CMOM	Program	and	Implementation	Plan	
shall	have	the	meanings	given	to	those	terms	in	the	CWA	and	the	EPA	Consent	Decree	lodged	for	
City	of	Fort	Smith,	Arkansas.	The	terms	and	acronyms	are	defined	as	follows:	

ADEQ	shall	mean	the	Arkansas	Department	of	Environmental	Quality,	and	any	successor	
departments	or	agencies	of	the	State	of	Arkansas.	

Annual	Report	shall	mean	the	report	to	be	submitted	annually	pursuant	to	Section	X	of	the	
Consent	Decree.	

Article	shall	mean	a	portion	of	Section	V	("Comprehensive	Remedial	Requirements"	Section)	of	
the	Consent	Decree.	

Basin	shall	mean	a	section	of	a	Sewershed	that	is	a	distinct	wastewater	collection	area,	and	
designated	by	Fort	Smith	as	such.	

Building/Private	Property	Backup	shall	mean	a	wastewater	backup	into	a	building	and/or	a	
wastewater	overflow	onto	private	property	that	is	caused	by	blockages,	flow	conditions	or	other	
malfunctions	in	the	WCTS.	"Building/Private	Property	Backup''	does	not	include	a	wastewater	
backup	into	a	building	and/or	a	wastewater	overflow	onto	private	property	that	is	caused	solely	
by	a	blockage	or	other	malfunction	of	a	Private	Service	Lateral	or	other	piping	or	conveyance	
system	that	Fort	Smith	does	not	own	or	operate.	

Calendar	Year	shall	mean	the	twelve	(12)	month	period	starting	on	January	1	and	ending	on	
December	31	of	a	given	year.	

Capacity	Constraint	shall	mean	those	discrete	components,	or	groups	of	components	of	the	
WCTS	that	are	determined	by	the	City,	consistent	with	Section	V,	Article	Four	("Capacity	
Assessment	and	Hydraulic	Modeling")	of	the	Consent	Decree	to	have	capacity	deficiency	issues	
that	have	caused	or	significantly	contributed	to	previous	capacity‐related	SSOs;	that	are	likely	to	
cause	or	significantly	contribute	to	future	capacity‐related	SSOs;	and/or	that	are	identified	as	
overflow	locations	for	any	storm	event	presented	in	Section	V,	Article	Four,	Paragraph	30.	

City	or	Fort	Smith	shall	mean	the	City	of	Fort	Smith,	Arkansas.	

Clean	Water	Act	or	CWA	shall	mean	the	Federal	Clean	Water	Act	found	at	33	U.S.C.	§§	1251‐	
1387.	

CMOM	or	Capacity,	Management,	Operations,	and	Maintenance	shall	mean	a	program	of	
accepted	industry	practices	to	properly	manage,	operate	and	maintain	sanitary	sewer	collection,	
transmission	and	treatment	systems,	investigate	capacity	constrained	areas	of	these	systems,	and	
respond	to	SSO	events,	including	as	identified	by	the	Guide	for	Evaluating	Capacity,	Management,	
Operation,	and	Maintenance	(CMOM)	Programs	(EPA,	Jan.	2005).	
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Consent	Decree	or	Decree	shall	mean	the	Decree	(and	all	Appendices)	lodged	by	the	U.S.	EPA	
against	the	City	of	Fort	Smith.	

Consultant	shall	mean	a	professional	engineer	licensed	in	the	State	of	Arkansas	or	other	
recognized	professional	within	a	field	of	practice,	with	appropriate	qualifications,	experience	and	
adequate	staff	and	resources	necessary	to	undertake	any	program	plan,	study,	analysis,	design	or	
report	required	by	the	terms	of	the	Consent	Decree.	

Contractor	shall	mean	a	person	or	entity	who	in	pursuit	of	its	business	undertakes	to	perform	a	
job	or	piece	of	work,	retaining	in	himself	control	of	means,	method	and	manner	of	accomplishing	
the	desired	result.	

Critical	Response	Time	shall	mean	the	time	interval	between	activation	of	the	high	wet	well	
level	alarm	at	a	Pump	Station	and	the	first	SSO	from	the	WCTS	tributary	to	that	Pump	Station	
under	peak	dry‐weather	flow	conditions	or	under	peak	wet‐weather	flow	conditions	(generated	
by	the	analysis	rainfalls	presented	in	Section	V,	Article	Four	("Capacity	Assessment	and	Hydraulic	
Modeling")	of	the	Consent	Decree),	whichever	weather	conditions	prevail	at	the	time	of	the	SSO.	

Cross‐Connection	shall	mean	any	constructed	connection,	whether	by	pipe	or	any	other	means,	
between	any	part	of	the	WCTS	and	any	part	of	a	storm	water	drainage	system	that	is	capable	of	
conveying	flow	between	the	two	systems.	

Date	of	Lodging	shall	mean	the	date	the	United	States	filed	a	copy	of	the	Consent	Decree	signed	
by	all	Parties	with	the	District	Court,	along	with	the	Complaint,	prior	to	submitting	the	Consent	
Decree	for	publication	in	the	Federal	Register	to	provide	an	opportunity	for	public	review	and	
comment	thereon.	The	Date	of	Lodging	for	the	City’s	Consent	Decree	is	January	02,	2015	
(1/2/2015).	

Day	or	Days	shall	mean	a	calendar	day	or	calendar	days	unless	expressly	stated	to	be	a	business	
day	or	business	days.	In	computing	any	period	of	time	under	the	Consent	Decree,	where	the	last	
Day	would	fall	on	a	Saturday,	Sunday,	or	a	Federal	or	State	holiday,	the	period	shall	run	until	the	
close	of	the	next	business	day.	

Deliverable	shall	mean	any	written	document	required	to	be	prepared	and/or	submitted	by	or	
on	behalf	of	Fort	Smith	pursuant	to	the	Consent	Decree.	

Direct	Discharge	shall	mean	a	sewer	pipe	installed	to	convey	wastewater	from	a	sanitary	sewer	
for	release	into	the	environment.		

Environmental	Protection	Agency	or	EPA	shall	mean	the	United	States	Environmental	
Protection	Agency	and	any	successor	departments	or	agencies	of	the	United	States.	

Equalization	Facilities	or	EQ	Facilities	shall	mean	those	components	of	the	WCTS	designated,	
designed	or	intended	for	the	temporary	storage	of	wet‐weather	wastewater	flows.	

Fats,	Oil	and	Grease	or	FOG	shall	mean	fats,	oil	and	grease,	whether	petroleum‐based,	mineral‐
oil‐based,	animal‐based	or	vegetable‐based.	
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FOG	Control	Device	shall	mean	any	grease	interceptor,	grease	trap,	or	other	mechanism,	device,	
or	process	that	attaches	to	or	is	applied	to	wastewater	plumbing	fixtures	and/or	Private	Service	
Lines	to	collect,	contain,	or	remove	FOG	from	the	wastewater	stream	of	a	FOG	Generator	prior	to	
discharge	into	the	WCTS.	

FOG	Control	Program	Plan	or	Fats,	Oil	and	Grease	Control	Program	Plan	shall	mean	Fort	
Smith's	program	to	control	discharge	of	FOG	into	the	WCTS	as	developed	and	approved	under	
Section	V,	Article	Seven,	Paragraph	37	of	the	Consent	Decree.	

FOG	Generator	shall	mean	any	food	service	establishment	or	food‐processing	establishment	that	
discharges	FOG	into	the	WCTS,	provided,	however,	that	those	establishments	covered	by	the	
City's	industrial	user	program	shall	not	be	considered	a	FOG	Generator	for	the	purposes	of	the	
Consent	Decree.	

Force	Main	shall	mean	any	pipe	that	receives	and	conveys,	under	pressure,	wastewater	from	the	
discharge	side	of	a	pump.	A	Force	Main	is	intended	to	convey	wastewater	under	pressure.	

Gravity	Sewer	Line	shall	mean	a	pipe	that	receives,	contains	and	conveys	wastewater	not	
normally	under	pressure,	but	intended	to	flow	unassisted	under	the	influence	of	gravity.	

Small‐Diameter	Gravity	Sewer	Lines	shall	mean	Gravity	Sewer	Lines	that	are	less	than	twenty‐
four	(24)	inches	in	diameter.		

Large‐Diameter	Gravity	Sewer	Lines	shall	mean	Gravity	Sewer	Lines	that	are	twenty‐four	(24)	
inches	or	greater	in	diameter.	

Infiltration	as	defined	by	40	C.F.R.	§	35.2005(b)	(20)	shall	mean	water	other	than	wastewater	
that	enters	a	WCTS	(including	sewer	service	connections	and	foundation	drains)	from	the	ground	
through	such	means	as	defective	pipes,	pipe	joints,	connections,	or	manholes.	

Inflow	as	defined	by	40	C.F.R.	§	35.2005(b)	(21)	shall	mean	water	other	than	wastewater	that	
enters	a	WCTS	(including	sewer	service	connections)	from	sources	such	as,	but	not	limited	to,	
roof	leaders,	cellar	drains,	yard	drains,	area	drains,	drains	from	springs	and	swampy	areas,	
manhole	covers,	cross	connections	between	storm	sewers	and	sanitary	sewers,	catch	basins,	
cooling	towers,	storm	water,	surface	runoff,	street	wash	waters,	or	drainage.	

Infiltration	and	Inflow	or	I&I	shall	mean	the	total	quantity	of	water	from	Infiltration	and	Inflow	
without	distinguishing	the	source.	

Interest	shall	mean	interest	accruing	on	a	sum	calculated	in	the	manner	provided	by	28	U.S.C.	§	
1961.	

Manhole	Assessment	and	Certification	Program	or	MACP	shall	mean	the	National	
Association	of	Sewer	Service	Companies	(NASSCO)	Manhole	Assessment	and	Certification	
Program.	
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Massard	Permit	shall	mean	NPDES	Permit	Number	AR0021750	issued	to	City	pursuant	to	
Section	402	of	the	Clean	Water	Act,	33	US	§	1342,	and	the	Arkansas	Water	and	Air	Pollution	
Control	Act,	Ark.	Code	Ann.	§	8‐4‐10,	et	seq.,	for	the	Massard	POTW	and	any	future	extended,	
modified	or	reissued	permit.	

Massard	WWTP	shall	mean	the	publicly	owned	treatment	works	that	is	owned	and	operated	by	
the	City	located	in	Fort	Smith	with	an	address	of	1609	North	9th	Terrace,	Barling,	Arkansas.	

Month	shall	mean	one	calendar	month	running	from	a	numbered	day	to	the	same	numbered	day	
of	the	following	calendar	month,	regardless	of	whether	the	particular	month	has	28,	29,	30,	or	31	
days.	If	a	triggering	event	would	occur	on	a	day	of	the	month	that	does	not	exist	(for	example,	
February	30),	then	the	event	shall	be	due	on	the	first	day	of	the	following	month	(for	example	
March	1).	

NASSCO	shall	mean	the	National	Association	of	Sewer	Service	Companies.	

P	Street	Permit	shall	mean	NPDES	Permit	Number	AR0033278	issued	to	City	pursuant	to	
Section	402	of	the	Clean	Water	Act,	33	U.S.C.	§	1342,	and	the	Arkansas	Water	and	Air	Pollution	
Control	Act,	Ark.	Code	Ann.	§	8‐4‐10,	et	seq.,	for	the	P	Street	POTW	and	any	future,	extended,	
modified	or	reissued	permit.	

P	Street	WWTP	shall	mean	the	publicly	owned	treatment	works	that	is	owned	and	operated	by	
City	and	that	is	located	at	13	North	P	Street	in	Fort	Smith,	Arkansas.	

Pipe	Assessment	and	Certification	Program	or	PACP	shall	mean	the	NASSCO	Pipe	Assessment	
and	Certification	Program.	

Pipe	Segment	shall	mean	the	portion	of	a	Gravity	Sewer	Line	extending	from	manhole	to	
manhole.	

Private	Service	Line	shall	mean	a	sewer	line	which	is	not	owned	or	operated	by	City,	but	which	
conveys	wastewater	from	a	building	to	a	main	line	of	the	WCTS.	

Private	Service	Line	Release	or	PSLR	shall	mean	any	spill,	release,	or	diversion	of	sewage	from	
a	Private	Service	Line	to	any	location	other	than	the	WCTS	caused	solely	by	a	blockage	or	other	
malfunction	in	that	Service	Line,	even	if	the	release	does	not	reach	Waters	of	the	State	or	waters	
of	the	United	States.	

Pump	Station	or	Pumping	Station	shall	mean	facilities	owned	or	operated	by	Fort	Smith	that	
contain	pumps	that	lift	wastewater	from	a	lower	to	a	higher	hydraulic	elevation,	including	all	
related	electrical,	mechanical,	and	structural	systems	necessary	to	the	operation	of	that	Pump	
Station	within	the	WCTS.	

Recurring	Private	Service	Line	Release	shall	mean	a	Private	Service	Line	Release	that	has	
occurred	within	three	(3)	years	of	a	prior	Private	Service	Line	Release	at	the	same	location.	
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Recurring	SSO,	Recurring	Dry‐Weather	SSO,	and	Recurring	Wet‐Weather	SSO.	A	“Recurring	
SSO”	shall	mean	any	SSO	that	has	occurred	within	three	(3)	years	of	a	prior	SSO	that	occurred	at	
the	same	location	under	any	weather	conditions	(wet	or	dry).	A	"Recurring	Dry‐Weather	SSO"	
shall	mean	an	SSO	that	has	occurred	during	dry	weather	within	three	(3)	Years	of	a	prior	SSO	at	
the	same	location	that	also	occurred	during	dry	weather.	A	"Recurring	Wet‐Weather	SSO"	shall	
mean	an	SSO	that	has	occurred	during	wet	weather	within	three	(3)	Years	of	a	prior	SSO	at	the	
same	location	that	also	occurred	during	wet	weather.	

Remedial	Measures	shall	mean	spot	repairs,	trenchless	sewer	rehabilitation,	sewer	
replacement,	repair	or	reconstruction,	and	any	other	appropriate	WCTS	improvement	technique	
for	resolving	condition	deficiencies	and/or	capacity	deficiencies	in	a	particular	system	asset	or	
group	of	assets	within	the	WCTS,	in	accordance	with	Appendix	D	of	the	Consent	Decree	
("Remedial	Determination	Process"),	that	have	caused	or	significantly	contributed	to	previous	
SSOs,	and/or,	that	are	likely	to	cause	or	significantly	contribute	to	future	occurrence	of	SSOs.	

Sanitary	Sewer	Overflow	or	SSO	shall	mean	any	spill,	release,	or	diversion	of	sewage	from	the	
WCTS,	including:	(1)	an	overflow	that	results	in	a	discharge	to	Waters	of	the	State	or	waters	of	the	
United	States,	and	(2)	an	overflow	of	wastewater,	including	a	wastewater	backup	into	a	building	
or	wastewater	overflow	onto	private	property,	such	as	a	Building/Private	Property	Backup	(other	
than	a	backup	caused	solely	by	a	blockage	or	other	malfunction	in	a	privately	owned	sewer	or	
building	lateral	(i.e.	a	"Private	Service	Line")),	even	if	that	overflow	does	not	reach	Waters	of	the	
State	or	waters	of	the	United	States.	

Sewershed	shall	mean	a	section	of	City's	WCTS	that	is	a	distinct	drainage	or	wastewater	
collection	area	and	designated	as	such	by	City	for	the	P	Street	WWTP	and	the	Massard	WWTP.	

State	of	Arkansas	or	State	shall	mean	the	State	of	Arkansas	acting	on	behalf	of	ADEQ.		

Sub‐basin	shall	mean	a	section	of	a	Basin	that	is	a	distinct	wastewater	collection	area	and	
designated	by	Fort	Smith	as	such.	

Tabulation	shall	mean	a	document	in	a	format	containing	text	searchable	cells	or	fields	that	is	
also	sortable	by	data	category.	

United	States	or	U.S.	shall	mean	the	United	States	of	America,	acting	on	behalf	of	EPA.	

Wastewater	Treatment	Plant	or	WWTP	shall	mean	the	Massard	or	P	Street	wastewater	
treatment	plants	and	components	thereof.		

Wastewater	Collection	and	Transmission	System	or	WCTS	shall	mean	the	sanitary	sewer	
collection,	retention	and	transmission	systems	for	both	the	Massard	WWTP	Sewershed	and	the	P	
Street	WWTP	Sewershed,	including	all	pipes,	Force	Mains,	Gravity	Sewer	Lines,	Pump	Stations,	
EQ	Basins,	manholes	and	appurtenances	thereto,	that	are	owned	or	operated	by	City	at	any	time	
from	the	Date	of	Lodging	of	the	Consent	Decree	until	its	termination	under	Section	XXIV.	
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Waters	of	the	State	shall	mean	all	streams,	lakes,	marshes,	ponds,	watercourses,	waterways,	
wells,	springs,	irrigation	systems,	drainage	systems,	and	all	other	bodies	of	accumulations	of	
water,	surface	and	underground,	natural	and	artificial,	public	or	private,	which	are	contained	
within,	flow	through,	or	border	upon	the	State	of	Arkansas,	or	any	portion	of	the	State	of	
Arkansas,	as	defined	in	Ark.	Code	Ann.	§84‐102(10).	

Year	shall	mean	a	twelve‐month	period	regardless	of	the	beginning	date.	In	the	event	a	triggered	
event	shall	be	due	on	a	year	ending	date	that	does	not	exist	(for	example,	February	29	in	some	
years),	then	the	event	shall	be	due	on	the	first	day	of	the	following	month	(for	example,	March	1).	
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Section 1 

Summary Report 

In	accordance	with	Section	II	of	the	Consent	Decree	(CD),	entered	into	between	the	United	States	
Environmental	Protection	Agency	(EPA),	the	Arkansas	Department	of	Environmental	Quality	
(ADEQ)	and	the	City	of	Fort	Smith,	Arkansas	(City)	with	Date	of	Lodging	(DOL)	of	January	2,	2015,	
the	City	is	implementing	a	CD	compliance	program	(Program).	The	Program	consists	of	the	
review	of	the	City’s	wastewater	treatment	plants;	improvements	and/or	modifications	to	its	
wastewater	collection	and	transmission	systems	(WCTS);	improvements/modifications	to	its	
operations	and	maintenance;	and	the	goal	of	abatement	of	sanitary	sewer	overflows	(SSO).		The	
Program	includes	sewer	system	assessments,	conditions	ratings,	and	remediation;	and	capacity	
remedial	measures	plans,	design	and	construction.	At	the	same	time,	the	City	must	continue	to	
deliver	its	asset	management	projects	every	year	regardless	of	the	demands	of	the	Program.	

Pursuant	to	requirements	of	Section	X,	Reporting,	the	City	has	prepared	the	following	Annual	
Report	for	the	period	from	January	1,	2018	to	December	31,	2018.		This	Annual	Report	contains	
all	applicable	information	required	by	the	CD,	which	includes	all	activities,	planned	deliverables,	
accomplishments,	and	completed	improvements	performed	before	or	during	2018.		The	City	has	
successfully	met	each	of	the	stipulated	requirements	for	the	Year	2018.		In	January	2018,	the	City	
received	approval	from	the	EPA	for	extended	deadlines	for	two	Capacity	Remedial	Measures	
projects	identified	in	Appendix	E2.		The	original	Capacity	Improvements	schedule,	as	referenced	
in	Appendix	E2,	will	be	superseded	by	the	Capacity	Remedial	Measures	report,	which	will	be	
submitted	on	or	before	March	31,	2020.		The	following	is	a	list	of	CD	Sections,	with	their	
associated	document	reference,	for	which	detailed	information,	data	tabulations,	exhibits,	plans	
and/or	reports	have	been	compiled	in	order	to	achieve	compliance	for	the	2018	Annual	Report:		

 Sewer	System	Assessments	(SSAs),	Section	V,	Article	One;	Section	X,	Paragraph	91;	

 Condition	Remedial	Measures,	Section	V,	Article	Two;	Section	X,	Paragraph	92;		

 Capacity	Assessment	and	Hydraulic	Modeling,	Section	V,	Article	Four;		

 Capacity	Remedial	Measures,	Section	V,	Article	Five	and	Section	X,	Paragraph	93,	
Appendixes	E1	and	E2;	

 Capacity,	Management,	Operations,	and	Maintenance	(CMOM)	Activities,	Section	V,	Article	
Seven;	Section	X,	Paragraph	94;	

 Fats,	Oil	and	Grease	(FOG)	Control	Program	Section	V,	Article	Seven,	Paragraph	37;	
Section	X,	Paragraph	94,	a;	

 Root	Control	Program	Section	V,	Article	Seven,	Paragraph	39;	Section	X,	Paragraph	94,	
b;	

 Gravity	Sewer	Line	Cleaning	Program	Section	V,	Article	Seven,	Paragraph	41;	Section	X,	
Paragraph	94,	c;	
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 Continuing	Sewer	System	Assessment	(CSSA)	Program	Section	V,	Article	Seven,	
Paragraph	43;	Section	X,	Paragraph	94,	d;	

 Continuing	Pump	Station	and	Force	Main	Evaluation	and	Preventive	Maintenance	
Program	Section	V,	Article	Seven,	Paragraph	45;	Section	X,	Paragraph	94,	e;	

 Continuing	Capacity	Assurance	Program	Section	V,	Article	Seven,	Paragraph	46;	Section	
X,	Paragraph	94,	f;	

 SSO	Reporting	Section	V,	Article	Seven,	Paragraph	47;	Section	X,	Paragraph	94,	g;	

 Information	Management	System	(IMS)	Update	Section	V,	Article	Seven,	Paragraph	50;	
Section	X,	Paragraph	94,	h;	

 SSO	Emergency	Response	Program	(OERP)	Section	V,	Article	Seven,	Paragraph	48;	
Section	X,	Paragraph	94,	i;	

 Standard	Operating	Procedures	(SOP	component)	Section	V,	Article	Seven,	Paragraph	
53;	Section	X,	Paragraph	94,	j;	

 Private	Line	Defect	Remedial	Program	Section	V,	Article	Seven,	Paragraph	54;	Section	X,	
Paragraph	94,	k;	

 Employee	Training	Program	Section	V,	Article	Seven,	Paragraph	55;	Section	X,	
Paragraph	94,	l;	

 Inventory	Management	System	Section	V,	Article	Seven,	Paragraph	56;	Section	X,	
Paragraph	94,	m;	

 Supplemental	Environmental	Project	(SEP)	Status,	Appendix	F,	Subsection	D;	Section	X,	
Paragraph	95;	

 Mitigation	Program	Requirement,	Section	VI,	Paragraph	70.a.	

This	Annual	Report	provides	pertinent	data	and	information	as	required	in	Section	IX,	
Deliverables	and	Review	Process,	Paragraphs	80	and	81.		It	should	be	noted	that	the	Capacity	
Remedial	Measures	Plan	will	be	provided	under	separate	submittal	on	or	before	March	31,	2020,	
as	notified	by	the	letter	dated	March	20,	2018.	

Table	1‐1	below	provides	a	list	of	completed	milestone	activities	required	for	the	2018	CD	Annual	
Reporting	period.	
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Table 1‐1 CD Milestones 

CD 
Reference CD Activity CD Date Status 

Date 
Submitted 

  Date of Lodging  02 Jan '15  Complete  02 Jan '15 

Section V, 
Article One 

Complete SSAs on 40 miles of Gravity Sewer Lines 
Annually  

31 Dec '18  Completed 
52.8 miles in 
2018 

Mar '19 

Section V, 
Article One 

Complete SSAs on 150 miles of Gravity Sewer Lines in 
3‐years  

‐ 159.5 miles in previous report years, and 
52.8 miles in 2018 

31 Dec '18  Completed 
212.3 miles 
total 

Mar '19 

Section V, 
Article One 

2015 Condition Assessment Report Submitted  31 Mar '16  Complete  Mar '16 

Section V, 
Article One 

2016 Condition Assessment Report Submitted  31 Mar '17  Complete  Mar '17 

Section V, 
Article One 

2017 Condition Assessment Report Submitted  31 Mar '18  Complete  Mar '18 

Section V, 
Article One 

2018 Condition Assessment Reports (In‐House and 
RJN Group) Submitted 

31 Mar '19  Complete  Mar '19 

Section V, 
Article Two 

Remedial Measure Plan for Basin 12 Submitted for 
Approval  

‐ Approved  

31 Mar '16 

 

5 July ‘16 

Complete  Mar '16 

Section V, 
Article Two 

Remedial Measure Plan for 2015 SSA Area Submitted 
for Approval 

31 Mar '17  Complete  Mar '17 

Section V, 
Article Two 

Remedial Measure Plan for 2016 SSA Area Submitted 
for Approval 

31 Mar '18  Complete  Mar '18 

Section V,  

Article Two 

Remedial Measure Plan for 2017 SSA Area Submitted 
for Approval 

31 Mar '19  Complete  Mar '19 

Section V, 
Article Three 

Pump Station and Force Main Evaluation Report 
Submitted for Approval 

31 Mar ‘18  Complete  Mar ‘18 

Section V, 
Article Four 

Hydraulic Model Update Report Submitted for 
Approval 

‐ EPA Comments 

‐ Response 

31 Mar '17 

 

12 June ‘17 

9 Aug ‘17 

Complete  Mar '17 

Section V, 
Article Four 

Capacity Assessment Report Submitted for Approval  

 

31 Mar '18  Complete  Mar '18 

Section V, 
Article Seven 

Root Control Program Plan Submitted for Approval 

‐ Approved  

31 Dec '15 

5 July ‘16 

Complete  Dec '15 

Section V, 
Article Seven 

Gravity Sewer Line Cleaning Program Plan Submitted 
for Approval 

‐  Approved 

31 Dec '15 

 

5 July ‘16 

Complete  Dec '15 

Section V, 
Article Seven 

Completed a minimum of 10% of Small‐Diameter 
Gravity Lines Cleaning per year 

31 Dec '17 

 

Completed 
10% in 2018 

Mar '19 

Section V, 
Article Seven 

Complete a minimum of 8 miles of Large‐Diameter 
Gravity Sewer Line cleaning in 3‐years  

‐ 9.02 miles in previous report years and 4.35 
miles in 2018 

31 Dec '17  Completed 
13.37 miles 
total 

Mar ‘19 

Section V, 
Article Seven 

SSO Documentation and Reporting Program Plan 
Submitted for Approval 

‐  Approved 

31 Dec '15 

 

5 July ‘16 

Complete  Dec '15 
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Table 1‐1 CD Milestones 

CD 
Reference CD Activity CD Date Status 

Date 
Submitted 

Section V, 
Article Seven 

SSO Emergency Response Program Plan Submitted for 
Approval 

‐  Approved 

31 Dec '15 

 

5 July ‘16 

Complete  Dec '15 

Section V, 
Article Seven 

FOG Control Program Plan Submitted for Approval 

‐ Approved 

31 Dec ‘16 

3 Feb ‘17 

Complete  Dec ‘16 

Section V, 
Article Seven 

Continuing Sewer System Assessment Program Plan 
for Approval 

‐ Approved 

31 Dec ‘16 

 

3 Feb ‘17 

Complete  Dec ‘16 

Section V, 
Article Seven 

Continuing Pump Station and Force Main Evaluation 
and Maintenance Program Plan for Approval 

‐ Approved 

31 Dec ‘16 

 

23 Feb ‘17 

Complete  Dec ‘16 

Section V, 
Article Seven 

Continuing Capacity Assurance Program Plan for 
Approval 

‐ Approved 

31 Dec ‘16 

 

23 Feb ‘17 

Complete  Dec ‘16 

Section V, 
Article Seven 

Information Management System Plan for Approval 

‐ Approved 

31 Dec ‘16 

22 Feb ‘17 

Complete  Dec ‘16 

Section V, 
Article Seven 

SOP Plan for Approval 

‐ Approved 

30 June ‘16 

3 Jan ’17 

Complete  June ‘16 

Section V, 
Article Seven 

Private Line Defect Remedial Program Plan for 
Approval 

‐ Approved 

31 Dec ‘16 

 

23 Feb ‘17 

Complete  Dec ‘16 

Section V, 
Article Seven 

Comprehensive Training Program Plan for Approval 

‐ Approved 

30 June ‘16 

6 Dec ‘16 

Complete  June ‘16 

Section V, 
Article Seven 

Inventory Management System Demonstration for 
Approval 

‐ Approved 

31 Dec ‘16 

 

23 Feb ‘17 

Complete  Dec ‘16 

Section VI  Mitigation Program Quality Assurance Project Plan 
Submitted 

‐  Comments Received 

‐  Response to Comments Submitted    

31 Dec '15 

 

29 June ‘16 

8 August ’16 

Complete  Dec ‘15 

Section VIII  Supplemental Environmental Project Escrow 
Agreement  

30 June ‘15  Complete  June ‘15 

Section VIII  Executed Escrow Agreement Submitted  31 Dec '15  Complete  Dec '15 

Section X  2015 Annual Report 

‐ EPA Comments  

‐ Response 

31 Mar ‘16 

9 Aug ‘16 

30 Sep ‘16 

Complete  Mar ‘16 

Section X  2016 Annual Report 

‐ EPA Comments  

‐ Response 

31 Mar ‘17 

15 June ‘17 

9 Aug ‘11 

Complete  Mar ‘17 

Section X  2017 Annual Report  31 Mar ’18  Complete  Mar ‘18 
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Section 2 

Consent Decree Activities 

2.1 Sewer System Condition Assessments Activities 
Pursuant	to	the	requirements	of	Section	V,	Article	One:	Sewer	System	Condition	Assessments	and	
Section	X,	Paragraph	91;	and	Section	V,	Article	Two:	Condition	Remedial	Measures	and	Section	X,	
Paragraph	92,	this	section	documents	the	City’s	progress	towards	completing	the	Sewer	System	
Condition	Assessment	activities.	

2.1.1 Sewer System Assessments (SSAs) 
Pursuant	to	the	requirements	of	Section	V,	Article	One:	Sewer	System	Condition	Assessments	and	
Section	X,	Paragraph	91,	this	section	documents	the	City’s	progress	toward	completing	SSA	
activities.		The	City	contracted	RJN	Group,	Inc.	(RJN)	to	conduct	SSA	activities	in	2018,	and	also	
City	Staff	also	performed	in‐house	SSA	activities	in	2018.	Figure	2‐1	and	Table	2‐1	outline	the	SSA	
areas.	The	2018	SSA	Condition	Assessment	Report	(2018	SSA)	which	included	smoke	testing,	dye	
testing,	CCTV,	and	manhole	inspections	is	included	in	Attachment	1.	The	2018	in‐house	SSA	
Condition	Assessment	Report	(2018	In‐House	SSA)	which	included	smoke	testing,	dye	testing,	
CCTV,	and	manhole	inspections	is	included	in	Attachment	2.	

Table 2‐1 SSA Area Summary 

Sub‐Basin 
Number of 
Manholes 

Length of Sewer Pipe 

Linear Feet (LF)  Miles 

Previous SSAs   3,876  842,273  159.5 

2018 SSA  
(RJN Group & 

In‐House) 

1,228  278,883  52.8 

Total            5,104 1,121,156 212.3  

The	following	SSA	Activities	were	conducted	during	the	2018	Annual	Report	year:	

 A	total	of	52.8	miles	of	gravity	sewer	lines	were	assessed	in	the	2018	SSA	area	including	
manholes,	CCTV,	smoke	testing	and	dye	testing	(see	Figure	2‐1,	Table	2‐1).	

 The	City	exceeded	the	minimum	annual	SSA	requirement	of	40	miles,	as	shown	in	the	2018	
SSA	(Attachments	1	and	2).	

 Flow	Monitoring	was	conducted	at	thirteen	(13)	locations	during	this	report	period.		Figure	
2‐2	provides	the	flow	monitoring	and	rain	gauge	locations	used.		Five	(5)	of	the	flow	
monitors	were	located	in	post‐remedial	measures	sub‐basins,	to	assess	the	effectiveness	of	
remediation	activities.		

 No	gravity	sewer	investigation	was	performed	beyond	the	limits	of	the	Consent	Decree.		
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 A	total	of	360	linear	feet	(0.05	miles)	of	additional	gravity	sewer	lines	were	added	to	the	
WCTS	during	this	report	period.		Additional	gravity	sewer	lines	are	provided	in	Figure	2‐3.			

 A	total	of	16	pipe	segments	were	identified	as	potentially	receiving	storm	water	discharges	
from	private	property.		These	were	associated	with	four	(4)	downspouts,	zero	(0)	sump	
pumps,	one	(1)	grease	trap,	two	(2)	catch	basins	and	nine	(9)	area	storm	drains,	discovered	
during	the	2018	SSA	(a	detailed	tabulation	is	provided	in	Attachments	1	and	2).	These	are	
under	further	review	and	will	be	handled	in	accordance	with	the	Private	Line	Remedial	
Program	Plan	(Attachment	12).	

 150	potential	Private	Service	Line	Defects	including	17	private	service	lines	and	133	
private	cleanouts,	were	discovered	during	the	2018	SSA	(a	detailed	tabulation	is	provided	
in	Attachments	1	and	2).		The	potential	Private	Service	Line	Defects	identified	in	the	2018	
SSA	will	be	evaluated	and	addressed	as	described	in	the	approved	Private	Line	Defect	
Remedial	Program	Plan	(see	Section	2.7.11	and	Attachment	10).	

 There	were	no	direct	discharges	from	the	WCTS	discovered	during	the	2018	SSA.	

 Table 2‐2 Condition Assessment Status 

Condition 
Assessment 
Activities(1)  Previous Years 

2018 SSA 

(RJN Group &  

In‐House)  Total  

Uninspected 
Manholes  359  78  467 

Manhole 
Inspection  3,517  1,228  4,745 

Sewer Pipe 
Inspected 

842,273 LF 
(159.52 miles) 

278,883 LF 
(52.8 miles) 

1,121,156 LF 
(212.3 miles) 

Length of Sewer 
Pipe Smoke Tested 

842,273 LF 
(159.52 miles) 

278,883 LF 
(52.8 miles) 

1,121,156 LF 
(212.3 miles) 

Sewer Pipe Dye 
Tested 

37,587 LF 
(7.12 miles) 

2,901 LF 
(0.55 miles) 

40,488 LF 
(7.67 miles) 

Small Diameter 
Sewer Pipe CCTV 

668,580 LF 
(126.63 miles) 

39,937 LF 
(7.56 miles) 

708,517 LF 
(134.2 miles) 

Large Diameter 
Sewer Pipe CCTV 

18,178 LF 
(3.44 miles) 

13,184 LF 
(2.50 miles) 

31,362 LF 
(5.94 miles) 

1Detailed	tabulation	of	Condition	Assessment	Activities	is	provided	in	Attachments	1.	

	

2.1.2 Condition Assessment Results 
Pursuant	to	the	requirements	of	Section	V,	Article	Two:	Condition	Remedial	Measures	and	Section	
X,	Paragraph	92,	this	section	documents	the	City’s	progress	toward	completing	the	Condition	
Remedial	Measures	activities.	The	City	contracted	RJN	Group,	Inc.	(RJN)	to	conduct	SSA	activities	
in	2018,	and	also	City	staff	performed	in‐house	SSA	activities	in	2018.	Figure	2‐1	and	Table	2‐1	
outline	the	SSA	areas.		A	summary	of	the	2018	SSA	NASSCO	ratings	for	line	segments	and	
manholes	with	condition	assessments	is	provided	in	Table	2‐3	and	the	detailed	tabulation	is	
included	in	Attachment	1	and	Attachment	2.			Table	2‐3	includes	totals	from	both	the	in‐house	
and	RJN‐led	sanitary	sewer	assessment.		
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In	2018,	City	efforts	were	focused	on	locating	manholes	for	ongoing	SSA	efforts,	rather	than	
locating	uninspected	manholes	from	previous	years.		46	manholes	were	located	by	the	City	for	
RJN.		Ongoing	efforts	are	being	performed	by	the	City	to	locate	and/or	make	previously	
uninspected	SSA	manholes	and	pipe	sections	accessible	for	the	required	assessment.		These	
assessments	will	be	performed	by	the	City	as	part	of	the	2019	in‐house	SSA,	and	included	in	the	
2019	Annual	Report.	

	
	

2.2 Condition Remedial Measures 
Pursuant	to	the	requirements	of	Section	V,	Article	Two:	Condition	Remedial	Measures	and	Section	
X,	Paragraph	92,	this	section	documents	the	City’s	progress	toward	completing	the	Condition	
Remedial	Measures	activities.		The	following	Condition	Remedial	Measures	activities	were	
conducted	during	the	2018	Annual	Report	year:	

 The	2017	SSA	Remedial	Measures	Plan	(2017	RMP)	is	provided	in	Attachment	3.	

 The	design	of	the	Basin	12	Remedial	Measures	Cured‐In‐Place	Pipe	(CIPP)	and	Phase	1	is	
on‐going,	and	should	be	completed	in	May	of	2019.		Table	2‐4	includes	a	revised	schedule	
for	the	remainder	of	the	Basin	12	Remedial	Measures.			

 The	2015	Condition	Remedial	Measures	are	in	progress	as	shown	on	Figure	2‐4	and	in	
Table	2‐5	and	estimated	to	be	completed	on	schedule.			

 The	City	has	continued	design	efforts	on	the	remedial	measure	activities	for	the	2016	SSA	
area	in	six	(6)	sub‐basins:	P003,	P004,	P005,	P008,	S006,	and	S007.		

 The	2018	SSA	Remedial	Measures	Plan	(2018	RMP)	will	be	provided	within	12	months	of	
the	2018	SSA	submittal.	

2.3 Pump Station/ Force Main Evaluation Report 
Pursuant	to	the	requirements	of	Section	V,	Article	Three:	Pump	Station/Force	Main	Evaluation	
Report,	this	section	documents	the	progress	of	the	Pump	Station	and	Force	Main	evaluations.		The	
Riverlyn	Wastewater	Pump	Station	Replacement	was	completed	in	June	2018	and	is	in	operation.	

	

Table 2‐3 NASSCO PACP Score Summary 

 

Sub‐Basin 

NASSCO Score 

 

Not 
Inspected 

 

No Defect 

 

1 

 

2 

 

3 

 

4 

 

5 

 

Total 

MACP 
(manholes)   78  754  61  27  176  42  60  1,228 

PACP  
(linear feet) 

           
‐     24,297  4,297  6,306  4,572  5,716  7,932  53,121 
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Table 2‐4 Basin 12 Remedial Measures Estimated Schedule1 

Project Linear 
Footage 

Estimated Schedule 

Basin 12 Remedial Measures CIPP  3,145  Construction scheduled for completion by 2019 

Basin 12 Remedial Measures Phase 1  8,395  Construction scheduled for completion by 2020 

Basin 12 Remedial Measures Phase 3  6,199  Construction scheduled for completion by 2021 

Basin 12 Remedial Measures Phase 4  6,283  Construction scheduled for completion by 2022 

Basin 12 Remedial Measures Phase 5  7,723  Construction scheduled for completion by 2023 

Basin 12 Remedial Measures Phase 6  6,742  Construction scheduled for completion by 2024 

Basin 12 Remedial Measures Phase 7  5,332  Construction scheduled for completion by 2025 

Basin 12 Remedial Measures Phase 8  5,091  Construction scheduled for completion by 2025 

Basin 12 Remedial Measures Phase 9  8,531  Construction scheduled for completion by 2026 

 

Table 2‐5 Condition Related Remedial Measure Projects Status 

Project Status 

2018 On‐Call Services  Construction On‐going 

2015 Remedial Measures: FL01  Construction Complete August 2018 

2015 Remedial Measures: P007  Construction Complete June 2018 

2015 Remedial Measures: S003  Construction scheduled for completion March 2019 

2015 Remedial Measures: S004  Construction scheduled for completion December 2019 

2015 Remedial Measures: S008  Construction scheduled for completion March 2019 

2015 Remedial Measures: S009  Construction scheduled for completion April 2019 

2015 Remedial Measures: CIPP (Sub‐Basins 

FL01, P007, S003, S004, S008, S009)  

Construction scheduled for completion by December 2019 

2016 Remedial Measures (Sub‐Basins P003, 

P004, P005, P008, S006, S007) 

Design scheduled for completion 2nd Quarter of 2019; will bid 

for Construction in 3rd Quarter of 2019 

2017 Remedial Measures (Sub‐Basins 

MC06, MC07, MC08, P009, FL02, Z001) 

Design scheduled for completion 1st Quarter 2020; 

Construction scheduled for completion by December 2021 

2018 Remedial Measures (Sub‐Basins 

WL01, RF01, M003, M005, HL01, HR01, 

D000) 

Design scheduled for completion 4th Quarter of 2020; 

Construction scheduled for completion by December 2022 

	

2.4 Capacity Assessment and Hydraulic Modeling   
Pursuant	to	the	requirements	of	Section	V,	Article	Four:	Capacity	Assessment	and	Hydraulic	
Modeling	and	Section	X,	Paragraph	94,	f,	this	section	documents	the	City’s	progress	toward	
completing	the	Capacity	Assessment	and	Hydraulic	Modeling.	The	Hydraulic	Model	Update	
Report	was	approved	August	9,	2017.		The	Capacity	Assessment	Report	was	submitted	on	March	
31,	2018,	per	the	terms	of	the	Consent	Decree.		No	comments	were	received.	

 

																																																																		

1	Phase	2	line	segments	originally	identified	have	been	redistributed	to	other	project	Phases.	
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2.5 Capacity Remedial Measures 
Pursuant	to	the	requirements	of	Section	V,	Article	Five:	Capacity	Remedial	Measures	Plan	and	
Section	X,	Paragraph	93,	this	section	documents	the	City’s	progress	toward	completing	the	
Capacity	Remedial	Measures	activities.		As	notified	by	the	letter	dated	January	24,	2018	the	City	is	
currently	behind	schedule	for	two	Capacity	Remedial	Measures	projects	identified	in	Appendix	E,	
Table	2;	Sub‐Basin	P002	&	P003	Capacity	Improvements	Project	and	Basin	10	&	14	Capacity	
Improvements	Project.		The	EPA	has	provided	a	response	letter	approving	revision	of	the	
completion	dates	to	match	the	Capacity	Remedial	Measures	report,	which	will	supersede	the	
original	Capacity	Improvements	schedule,	as	referenced	in	Appendix	E2.		The	Capacity	Remedial	
Measures	Plan	will	be	provided	under	separate	submittal,	and	will	include	a	revised	schedule	for	
the	Capacity	Remedial	Measures.		The	City	will	submit	the	Capacity	Remedial	Measures	Plan	on	or	
before	March	31,	2020,	as	notified	by	the	letter	dated	March	20,	2018.	

The	Sub‐Basin	P002	&	P003	Capacity	Improvements	project	is	currently	under	construction	and	
construction	completion	is	scheduled	for	Spring	2020.	Sub‐Basin	S009	Capacity	Improvements	
project	is	currently	under	construction	and	construction	completion	is	scheduled	for	Spring	2019.			

Basin	10	&	14	Capacity	Improvements,	Phase	I	is	currently	in	design	as	two	separate	projects,	
Phase	I.a	and	Phase	I.b.		Phase	I.a	will	connect	the	ongoing	P002/P003	Capacity	Improvements	
project	to	the	completed	P007	Capacity	Improvements	project.		Phase	I.b	will	complete	the	
remainder	of	the	Basin	10	&	14	Capacity	Improvements,	Phase	I	to	Rogers	Avenue.		The	majority	
of	Basin	10	&	14	Capacity	Improvements,	Phase	II	was	previously	constructed	as	part	of	a	street	
widening	project	in	2003.		The	remaining	1,300	linear	feet	is	still	in	the	planning	stage.		The	
Capacity	Remedial	Measures	report	will	be	submitted	separately	from	this	report.		

2.6 Additional Remedial Measure Activities 
In	addition	to	the	condition	and	capacity	projects	outlined	in	the	CD,	the	following	activities	were	
completed	in	2018.	The	City	completed	additional	condition	remedial	measures	in‐house	for	
2,727	linear	feet	of	sewer	lines,	25	point	repairs,	13	service	line	repairs,	and	eight	(8)	manholes	in	
areas	with	reoccurring	SSOs	or	flow	restrictions.		The	City	contracted	Forsgren,	Inc.	for	the	2018	
On‐Call	Services	project,	which	included	1,227	linear	feet	and	three	(3)	manholes	of	condition	
related	improvements.	The	condition	related	activities	are	shown	in	Figure	2‐4.	

2.7 CMOM Activities 
2.7.1 FOG Control Program 
Pursuant	to	the	requirements	of	Section	V,	Article	Seven:	Development	of	a	CMOM	Program;	FOG	
Control	Program	Component	and	Section	X,	Paragraph	94,	a,	this	section	documents	the	City’s	
progress	toward	completing	the	FOG	Control	Program	activities.		The	FOG	Control	Program	Plan	
was	approved	February	3,	2017.		The	following	seven	items	were	identified	as	Key	Performance	
Indicators	(KPI)	for	the	FOG	Control	Program	in	2017	and	were	tracked	in	2018:	

 Percent	initial	compliance	inspections	for	permitted	FOG	generators	per	year;	

 Percent	of	FOG	generator	contributed	FOG	SSOs	per	year;	
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 Percent	compliance	of	permitted	FOG	generators	per	year;	

 Number	of	violations	issued	per	year;	

 Number	of	enforcement	(based	on	the	escalating	enforcement	plan)	inspections	per	year;	

 Amount	of	penalties	assessed	in	dollars	per	year;	and	

 Number	of	permits	issued	per	year	

The	following	activities	were	conducted	in	2018	as	part	of	the	FOG	Control	Program	Plan	
implementation:		

 52%	(126)	initial	compliance	inspections	were	conducted	for	permitted	FOG	generators	for	
2018,	and	a	summary	list	is	provided	in	Attachment	4.	

 0%	of	FOG	generators	contributed	to	FOG	SSOs	in	2018.	

 38%	of	permitted	FOG	generators	inspected	in	2018	were	in	compliance.	

 79	violations	were	found	in	2018	during	compliance	inspections	for	permitted	FOG	
generators.	

 7	enforcement	re‐inspections	were	conducted	for	permitted	FOG	generators	for	2018.	

 Amount	of	penalties	assessed	in	dollars	for	2018	was	$0.00.	

 FOG	Program	staff	will	continue	to	plot	FOG	related	SSOs	to	develop	a	“hotspot”	map	to	
help	determine	focus	areas	for	the	FOG	Generators	and	Permits	in	the	City	of	Fort	Smith.	

 5	FOG	Hauler	Permits	were	issued	in	2018.	FOG	Hauler	information	is	provided	in	
Attachment	4.	

 241	FOG	Generator	Permits	were	issued	in	2018.	FOG	Generator	information	is	provided	in	
Attachment	4.	

When	a	FOG	Generator	Permit	is	issued,	the	City’s	FOG	Program	staff	hand	delivers	the	permit	
and	provides	compliance	training	and	education	which	entails	the	following	components:	

 Records	and	Record	Keeping	

 Best	Management	Practice	

The	City	had	an	existing	Pretreatment	Program	in	place	for	industrial	facilities	prior	to	the	FOG	
Control	Program	Plan	and	22	industries	are	currently	permitted	through	that	program.		Samples	
are	collected	monthly	through	the	Pretreatment	Program	and	a	total	of	240	Oil	and	Grease	
samples	were	collected	from	permitted	industries	in	2018.			Four	(4)	of	the	Oil	and	Grease	
samples	collected	were	out	of	compliance	with	Local	Limits	for	Oil	and	Grease	(100	mg/L)	and	
each	instance	of	non‐compliance	resulted	in	a	Notice	of	Violation	being	issued	to	the	industry.		
None	of	these	instances	of	non‐compliance	correlated	with	blockages	in	the	area.	
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2.7.2 Root Control Program 
Pursuant	to	the	requirements	of	Section	V,	Article	Seven:	Development	of	a	CMOM	Program;	Root	
Control	Program	Component	and	Section	X,	Paragraph	94,	b,	this	section	documents	the	City’s	
progress	toward	completing	the	Root	Control	Program	activities.		The	reactive	root	removal	
activities	correspond	with	the	SSO	response	activities	when	roots	are	identified	as	the	cause	of	an	
SSO.		The	reactive	root	removal	pipe	sections	are	provided	in	Attachments	6	and	7	as	part	of	SSO	
and	recurring	SSO	Reporting			

In	2017,	20	locations	were	selected	as	part	of	a	Root	Control	Pilot	Test.		The	locations	selected	
were	pipe	segments	with	two	(2)	or	more	root	related	SSOs.		No	reoccurring	SSOs	were	observed	
in	these	line	segments	after	the	chemical	root	treatment.	

Based	on	the	success	of	the	2017	pilot	study,	an	additional	18	line	segments	were	selected	for	
chemical	root	treatment	in	2018.		These	line	segments	were	selected	based	on	CCTV	observations	
of	significant	root	intrusion.		A	total	of	5,025	linear	feet	of	small‐diameter	pipe	were	treated	by	
Duke's	Root	Control,	Inc.	on	September	27,	2018,	as	summarized	in	Attachment	5.	

2.7.3 Gravity Sewer Line Cleaning Program 
Pursuant	to	the	requirements	of	Section	V,	Article	Seven:	Development	of	a	CMOM	Program;	
Gravity	Sewer	Line	Cleaning	Component	and	Section	X,	Paragraph	94,	c,	this	section	documents	
the	City’s	progress	toward	completing	the	Gravity	Sewer	Line	Cleaning	Program	activities.			

RJN	and	the	City	(In‐House)	conducted	Gravity	Sewer	Line	Cleaning	activities	as	part	of	the	SSA	
activities	described	in	Section	2.1.		The	cleaning	activities	conducted	as	part	of	the	2018	SSAs	are	
included	in	Attachments	1	and	2.		See	Figure	2‐6	and	Table	2‐6	for	the	gravity	sewer	lines	cleaned	
to	date.	

Table 2‐6 Gravity Sewer Line Cleaning 

Gravity Sewer Line 
Cleaning Activities 

Previous 
Years 

2018 

Annual Report 
Year 

Total Cleaned 
To‐Date 

% 
Complete 

Small Diameter Sewer 
Pipe Cleaning 

856,528 LF 
(168.23 miles) 

255,913 LF 
(48.47 miles) 

1,112,441 LF 
(210.69 miles) 

42% 

Large Diameter Sewer 
Pipe Cleaning 

47,587 LF 
(9.02 miles) 

14,605 LF 
(2.77 miles) 

62,192 LF 
(11.78 miles) 

35% 

1Detailed	tabulation	of	Gravity	Sewer	Line	Cleaning	Activities	is	provided	in	Attachments	1.	

The	City	conducted	49,660	LF	of	targeted	line	cleaning	on	129	unique	line	segments,	for	a	total	of	
32,920	unique	linear	feet	during	the	2018	Annual	Report	period.		Figure	2‐7	provides	the	
locations	of	the	Targeted	Line	Cleaning.		The	City	also	started	using	the	Sewer	Line	Rapid	
Assessment	Tool	(SL‐RAT)	mid‐year	2018,	to	help	assess	sewer	lines	with	significant	blockages,	
and	better	determine	whether	targeted	cleaning	was	required.		A	total	of	36,574	linear	feet	(157	
line	segments)	were	assessed	using	the	SL‐RAT.		Of	the	157	line	segments	assessed	using	SL‐RAT,	
114	line	segments	(25,263	linear	feet)	were	determined	to	have	no	significant	blockages,	and		
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were	not	cleaned	in	2018,	but	will	be	monitored	for	the	next	two	(2)	years.			The	remainder	of	
lines	assessed	with	SL‐RAT	are	included	in	the	targeted	cleaning	list	for	the	2018	Annual	Report	
period.			

2.7.4 CSSA Program 
Pursuant	to	the	requirements	of	Section	V,	Article	Seven:	Development	of	a	CMOM	Program;	CSSA	
Program	Component	and	Section	X,	Paragraph	94,	d,	this	section	documents	the	City’s	progress	
toward	completing	the	CSSA	Program	activities.		The	CSSA	Program	Plan	was	approved	February	
3,	2017	and	this	program	is	not	scheduled	to	begin	until	calendar	year	2023.	

2.7.5 Continuing Pump Station and Force Main Evaluation and Preventive 
Maintenance Program 

Pursuant	to	the	requirements	of	Section	V,	Article	Seven:	Development	of	a	CMOM	Program;	
Continuing	Pump	Station	and	Force	Main	Evaluation	and	Preventive	Maintenance	Program	and	
Section	X,	Paragraph	94,	e,	this	section	documents	the	City’s	progress	toward	completing	the	
Continuing	Pump	Station	and	Force	Main	Evaluation	and	Preventive	Maintenance	Program	
activities.		The	Continuing	Pump	Station	and	Force	Main	Evaluation	and	Preventive	Maintenance	
Program	Plan	was	approved	February	23,	2017.	The	City	is	currently	inspecting	and	maintaining	
the	pump	stations	as	identified	in	the	plan;	however,	this	program	is	not	scheduled	to	begin	until	
calendar	year	2023,	so	no	additional	activities	were	reported.		One	pump	station	and	701	LF	of	
force	main	were	also	added	to	the	WCTS	during	this	report	period.	

2.7.6 Continuing Capacity Assurance Program 
Pursuant	to	the	requirements	of	Section	V,	Article	Seven:	Development	of	a	CMOM	Program;	
Continuing	Capacity	Assurance	Program	and	Section	X,	Paragraph	94,	f,	this	section	documents	
the	City’s	progress	toward	completing	the	Continuing	Capacity	Assurance	Program.		The	
Continuing	Capacity	Assurance	Program	was	approved	February	23,	2017.	This	program	is	not	
scheduled	to	begin	until	calendar	year	2025,	so	no	additional	activities	were	reported. 

2.7.7 SSO Reporting 
Pursuant	to	the	requirements	of	Section	V,	Article	Seven:	Development	of	a	CMOM	Program;	SSO	
Reporting	Component	and	Section	X,	Paragraph	94,	g,	this	section	documents	the	City’s	progress	
toward	completing	the	SSO	Reporting	Program	activities.		The	City	is	continuing	to	comply	with	
the	immediate,	monthly	and	annual	reporting	requirements	as	outlined	in	the	SSO	Reporting	
Plan.		A	detailed	tabulation	of	the	SSO	events	in	the	2018	Annual	Report	period	is	provided	in	
Attachment	6.		A	detailed	tabulation	of	reoccurring	SSOs	for	2015‐2018	is	provided	in	Attachment	
7.	A	detailed	tabulation	of	reoccurring	private	service	line	releases	(PSLRs)	for	2015‐2018	is	
provided	in	Attachment	8.			

The	City	is	conducting	several	activities	to	reduce	and	eliminate	reoccurring	SSOs.		RJN	and	City	
staff	conducted	SSA	and	Gravity	Sewer	Line	Cleaning	activities	as	outlined	in	Sections	2.1	and	
2.7.3.		In	addition,	the	City	evaluated	the	SSO	locations	to	determine	if	additional	repairs	were	
required.	Fourteen	reoccurring	SSOs	that	are	shown	on	Attachment	7	were	remediated	in	2017	
through	In‐House	repairs.		In	2018,	additional	repairs	remediated	44	SSOs	and	of	these	SSOs,	10	
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were	reoccurring.			The	repairs	for	2018	are	provided	in	Attachment	7.		The	2017	root	control	
program	also	helped	to	remediate	20	locations	with	reoccurring	SSOs.	

2.7.8 OERP 
Pursuant	to	the	requirements	of	Section	V,	Article	Seven;	Development	of	a	CMOM	Program;	
OERP	Component	and	Section	X,	Paragraph	94,	i,	this	section	documents	the	City’s	progress	
toward	completing	the	OERP	activities.		The	SSO	Reporting	activities	are	outlined	in	Section	2.7.7	
and	Attachments	6,	7,	and	8.	

2.7.9 IMS Update 
Pursuant	to	the	requirements	of	Section	V,	Article	Seven:	Development	of	a	CMOM	Program;	IMS	
Update,	and	Section	X,	Paragraph	94,	h,	this	section	documents	the	City’s	progress	toward	
completing	the	IMS	Update	activities.		As	part	of	the	IMS	update	the	City,	in	collaboration	with	
CDM	Smith,	to	implemented	activities	in	the	following	IMS	areas:	

 Asset	records	

 Developed	a	CMMS	schema	for	WCTS	vertical	asset	records	within	pump	station	
module	to	manage	all	components	at	an	asset	level.		

 CMMS	Integration	with	GIS	

 Completed	detailed	review	and	comparison	of	linear	asset	data	between	CMMS	and	GIS	
down	to	the	attribute	level.		

 Identified	asset	record	discrepancies	existing	between	GIS	and	CMMS	asset	registers.	

 Classified	and	sorted	discrepancies	by	geographic	area,	type	of	issue,	and	
recommended	actions.	

 Developed	workflow	and	business	processes	to	review	data	discrepancies	and	reconcile	
asset	data	through	a	combination	of	SME	desktop	review	and	ad	hoc	field	verification.	

 Piloted	and	refined	workflow	with	stakeholders	from	across	the	department.	

 Began	asset‐by‐asset	review	to	align	GIS	&	CMMS	datasets	and	improve	data	quality	
and	quantity.	

 Included	some	pump	station	vertical	assets	for	planned	integration	between	GIS	and	
CMMS.	

 Facilitated	sewer	asset	reconciliation	discussion.	

 Completed	Lucity	data	assessments	where	requested.	

 Lucity	Mobile	

 Setup	of	test	environment	for	development.	
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 Procurement	of	additional	hardware	and	installation	of	Lucity	Mobile	software	for	
piloting	by	maintenance	staff.	

 Established	Lucity	Web/Mobile	development	environment.	

 Initiated	SL‐RAT	Inspection	data	Pilot	Program	to	advance	use	of	Lucity	Mobile	in	
Systems.	

 FOG		

 Completed	configuration	and	customization	of	relevant	modules	to	support	Fort	Smith	
FOG	program.	

 Completed	the	Data	dictionary	refinement.	

 Bulk	import	of	Hauler,	Facility,	and	Grease	Extractor	data	into	CMMS.	

 Completed	80	man‐hours	of	CMMS	end	user	training	specific	to	FOG.	

 Ongoing	data	QA/QC	of	manual	data	entry	and	update.	

 Operational	use	of	Hauler,	Facility,	Grease,	Extractor,	Inspection,	and	Enforcement	
CMMS	functionality.	

 Development	and	deployment	of	a	custom	fillable	PDF	FOG	inspection	form	designed	
for	bulk	import	into	CMMS.	

 Worked	with	the	CMMS	vendor	to	create	and	install	two	software	patches	for	bugs	
identified	during	testing.	

 Development	of	standard	training	template	for	CMMS	training	documentation,	as	
detailed	in	Attachment	11.	

 Developed	CMMS	FOG	training	curriculum,	as	detailed	in	Attachment	11.	

 SSOs	

 Developed	a	custom	fillable	PDF	SSO	form	designed	for	bulk	import	into	CMMS	to	
reduce	the	possibility	of	data	transcription	errors	resulting	from	manual	data	entry.	

 CMMS	Development		

 Initiated	Utility	Department	Software	Inventory	analysis	to	identify	systems	and	
processes	for	Lucity	implementation.	

2.7.10  SOP Component 
Pursuant	to	the	requirements	of	Section	V,	Article	Seven:	Development	of	a	CMOM	Program;	SOP	
Component	and	Section	X,	Paragraph	94,	j,	this	section	documents	the	City’s	progress	toward	
completing	the	SOP	component	activities.		The	City	has	completed	61	(86	%)	of	the	SOPs	and	
completed	this	work	ahead	of	schedule.	Copies	of	the	SOPs	are	provided	in	Attachment	9.	
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2.7.11  Private Line Defect Remedial Program  
Pursuant	to	the	requirements	of	Section	V,	Article	Seven:	Development	of	a	CMOM	Program;	
Private	Line	Defect	Remedial	Program	Component	and	Section	X,	Paragraph	94,	k,	this	section	
documents	the	City’s	progress	toward	completing	the	Private	Line	Defect	Remedial	(PLDR)	
Program	activities.		The	PLDR	Program	Plan	was	approved	February	23,	2017,	and	a	summary	of	
the	program	activities	is	provided	in	Attachment	10.		

2.7.12  Comprehensive Training Program 
Pursuant	to	the	requirements	of	Section	V,	Article	Seven:	Development	of	a	CMOM	Program;	
Comprehensive	Training	Program	Component	and	Section	X,	Paragraph	94,	l,	this	section	
documents	the	City’s	progress	toward	completing	the	Comprehensive	Training	Program	
activities.		In	2018,	over	3,000	training	instances	were	documented,	totaling	more	than	5,000	
man‐hours.		A	summary	of	the	Comprehensive	Training	Program	activities	is	provided	in	
Attachment	11.		

2.7.13  Inventory Management System Update 
Pursuant	to	the	requirements	of	Section	V,	Article	Seven:	Development	of	a	CMOM	Program;	
Inventory	Management	System	and	Section	X,	Paragraph	94,	m,	this	section	documents	the	City’s	
progress	toward	completing	the	Inventory	Management	System	activities.		The	key	initiatives	and	
accomplishments	in	2018	of	the	ongoing	Inventory	Management	System	include:	

 Revised	inventory	requisition	forms	to	accommodate	all	treatment	plants,	and	tailor	the	
reports	around	the	products	and	materials	in	the	warehouse	to	address	sewer	issues.	

 Reorganized	physical	storage	areas	at	the	“P”	Street	Wastewater	Treatment	Plant	inventory	
to	maximize	available	space	and	optimize	storage	capacity	with	forecasted	demand.	

 Completion	of	inventory	move	from	P	Street	to	Kelley	Highway	warehouse.	

 Continued	the	on‐going	cleanup	project	of	the	P	Street	Inventory	Warehouse	and	Office,	
including	disposal	of	items	no	longer	used,	identifying	items	not	recognized	in	Lucity,	and	
initiating	an	organization	process	that	will	lead	to	additional	storage	space	for	crews.	

 Evaluated	RetailEdge	application	for	use	as	a	one‐source	location	for	all	inventory	items.	

 Obtained	Six	Sigma	Green	Belt	certifications	for	three	(3)	employees	and	One	Black	Belt	
certification.	

 Improved	safety	measures	throughout	the	warehouse.	

 Implemented	new	procedures	for	ordering	of	parts	and	materials.	

 Hired	a	Business	Operations	and	Logistics	Manager	to	increase	oversight	and	management	
within	process	improvement,	inventory	control,	operations	management,	and	data	
analytics.	
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2.8 SEP  
Pursuant	to	the	requirements	of	Section	V,	Appendix	F:	SEP	and	Section	X,	Paragraph	95	this	
section	documents	the	City’s	progress	toward	completing	the	SEP	activities.		The	information	
regarding	the	SEP	implementation	as	outlined	in	Section	D,	Subparagraph	3	of	Appendix	F	of	the	
CD	is	provided	in	Attachment	12	of	this	report.		

2.9 Mitigation Program Requirement  
Pursuant	to	the	requirements	of	Section	VI,	Mitigation	Program	Requirement,	Paragraph	70.a,	
this	section	documents	the	City’s	progress	toward	completing	the	Mitigation	Program	activities.		

 Baseline	monitoring	was	conducted	in	the	3rd	Quarter	(July	2018)	and	4th	Quarter	
(October	2018).	

 Two	Storm	Samples	and	a	Grab	Sample	for	a	complete	quarter	were	conducted	in	the	1st	
Quarter,	2nd	Quarter,	and	4th	Quarter.	

 December	2018	Mitigation	Project	sample	analysis	review	is	complete	and	acceptable,	
concluding	the	project	field	sampling	and	laboratory	analysis.		This	satisfies	the	criteria	
outlined	in	the	Mitigation	Quality	Assurance	Project	Plan.	

 A	final	report	will	be	submitted	to	the	EPA	for	review	and	comment	on	or	before	June	27,	
2019,	under	separate	submittal	from	this	report.	

The	City’s	approved	Mitigation	Program	Quality	Assurance	Project	Plan	(QAPP)	laboratory	for	
analyzing	immerging	contaminants	of	concern	(EPA	1694	modified	method)	is	no	longer	able	to	
provide	the	analysis.	The	City	submitted	an	amendment	to	the	QAPP	to	revise	the	analysis	of	the	
immerging	contaminants	of	concern	in	the	4th	quarter	of	2017	and	began	using	the	new	
laboratory	for	analyzing	immerging	contaminants	of	concern	(EPA	1694	modified	method)	in	the	
1st	quarter	of	2018.	
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APPENDIX A 

RECOMMENDED REHABILITATION – MANHOLES 



Manhole

Rehabilitation Recommendations
Basin ID MACP Score Rehab Actions

FL02 FL02-0010 No Scoreable Defect New Frame and Cover, Coat Adjustment

FL02 FL02-0015 3 New Frame and Cover, Coat Adjustment

FL02 FL02-0020 5 Replacement

FL02 FL02-0030 5 Replacement

FL02 FL02-0040 5 Replacement

FL02 FL02-0050 2 New Frame and Cover, Coat Adjustment

FL02 FL02-0060 2 New Frame and Cover, Coat Adjustment

FL02 FL02-0065 3 New Frame and Cover

FL02 FL02-0070 Not Inspected -

FL02 FL02-0080 1 New Frame and Cover, Coat Adjustment

FL02 FL02-0090 2 New Frame and Cover

FL02 FL02-0100 No Scoreable Defect New Frame and Cover 

FL02 FL02-0110 1 New Frame and Cover, Coat Adjustment

FL02 FL02-0120 No Scoreable Defect New Frame and Cover

FL02 FL02-0130 5 Replacement

FL02 FL02-0140 5 Chemical Grout Lower 18 Inches

FL02 FL02-0150 4 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

FL02 FL02-0160 No Scoreable Defect New Frame and Cover

FL02 FL02-0170 Not Inspected -

FL02 FL02-0180 4 Replacement

FL02 FL02-0190 3 New Frame and Cover

FL02 FL02-0200 3 New Frame and Cover

FL02 FL02-0210 5 Replacement

FL02 FL02-0220 No Scoreable Defect New Frame and Cover, Coat Adjustment

FL02 FL02-0222 1 New Frame and Cover

FL02 FL02-0230 3 New Frame and Cover

FL02 FL02-0240 4 Replacement

FL02 FL02-0250 5 Replacement

FL02 FL02-0260 5 Replacement

FL02 FL02-0262 5 Chemical Grout Lower 18 Inches, New Frame and Cover

FL02 FL02-0264 No Scoreable Defect New Frame and Cover

FL02 FL02-0266 Not Inspected -

FL02 FL02-0270 3 New Frame and Cover

FL02 FL02-0280 No Scoreable Defect New Frame and Cover, Coat Adjustment

FL02 FL02-0290 5 Replacement

FL02 FL02-0300 5 Replacement

FL02 FL02-0310 5 Replacement

FL02 FL02-0320 5 Replacement

FL02 FL02-0330 No Scoreable Defect New Frame and Cover

FL02 FL02-0340 5 Replacement

FL02 FL02-0350 3 New Frame and Cover

FL02 FL02-0360 5 Chemical Grout Lower 18 Inches, Coat Chimney

FL02 FL02-0370 4 Replacement

FL02 FL02-0370A No Scoreable Defect New Frame and Cover

FL02 FL02-0380 4 Replacement

FL02 FL02-0390 5 Replacement

FL02 FL02-0400 Not Inspected -

FL02 FL02-0410 Not Inspected -

FL02 FL02-0420 4 Replacement

FL02 FL02-0430 1 New Frame and Cover

FL02 FL02-0440 5 Chemical Grout Lower 18 Inches

FL02 FL02-0450 5 Chemical Grout Lower 18 Inches

FL02 FL02-0455 Not Inspected -

FL02 FL02-0460 Not Inspected -

FL02 FL02-0470 5 Replacement

FL02 FL02-0480 4 Replacement

FL02 FL02-0490 Not Inspected -

FL02 FL02-0500 2 New Frame and Cover

FL02 FL02-0505 Not Inspected -

FL02 FL02-0516 3 CMOM
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Manhole

Rehabilitation Recommendations
Basin ID MACP Score Rehab Actions

FL02 FL02-0518 5 Replacement

FL02 FL02-0520 4 Coat Wall, Coat Chimney, New Frame and Cover

FL02 FL02-0522 No Scoreable Defect New Frame and Cover

FL02 FL02-0524 No Scoreable Defect New Frame and Cover

FL02 FL02-0526 4 Coat Wall, New Frame and Cover

FL02 FL02-0527 5 Replacement

FL02 FL02-0528 Not Inspected -

FL02 FL02-0528A 1 CMOM

FL02 FL02-0530 4 Chemical Grout Lower 18 Inches

FL02 FL02-0540 4 Replacement

FL02 FL02-0540A 5 Replacement

FL02 FL02-0550 Not Inspected -

FL02 FL02-0560 Not Inspected -

FL02 FL02-0570 2 New Frame and Cover

FL02 FL02-0580 5 Replacement

FL02 FL02-0590 3 New Frame and Cover

FL02 FL02-0592 5 Replacement

FL02 FL02-0595 5 Replacement

FL02 FL02-0600 3 New Frame and Cover

FL02 FL02-0610 1 CMOM

FL02 FL02-0613 Not Inspected -

FL02 FL02-0620 5 Replacement

FL02 FL02-0630 4 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

FL02 FL02-0640 3 New Frame and Cover

FL02 FL02-0650 3 New Frame and Cover, Coat Adjustment

FL02 FL02-0660 1 CMOM

FL02 FL02-0660A Not Inspected -

FL02 FL02-0660B 5 Replacement

FL02 FL02-0660C 5 Chemical Grout Lower 18 Inches, New Frame and Cover

FL02 FL02-0670 5 Replacement

FL02 FL02-0673 5 Replacement

FL02 FL02-0674 Not Inspected -

FL02 FL02-0675 3 New Frame and Cover

FL02 FL02-0677 Not Inspected -

FL02 FL02-0680 5 Chemical Grout Lower 18 Inches, New Frame and Cover

FL02 FL02-0680A No Scoreable Defect New Frame and Cover

FL02 FL02-0690 5 Replacement

FL02 FL02-0700 2 CMOM

FL02 FL02-0705 3 CMOM

FL02 FL02-0710 5 Replacement

FL02 FL02-0720 4 Replacement

FL02 FL02-0730 5 Replacement

FL02 FL02-0740 Not Inspected -

FL02 FL02-0750 3 New Frame and Cover

FL02 FL02-0760 5 Replacement

FL02 FL02-0770 Not Inspected -

FL02 FL02-0780 5 Replacement

FL02 FL02-0790 5 Replacement

FL02 FL02-0800 5 Replacement

FL02 FL02-0810 5 Chemical Grout Lower 18 Inches, New Frame and Cover

FL02 FL02-0820 No Scoreable Defect New Frame and Cover

FL02 FL02-0830 No Scoreable Defect New Frame and Cover

FL02 FL02-0850 5 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

FL02 FL02-0860 3 New Frame and Cover, Coat Adjustment

FL02 FL02-0865 5 Replacement

FL02 FL02-0867 5 Chemical Grout Lower 18 Inches, New Frame and Cover

FL02 FL02-0870 5 Replacement

FL02 FL02-0880 3 New Frame and Cover

FL02 FL02-0890 2 New Frame and Cover

FL02 FL02-0900 No Scoreable Defect New Frame and Cover
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Manhole

Rehabilitation Recommendations
Basin ID MACP Score Rehab Actions

FL02 FL02-0910 5 Chemical Grout Lower 18 Inches, New Frame and Cover

FL02 FL02-0920 5 Coat Wall, New Frame and Cover

FL02 FL02-0930 5 Replacement

FL02 FL02-0940 3 New Frame and Cover

FL02 FL02-0950 No Scoreable Defect New Frame and Cover

FL02 FL02-0960 3 New Frame and Cover, Coat Adjustment

FL02 FL02-0970 3 New Frame and Cover

FL02 FL02-0980 5 Chemical Grout Lower 18 Inches, New Frame and Cover

FL02 FL02-0990 5 Chemical Grout Lower 18 Inches, New Frame and Cover

FL02 FL02-1000 3 New Frame and Cover, Coat Adjustment

FL02 FL02-1010 3 New Frame and Cover

FL02 FL02-1020 5 Replacement

FL02 FL02-1030 5 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

FL02 FL02-1050 1 CMOM

FL02 FL02-1070 No Scoreable Defect New Frame and Cover

FL02 FL02-1080 No Scoreable Defect New Frame and Cover, Coat Adjustment

FL02 FL02-1085 5 Chemical Grout Lower 18 Inches, New Frame and Cover

FL02 FL02-1090 5 Replacement

FL02 FL02-1100 5 Replacement

FL02 FL02-1130 5 Coat Wall, Coat Cone, New Frame and Cover

FL02 FL02-1140 5 Replacement

FL02 FL02-1150 2 New Frame and Cover

FL02 FL02-1160 Not Inspected -

FL02 FL02-1170 Not Inspected -

FL02 FL02-1180 5 Replacement

FL02 FL02-1180A 5 Coat Wall, New Frame and Cover, Coat Adjustment

FL02 FL02-1190 Not Inspected -

FL02 FL02-1200 5 Replacement

FL02 FL02-1202 4 Chemical Grout Lower 18 Inches, Coat Cone

FL02 FL02-1210 5 Coat Wall, Coat Cone, New Frame and Cover, Coat Adjustment

FL02 FL02-1220 5 Replacement

FL02 FL02-1230 5 Replacement

FL02 FL02-1240 5 Replacement

FL02 FL02-1250 5 Replacement

FL02 FL02-1260 2 New Frame and Cover, Coat Adjustment

FL02 FL02-1260A 3 New Frame and Cover

FL02 FL02-1270 5 Chemical Grout Lower 18 Inches, Coat Chimney, New Frame and Cover

FL02 FL02-1275 2 New Frame and Cover

FL02 FL02-1280 3 New Frame and Cover

FL02 FL02-1290 5 Replacement

FL02 FL02-1300 5 Coat Wall, New Frame and Cover

FL02 FL02-1310 5 Replacement

FL02 FL02-1320 5 Chemical Grout Lower 18 Inches, New Frame and Cover

FL02 FL02-1330 3 New Frame and Cover

FL02 FL02-1340 3 New Frame and Cover

FL02 FL02-1350 3 New Frame and Cover, Coat Adjustment

FL02 FL02-1360 5 Chemical Grout Lower 18 Inches, New Frame and Cover

FL02 FL02-1370 4 Replacement

FL02 FL02-1380 5 Replacement

FL02 FL02-1390 4 Replacement

FL02 FL02-1398 3 New Frame and Cover, Coat Adjustment

FL02 FL02-1400 5 Replacement

FL02 FL02-1410 No Scoreable Defect New Frame and Cover

FL02 FL02-1420 3 Coat Adjustment

FL02 FL02-1425 No Scoreable Defect CMOM

FL02 FL02-1430 2 New Frame and Cover

FL02 FL02-1440 5 Replacement

FL02 FL02-1450 5 Chemical Grout Lower 18 Inches, New Frame and Cover

FL02 FL02-1460 5 Replacement

FL02 FL02-1470 3 New Frame and Cover

2/14/2019 Appendix A Page 3 of 23



Manhole

Rehabilitation Recommendations
Basin ID MACP Score Rehab Actions

FL02 FL02-1480 2 New Frame and Cover, Coat Adjustment

FL02 FL02-1490 5 Replacement

FL02 FL02-1500 Not Inspected -

FL02 FL02-1510 4 Chemical Grout Lower 18 Inches, New Frame and Cover

FL02 FL02-1520 4 Replacement

FL02 FL02-1530 5 Replacement

FL02 FL02-1540 5 Replacement

FL02 FL02-1550 5 Coat Wall, Coat Cone, New Frame and Cover

FL02 FL02-1560 5 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

FL02 FL02-1570 4 Replacement

FL02 FL02-1580 No Scoreable Defect CMOM

FL02 FL02-1590 2 New Frame and Cover, Coat Adjustment

FL02 FL02-1600 5 Replacement

FL02 FL02-1610 5 Replacement

FL02 FL02-1620 3 New Frame and Cover

FL02 FL02-1630 5 Replacement

FL02 FL02-1640 3 New Frame and Cover

FL02 FL02-1650 5 Replacement

FL02 FL02-1660 5 Replacement

FL02 FL02-1670 5 Replacement

FL02 FL02-1680 3 New Frame and Cover, Coat Adjustment

MC06 MC06-0010 5 Replacement

MC06 MC06-0010A No Scoreable Defect New Frame and Cover

MC06 MC06-0016 4 Coat Wall, Coat Chimney

MC06 MC06-0016A Not Inspected -

MC06 MC06-0020 3 CMOM

MC06 MC06-0025 3 CMOM

MC06 MC06-0030 3 New Frame and Cover

MC06 MC06-0050 5 Replacement

MC06 MC06-0060 4 Chemical Grout Lower 18 Inches, Coat Wall

MC06 MC06-0060A No Scoreable Defect New Frame and Cover, Coat Adjustment

MC06 MC06-0060B 1 CMOM

MC06 MC06-0070 3 New Frame and Cover, Coat Adjustment

MC06 MC06-0080 2 New Frame and Cover

MC06 MC06-0090 2 New Frame and Cover, Coat Adjustment

MC06 MC06-0100 5 Replacement

MC06 MC06-0110 2 New Frame and Cover, Coat Adjustment

MC06 MC06-0115 4 Replacement

MC06 MC06-0120 3 New Frame and Cover

MC06 MC06-0130 No Scoreable Defect New Frame and Cover, Coat Adjustment

MC06 MC06-0140 No Scoreable Defect New Frame and Cover

MC06 MC06-0150 5 Replacement

MC06 MC06-0160 Not Inspected -

MC06 MC06-0170 No Scoreable Defect New Frame and Cover

MC06 MC06-0180 2 New Frame and Cover

MC06 MC06-0190 3 New Frame and Cover, Coat Adjustment

MC06 MC06-0200 1 Coat Adjustment

MC06 MC06-0205 5 Replacement

MC06 MC06-0210 3 New Frame and Cover, Coat Adjustment

MC06 MC06-0220 2 New Frame and Cover, Coat Adjustment

MC06 MC06-0230 3 New Frame and Cover, Coat Adjustment

MC06 MC06-0240 No Scoreable Defect New Frame and Cover

MC06 MC06-0250 No Scoreable Defect New Frame and Cover

MC06 MC06-0260 2 CMOM

MC06 MC06-0270 3 New Frame and Cover

MC06 MC06-0280 4 Replacement

MC06 MC06-0290 5 Replacement

MC06 MC06-0300 5 Chemical Grout Lower 18 Inches, Coat Chimney, New Frame and Cover

MC06 MC06-0305 5 Coat Wall, New Frame and Cover

MC06 MC06-0310 5 Replacement
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MC06 MC06-0318 3 New Frame and Cover, Coat Adjustment

MC06 MC06-0320 5 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

MC06 MC06-0330 5 Coat Wall, New Frame and Cover, Coat Adjustment

MC06 MC06-0335 4 Coat Wall, New Frame and Cover, Coat Adjustment

MC06 MC06-0340 Not Inspected -

MC06 MC06-0350 5 Replacement

MC06 MC06-0360 5 Replacement

MC06 MC06-0370 5 Replacement

MC06 MC06-0380 2 New Frame and Cover

MC06 MC06-0390 3 New Frame and Cover

MC06 MC06-0400 Not Inspected -

MC06 MC06-0410 5 Replacement

MC06 MC06-0412 No Scoreable Defect New Frame and Cover

MC06 MC06-0414 No Scoreable Defect New Frame and Cover

MC06 MC06-0420 5 Replacement

MC06 MC06-0430 5 Coat Wall, Coat Cone, New Frame and Cover

MC06 MC06-0440 1 New Frame and Cover

MC06 MC06-0450 3 New Frame and Cover

MC06 MC06-0460 3 CMOM

MC06 MC06-0470 Not Inspected -

MC06 MC06-0480 1 New Frame and Cover

MC06 MC06-0490 4 Replacement

MC06 MC06-0500 3 New Frame and Cover

MC06 MC06-0510 1 New Frame and Cover

MC06 MC06-0520 3 New Frame and Cover, Coat Adjustment

MC06 MC06-0525 1 New Frame and Cover

MC06 MC06-0530 3 New Frame and Cover

MC06 MC06-0542 1 New Frame and Cover

MC06 MC06-0544 No Scoreable Defect New Frame and Cover

MC06 MC06-0546 No Scoreable Defect CMOM

MC06 MC06-0548 Not Inspected -

MC06 MC06-0550 2 New Frame and Cover

MC06 MC06-0560 No Scoreable Defect New Frame and Cover

MC06 MC06-0570 Not Inspected -

MC06 MC06-0580 5 Replacement

MC06 MC06-0590 5 Replacement

MC06 MC06-0600 1 CMOM

MC06 MC06-0605 No Scoreable Defect New Frame and Cover

MC06 MC06-0610 1 New Frame and Cover

MC06 MC06-0620 2 New Frame and Cover

MC06 MC06-0621 4 Chemical Grout Lower 18 Inches, New Frame and Cover

MC06 MC06-0630 2 New Frame and Cover

MC06 MC06-0640 1 New Frame and Cover, Coat Adjustment

MC06 MC06-0650 3 New Frame and Cover

MC06 MC06-0660 5 Chemical Grout Lower 18 Inches

MC06 MC06-0670 No Scoreable Defect New Frame and Cover

MC06 MC06-0680 3 New Frame and Cover

MC06 MC06-0690 3 New Frame and Cover

MC06 MC06-0700 3 New Frame and Cover

MC06 MC06-0710 2 New Frame and Cover

MC06 MC06-0720 Not Inspected -

MC06 MC06-0730 2 New Frame and Cover

MC06 MC06-0740 4 Replacement

MC06 MC06-0750 1 New Frame and Cover

MC06 MC06-0760 5 Replacement

MC06 MC06-0770 5 Replacement

MC06 MC06-0780 Not Inspected -

MC06 MC06-0790 3 New Frame and Cover

MC06 MC06-0800 1 New Frame and Cover

MC06 MC06-0810 3 New Frame and Cover
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MC06 MC06-0820 3 New Frame and Cover

MC06 MC06-0830 4 Replacement

MC06 MC06-0835 3 New Frame and Cover

MC06 MC06-0840 4 Replacement

MC06 MC06-0850 Not Inspected -

MC06 MC06-0860 3 New Frame and Cover

MC06 MC06-0870 5 Replacement

MC06 MC06-0880 3 New Frame and Cover

MC06 MC06-0890 4 Replacement

MC06 MC06-0900 1 New Frame and Cover

MC06 MC06-0910 No Scoreable Defect New Frame and Cover

MC06 MC06-0920 No Scoreable Defect New Frame and Cover

MC06 MC06-0930 4 Replacement

MC06 MC06-0940 3 New Frame and Cover

MC06 MC06-0950 5 Replacement

MC06 MC06-0960 5 Replacement

MC06 MC06-0970 Not Inspected -

MC06 MC06-0980 Not Inspected -

MC06 MC06-0990 5 Chemical Grout Lower 18 Inches, New Frame and Cover

MC06 MC06-1000 2 New Frame and Cover

MC06 MC06-1010 No Scoreable Defect New Frame and Cover

MC06 MC06-1020 No Scoreable Defect New Frame and Cover

MC06 MC06-1030 2 New Frame and Cover

MC06 MC06-1040 1 New Frame and Cover

MC06 MC06-1050 4 Replacement

MC06 MC06-1050A 5 Chemical Grout Lower 18 Inches, New Frame and Cover

MC06 MC06-1060 4 Replacement

MC06 MC06-1070 2 New Frame and Cover

MC06 MC06-1080 4 Coat Wall, Coat Cone, Coat Chimney, New Frame and Cover

MC06 MC06-1090 No Scoreable Defect New Frame and Cover, Coat Adjustment

MC06 MC06-1100 5 Replacement

MC06 MC06-1120 Not Inspected -

MC06 MC06-1120A 3 New Frame and Cover

MC06 MC06-1120B 2 CMOM

MC06 MC06-1128 Not Inspected -

MC06 MC06-1128A 1 New Frame and Cover

MC06 MC06-1130 5 Chemical Grout Lower 18 Inches

MC06 MC06-1130A 2 New Frame and Cover

MC06 MC06-1135 No Scoreable Defect New Frame and Cover

MC06 MC06-1135A 2 New Frame and Cover

MC06 MC06-1138 No Scoreable Defect New Frame and Cover

MC06 MC06-1140 No Scoreable Defect New Frame and Cover

MC06 MC06-1140A 2 New Frame and Cover

MC06 MC06-1150 Not Inspected -

MC06 MC06-1150A 4 Coat Wall, Coat Chimney

MC06 MC06-1160 5 Replacement

MC06 MC06-1170 Not Inspected -

MC06 MC06-1180 Not Inspected -

MC06 MC06-1190 4 Coat Wall, Coat Cone, New Frame and Cover

MC06 MC06-1200 Not Inspected -

MC06 MC06-1205 5 Replacement

MC06 MC06-1210 4 Replacement

MC06 MC06-1212 5 Coat Wall, Coat Cone, New Frame and Cover

MC06 MC06-1212A No Scoreable Defect New Frame and Cover

MC06 MC06-1212B 5 Chemical Grout Lower 18 Inches

MC06 MC06-1212C 5 Replacement

MC06 MC06-1212D 5 Replacement

MC06 MC06-1214 5 Coat Wall, New Frame and Cover

MC06 MC06-1216 5 Replacement

MC06 MC06-1220 5 Coat Chimney
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MC06 MC06-1230 5 Replacement

MC06 MC06-1240 2 New Frame and Cover

MC06 MC06-1250 5 Replacement

MC06 MC06-1260 3 New Frame and Cover

MC06 MC06-1270 3 New Frame and Cover

MC06 MC06-1280 5 Replacement

MC06 MC06-1290 3 New Frame and Cover

MC06 MC06-1300 3 New Frame and Cover

MC06 MC06-1310 5 Coat Cone, New Frame and Cover, Coat Adjustment

MC06 MC06-1320 4 Chemical Grout Lower 18 Inches, New Frame and Cover

MC06 MC06-1330 5 Replacement

MC06 MC06-1340 4 Replacement

MC06 MC06-1350 3 New Frame and Cover

MC06 MC06-1351 5 Coat Wall

MC06 MC06-1352 No Scoreable Defect New Frame and Cover

MC06 MC06-1355 2 New Frame and Cover

MC06 MC06-1360 3 New Frame and Cover

MC06 MC06-1370 4 Replacement

MC06 MC06-1380 1 New Frame and Cover, Coat Adjustment

MC06 MC06-1390 5 Replacement

MC06 MC06-1410 2 New Frame and Cover

MC06 MC06-1420 No Scoreable Defect New Frame and Cover

MC06 MC06-1430 2 New Frame and Cover

MC06 MC06-1440 Not Inspected -

MC06 MC06-1450 Not Inspected -

MC06 MC06-1460 1 New Frame and Cover

MC06 MC06-1470 Not Inspected -

MC06 MC06-1480 Not Inspected -

MC06 MC06-1490 Not Inspected -

MC06 MC06-1500 2 New Frame and Cover

MC06 MC06-1510 2 New Frame and Cover, Coat Adjustment

MC06 MC06-1510A 3 New Frame and Cover, Coat Adjustment

MC06 MC06-1515 Not Inspected -

MC06 MC06-1520 Not Inspected -

MC06 MC06-1530 Not Inspected -

MC06 MC06-1540 Not Inspected -

MC06 MC06-1550 Not Inspected -

MC06 MC06-1560 3 New Frame and Cover, Coat Adjustment

MC06 MC06-1560A 5 Coat Wall, New Frame and Cover

MC06 MC06-1570 5 Replacement

MC06 MC06-1580 Not Inspected -

MC06 MC06-1590 3 New Frame and Cover

MC06 MC06-1600 Not Inspected -

MC06 MC06-1610 5 Chemical Grout Lower 18 Inches, New Frame and Cover

MC06 MC06-1620 2 New Frame and Cover

MC06 MC06-1630 5 Chemical Grout Lower 18 Inches, New Frame and Cover

MC06 MC06-1640 3 CMOM

MC06 MC06-1650 3 New Frame and Cover

MC06 MC06-1660 3 New Frame and Cover

MC06 MC06-1670 2 New Frame and Cover, Coat Adjustment

MC06 MC06-1680 3 New Frame and Cover

MC06 MC06-1690 Not Inspected -

MC06 MC06-1700 Not Inspected -

MC06 MC06-1710 2 New Frame and Cover

MC06 MC06-1715 2 CMOM

MC06 MC06-1720 4 Replacement

MC06 MC06-1730 5 Chemical Grout Lower 18 Inches, New Frame and Cover

MC06 MC06-1740 5 Replacement

MC06 MC06-1750 5 Replacement

MC06 MC06-1760 5 Replacement
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MC06 MC06-1770 5 Replacement

MC06 MC06-1780 4 Replacement

MC06 MC06-1790 1 New Frame and Cover

MC06 MC06-1800 3 New Frame and Cover

MC06 MC06-1810 4 Replacement

MC06 MC06-1820 5 Replacement

MC06 MC06-1830 3 New Frame and Cover, Coat Adjustment

MC06 MC06-1840 5 Replacement

MC06 MC06-1850 2 New Frame and Cover

MC06 MC06-1855 3 CMOM

MC06 MC06-1860 No Scoreable Defect New Frame and Cover

MC06 MC06-1870 No Scoreable Defect CMOM

MC06 MC06-1875 No Scoreable Defect New Frame and Cover

MC06 MC06-1880 No Scoreable Defect New Frame and Cover, Coat Adjustment

MC06 MC06-1890 3 New Frame and Cover

MC06 MC06-1891 No Scoreable Defect CMOM

MC06 MC06-1892 1 New Frame and Cover

MC06 MC06-1893 2 New Frame and Cover

MC06 MC06-1894 1 New Frame and Cover

MC06 MC06-1895 No Scoreable Defect New Frame and Cover, Coat Adjustment

MC06 MC06-1900 No Scoreable Defect New Frame and Cover

MC06 MC06-1910 No Scoreable Defect New Frame and Cover, Coat Adjustment

MC06 MC06-1920 3 New Frame and Cover

MC06 MC06-1930 4 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

MC06 MC06-1940 5 Replacement

MC06 MC06-1950 4 Replacement

MC06 MC06-1960 No Scoreable Defect CMOM

MC06 MC06-1970 Not Inspected -

MC06 MC06-2000 5 Replacement

MC06 MC06-2010 1 New Frame and Cover

MC06 MC06-2020 3 New Frame and Cover

MC06 MC06-2030 3 New Frame and Cover

MC06 MC06-2040 2 New Frame and Cover

MC06 MC06-2050 5 Chemical Grout Lower 18 Inches, New Frame and Cover

MC06 MC06-2060 2 New Frame and Cover

MC06 MC06-2070 5 Chemical Grout Lower 18 Inches

MC06 MC06-2080 No Scoreable Defect CMOM

MC06 MC06-2090 2 New Frame and Cover, Coat Adjustment

MC06 MC06-2100 5 Replacement

MC06 MC06-2110 2 New Frame and Cover

MC06 MC06-2120 No Scoreable Defect New Frame and Cover

MC06 MC06-2130 No Scoreable Defect New Frame and Cover

MC06 MC06-2210 3 New Frame and Cover, Coat Adjustment

MC06 MC06-2300 2 New Frame and Cover

MC06 MC06-2300A 2 CMOM

MC06 MC06-2310 2 CMOM

MC07 MC07-0010 3 New Frame and Cover, Coat Adjustment

MC07 MC07-0015 3 New Frame and Cover, Coat Adjustment

MC07 MC07-0020 No Scoreable Defect New Frame and Cover

MC07 MC07-0022 No Scoreable Defect New Frame and Cover

MC07 MC07-0025 No Scoreable Defect New Frame and Cover

MC07 MC07-0030 4 Replacement

MC07 MC07-0040 2 CMOM

MC07 MC07-0043 5 Replacement

MC07 MC07-0050 3 New Frame and Cover, Coat Adjustment

MC07 MC07-0060 3 New Frame and Cover

MC07 MC07-0070 5 Coat Cone, New Frame and Cover, Coat Adjustment

MC07 MC07-0080 3 New Frame and Cover

MC07 MC07-0090 5 Replacement

MC07 MC07-0100 2 New Frame and Cover
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MC07 MC07-0110 5 Chemical Grout Lower 18 Inches, Coat Wall

MC07 MC07-0120 5 Replacement

MC07 MC07-0130 4 Coat Wall, New Frame and Cover, Coat Adjustment

MC07 MC07-0140 3 New Frame and Cover, Coat Adjustment

MC07 MC07-0142 5 Coat Wall, Coat Cone, Coat Chimney

MC07 MC07-0150 5 Replacement

MC07 MC07-0160 No Scoreable Defect New Frame and Cover

MC07 MC07-0170 5 Coat Wall, Coat Cone

MC07 MC07-0180 5 Replacement

MC07 MC07-0190 3 CMOM

MC07 MC07-0200 3 New Frame and Cover, Coat Adjustment

MC07 MC07-0210 3 New Frame and Cover

MC07 MC07-0220 4 Replacement

MC07 MC07-0230 2 New Frame and Cover

MC07 MC07-0240 5 Replacement

MC07 MC07-0250 2 New Frame and Cover, Coat Adjustment

MC07 MC07-0260 2 CMOM

MC07 MC07-0270 5 Replacement

MC07 MC07-0280 4 Replacement

MC07 MC07-0290 2 New Frame and Cover, Coat Adjustment

MC07 MC07-0300 3 New Frame and Cover, Coat Adjustment

MC07 MC07-0310 5 Replacement

MC07 MC07-0320 5 Replacement

MC07 MC07-0330 5 Replacement

MC07 MC07-0340 4 Chemical Grout Lower 18 Inches, New Frame and Cover

MC07 MC07-0350 4 Replacement

MC07 MC07-0360 2 New Frame and Cover

MC07 MC07-0370 1 New Frame and Cover, Coat Adjustment

MC07 MC07-0380 4 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

MC07 MC07-0390 5 Replacement

MC07 MC07-0400 3 New Frame and Cover, Coat Adjustment

MC07 MC07-0410 2 New Frame and Cover

MC07 MC07-0420 2 New Frame and Cover, Coat Adjustment

MC07 MC07-0430 4 Coat Cone, New Frame and Cover, Coat Adjustment

MC07 MC07-0440 2 New Frame and Cover, Coat Adjustment

MC07 MC07-0450 5 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

MC07 MC07-0460 1 New Frame and Cover, Coat Adjustment

MC07 MC07-0470 3 New Frame and Cover

MC07 MC07-0480 3 New Frame and Cover, Coat Adjustment

MC07 MC07-0490 3 New Frame and Cover

MC07 MC07-0500 5 Replacement

MC07 MC07-0510 4 Replacement

MC07 MC07-0520 5 Replacement

MC07 MC07-0530 3 New Frame and Cover

MC07 MC07-0540 4 Replacement

MC07 MC07-0550 Not Inspected -

MC07 MC07-0560 5 Replacement

MC07 MC07-0570 No Scoreable Defect New Frame and Cover, Coat Adjustment

MC07 MC07-0580 5 Chemical Grout Lower 18 Inches, Coat Chimney, New Frame and Cover, Coat Adjustment

MC07 MC07-0590 1 New Frame and Cover

MC07 MC07-0600 4 Replacement

MC07 MC07-0610 No Scoreable Defect New Frame and Cover

MC07 MC07-0620 4 Chemical Grout Lower 18 Inches, New Frame and Cover

MC07 MC07-0630 Not Inspected -

MC07 MC07-0640 No Scoreable Defect New Frame and Cover

MC07 MC07-0650 Not Inspected -

MC07 MC07-0660 Not Inspected -

MC07 MC07-0670 4 Replacement

MC07 MC07-0680 3 New Frame and Cover, Coat Adjustment

MC07 MC07-0690 Not Inspected -
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MC07 MC07-0700 Not Inspected -

MC07 MC07-0710 No Scoreable Defect New Frame and Cover, Coat Adjustment

MC07 MC07-0720 Not Inspected -

MC07 MC07-0740 1 New Frame and Cover

MC07 MC07-0750 3 New Frame and Cover

MC07 MC07-0760 3 New Frame and Cover

MC07 MC07-0770 1 New Frame and Cover

MC07 MC07-0780 4 Chemical Grout Lower 18 Inches, Coat Wall

MC07 MC07-0790 No Scoreable Defect New Frame and Cover, Coat Adjustment

MC07 MC07-0800 No Scoreable Defect New Frame and Cover, Coat Adjustment

MC07 MC07-0810 1 New Frame and Cover, Coat Adjustment

MC07 MC07-0820 4 Coat Wall, New Frame and Cover

MC07 MC07-0828 1 New Frame and Cover, Coat Adjustment

MC07 MC07-0830 4 Replacement

MC07 MC07-0840 2 New Frame and Cover, Coat Adjustment

MC07 MC07-0860 No Scoreable Defect New Frame and Cover, Coat Adjustment

MC07 MC07-0870 3 New Frame and Cover, Coat Adjustment

MC07 MC07-0880 2 New Frame and Cover

MC07 MC07-0890 4 Replacement

MC07 MC07-0900 Not Inspected -

MC07 MC07-0910 3 New Frame and Cover, Coat Adjustment

MC07 MC07-0910A No Scoreable Defect New Frame and Cover, Coat Adjustment

MC07 MC07-0912 No Scoreable Defect New Frame and Cover

MC07 MC07-0920 3 New Frame and Cover, Coat Adjustment

MC07 MC07-0930 4 Coat Wall, New Frame and Cover

MC07 MC07-0940 No Scoreable Defect CMOM

MC07 MC07-0945 1 New Frame and Cover, Coat Adjustment

MC07 MC07-0945A 1 New Frame and Cover

MC07 MC07-0945B 5 Replacement

MC07 MC07-0950 2 New Frame and Cover, Coat Adjustment

MC07 MC07-0960 4 Replacement

MC07 MC07-0970 3 New Frame and Cover, Coat Adjustment

MC07 MC07-0980 No Scoreable Defect New Frame and Cover

MC07 MC07-0990 5 Replacement

MC07 MC07-1000 No Scoreable Defect New Frame and Cover, Coat Adjustment

MC07 MC07-1010 2 New Frame and Cover

MC07 MC07-1020 3 CMOM

MC07 MC07-1030 5 Coat Wall, Coat Cone, New Frame and Cover

MC07 MC07-1040 3 New Frame and Cover, Coat Adjustment

MC07 MC07-1040A 1 New Frame and Cover, Coat Adjustment

MC07 MC07-1050 5 Replacement

MC07 MC07-1060 5 Replacement

MC07 MC07-1070 4 Replacement

MC07 MC07-1080 4 Replacement

MC07 MC07-1090 No Scoreable Defect New Frame and Cover

MC07 MC07-1100 5 Replacement

MC07 MC07-1110 No Scoreable Defect New Frame and Cover, Coat Adjustment

MC07 MC07-1120 5 Chemical Grout Lower 18 Inches, New Frame and Cover

MC07 MC07-1123 No Scoreable Defect New Frame and Cover, Coat Adjustment

MC07 MC07-1127 Not Inspected -

MC07 MC07-1130 5 Replacement

MC07 MC07-1140 5 Chemical Grout Lower 18 Inches, New Frame and Cover

MC07 MC07-1150 5 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

MC07 MC07-1160 4 Coat Wall, New Frame and Cover

MC07 MC07-1170 2 New Frame and Cover, Coat Adjustment

MC07 MC07-1180 No Scoreable Defect New Frame and Cover

MC07 MC07-1190 Not Inspected -

MC07 MC07-1200 Not Inspected -

MC07 MC07-1210 Not Inspected -

MC07 MC07-1220 Not Inspected -
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MC07 MC07-1230 Not Inspected -

MC07 MC07-1240 No Scoreable Defect New Frame and Cover

MC07 MC07-1250 5 Replacement

MC07 MC07-1260 5 Coat Wall, Coat Cone, New Frame and Cover

MC07 MC07-1265 5 Chemical Grout Lower 18 Inches, New Frame and Cover

MC07 MC07-1270 No Scoreable Defect New Frame and Cover

MC07 MC07-1280 4 Replacement

MC07 MC07-1290 No Scoreable Defect New Frame and Cover

MC07 MC07-1300 3 New Frame and Cover

MC07 MC07-1310 4 Replacement

MC07 MC07-1320 5 Replacement

MC07 MC07-1330 5 Replacement

MC07 MC07-1340 5 Replacement

MC07 MC07-1350 3 New Frame and Cover

MC07 MC07-1360 No Scoreable Defect New Frame and Cover

MC07 MC07-1370 No Scoreable Defect CMOM

MC07 MC07-1380 5 Replacement

MC07 MC07-1390 3 New Frame and Cover

MC07 MC07-1400 5 Replacement

MC07 MC07-1410 Not Inspected -

MC07 MC07-1420 3 New Frame and Cover

MC07 MC07-1430 No Scoreable Defect New Frame and Cover

MC07 MC07-1440 Not Inspected -

MC07 MC07-1450 Not Inspected -

MC07 MC07-1460 2 New Frame and Cover

MC07 MC07-1470 Not Inspected -

MC07 MC07-1480 5 Replacement

MC07 MC07-1490 2 New Frame and Cover

MC07 MC07-1500 3 New Frame and Cover

MC07 MC07-1510 Not Inspected -

MC07 MC07-1520 2 New Frame and Cover, Coat Adjustment

MC07 MC07-1530 4 Coat Wall, New Frame and Cover

MC07 MC07-1540 Not Inspected -

MC07 MC07-1550 5 Replacement

MC07 MC07-1560 5 Replacement

MC07 MC07-1570 4 Replacement

MC07 MC07-1580 Not Inspected -

MC07 MC07-1590 5 Chemical Grout Lower 18 Inches, New Frame and Cover

MC07 MC07-1600 5 Replacement

MC07 MC07-1610 No Scoreable Defect New Frame and Cover

MC07 MC07-1620 2 New Frame and Cover

MC07 MC07-1630 2 CMOM

MC07 MC07-1640 4 Replacement

MC07 MC07-1650 Not Inspected -

MC07 MC07-1660 Not Inspected -

MC07 MC07-1670 No Scoreable Defect New Frame and Cover

MC07 MC07-1680 No Scoreable Defect New Frame and Cover

MC07 MC07-1690 Not Inspected -

MC07 MC07-1700 5 Replacement

MC07 MC07-1710 Not Inspected -

MC07 MC07-1720 Not Inspected -

MC07 MC07-1730 2 New Frame and Cover

MC07 MC07-2000 3 New Frame and Cover

MC07 MC07-2010 No Scoreable Defect New Frame and Cover

MC07 MC07-2020 No Scoreable Defect CMOM

MC07 MC07-2030 2 New Frame and Cover

MC07 MC07-2040 1 New Frame and Cover, Coat Adjustment

MC07 MC07-2050 2 New Frame and Cover

MC07 MC07-2060 2 New Frame and Cover

MC07 MC07-2200 No Scoreable Defect New Frame and Cover
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MC07 MC07-2210 No Scoreable Defect New Frame and Cover

MC07 MC07-2220 5 Replacement

MC07 MC07-2230 3 New Frame and Cover

MC07 MC07-2240 5 Coat Wall, Coat Cone

MC07 MC07-2250 No Scoreable Defect New Frame and Cover

MC07 MC07-2260 No Scoreable Defect New Frame and Cover

MC07 MC07-2270 No Scoreable Defect CMOM

MC07 MC07-2280 No Scoreable Defect CMOM

MC07 MC07-2290 5 Chemical Grout Lower 18 Inches

MC07 MC07-2300 1 New Frame and Cover

MC07 MC07-2310 3 CMOM

MC07 MC07-2320 1 New Frame and Cover

MC07 MC07-2330 No Scoreable Defect CMOM

MC08 MC08-0010 3 New Frame and Cover, Coat Adjustment

MC08 MC08-0015 5 Replacement

MC08 MC08-0020 2 New Frame and Cover, Coat Adjustment

MC08 MC08-0030 3 New Frame and Cover, Coat Adjustment

MC08 MC08-0040 3 New Frame and Cover, Coat Adjustment

MC08 MC08-0050 5 Replacement

MC08 MC08-0060 2 New Frame and Cover, Coat Adjustment

MC08 MC08-0070 3 New Frame and Cover

MC08 MC08-0075 2 New Frame and Cover, Coat Adjustment

MC08 MC08-0078 5 Replacement

MC08 MC08-0078A 2 New Frame and Cover

MC08 MC08-0080 4 Replacement

MC08 MC08-0085 3 New Frame and Cover

MC08 MC08-0090 1 New Frame and Cover

MC08 MC08-0100 2 New Frame and Cover, Coat Adjustment

MC08 MC08-0110 1 New Frame and Cover, Coat Adjustment

MC08 MC08-0140 2 New Frame and Cover, Coat Adjustment

MC08 MC08-0150 4 Replacement

MC08 MC08-0160 4 Chemical Grout Lower 18 Inches, New Frame and Cover

MC08 MC08-0170 2 New Frame and Cover

MC08 MC08-0180 2 New Frame and Cover, Coat Adjustment

MC08 MC08-0190 2 New Frame and Cover, Coat Adjustment

MC08 MC08-0195 2 New Frame and Cover, Coat Adjustment

MC08 MC08-0200 2 New Frame and Cover, Coat Adjustment

MC08 MC08-0210 5 Chemical Grout Lower 18 Inches, New Frame and Cover

MC08 MC08-0220 3 New Frame and Cover

MC08 MC08-0230 2 New Frame and Cover, Coat Adjustment

MC08 MC08-0240 4 Replacement

MC08 MC08-0250 3 New Frame and Cover

MC08 MC08-0260 2 New Frame and Cover

MC08 MC08-0270 3 New Frame and Cover, Coat Adjustment

MC08 MC08-0273 Not Inspected -

MC08 MC08-0280 5 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

MC08 MC08-0290 5 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

MC08 MC08-0300 3 New Frame and Cover

MC08 MC08-0310 4 Replacement

MC08 MC08-0320 No Scoreable Defect CMOM

MC08 MC08-0322 No Scoreable Defect CMOM

MC08 MC08-0324 No Scoreable Defect CMOM

MC08 MC08-0326 No Scoreable Defect CMOM

MC08 MC08-0330 5 Replacement

MC08 MC08-0337 3 New Frame and Cover, Coat Adjustment

MC08 MC08-0337A 4 Replacement

MC08 MC08-0340 5 Replacement

MC08 MC08-0340A No Scoreable Defect CMOM

MC08 MC08-0350 5 Coat Wall, New Frame and Cover

MC08 MC08-0360 4 Replacement
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MC08 MC08-0370 5 Replacement

MC08 MC08-0371 Not Inspected -

MC08 MC08-0380 5 Replacement

MC08 MC08-0390 5 Replacement

MC08 MC08-0400 5 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

MC08 MC08-0410 5 Replacement

MC08 MC08-0420 4 Coat Wall, Coat Cone, New Frame and Cover, Coat Adjustment

MC08 MC08-0430 Not Inspected -

MC08 MC08-0440 1 New Frame and Cover, Coat Adjustment

MC08 MC08-0450 4 Coat Wall, New Frame and Cover

MC08 MC08-0460 2 CMOM

MC08 MC08-0470 5 Replacement

MC08 MC08-0480 No Scoreable Defect New Frame and Cover

MC08 MC08-0490 5 Replacement

MC08 MC08-0500 5 Coat Wall, New Frame and Cover

MC08 MC08-0510 5 Replacement

MC08 MC08-0510A 5 Replacement

MC08 MC08-0520 1 New Frame and Cover

MC08 MC08-0530 No Scoreable Defect New Frame and Cover

MC08 MC08-0530A 4 Chemical Grout Lower 18 Inches

MC08 MC08-0540 No Scoreable Defect New Frame and Cover, Coat Adjustment

MC08 MC08-0545 No Scoreable Defect New Frame and Cover

MC08 MC08-0550 2 New Frame and Cover, Coat Adjustment

MC08 MC08-0550A 5 Chemical Grout Lower 18 Inches

MC08 MC08-0560 5 Replacement

MC08 MC08-0570 5 Replacement

MC08 MC08-0580 5 Chemical Grout Lower 18 Inches, Coat Wall

MC08 MC08-0590 5 Replacement

MC08 MC08-2000 2 CMOM

MC08 MC08-2010 5 Replacement

MC08 MC08-2020 Not Inspected -

MC08 MC08-2030 Not Inspected -

MC08 MC08-2030A 5 Coat Wall, New Frame and Cover

MC08 MC08-2100 Not Inspected -

MC08 MC08-2400 2 CMOM

MC08 MC08-2410 4 Chemical Grout Lower 18 Inches, Coat Wall

MC08 MC08-2430 No Scoreable Defect New Frame and Cover, Coat Adjustment

MC08 MC08-2430A 5 Chemical Grout Lower 18 Inches

MC08 MC08-2430B Not Inspected -

P009 P009-0010 5 Replacement

P009 P009-0021 4 Coat Wall, New Frame and Cover

P009 P009-0021A 4 Coat Wall, New Frame and Cover

P009 P009-0030 No Scoreable Defect New Frame and Cover

P009 P009-0040 Not Inspected -

P009 P009-0050 5 Replacement

P009 P009-0060 3 New Frame and Cover

P009 P009-0070 Not Inspected -

P009 P009-0075 Not Inspected -

P009 P009-0076 Not Inspected -

P009 P009-0077 Not Inspected -

P009 P009-0078 4 Replacement

P009 P009-0080 Not Inspected -

P009 P009-0090 No Scoreable Defect New Frame and Cover, Coat Adjustment

P009 P009-0100 No Scoreable Defect New Frame and Cover

P009 P009-0110 3 New Frame and Cover, Coat Adjustment

P009 P009-0115 5 Chemical Grout Lower 18 Inches

P009 P009-0120 No Scoreable Defect New Frame and Cover

P009 P009-0130 2 New Frame and Cover

P009 P009-0140 Not Inspected -

P009 P009-0150 Not Inspected -
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P009 P009-0160 4 Coat Wall, New Frame and Cover

P009 P009-0165 4 Coat Wall, New Frame and Cover

P009 P009-0170 3 CMOM

P009 P009-0180 4 Coat Wall, New Frame and Cover

P009 P009-0185 5 Chemical Grout Lower 18 Inches, Coat Chimney, New Frame and Cover, Coat Adjustment

P009 P009-0190 5 Replacement

P009 P009-0195 5 Replacement

P009 P009-0200 No Scoreable Defect New Frame and Cover

P009 P009-0202 5 Chemical Grout Lower 18 Inches, Coat Wall

P009 P009-0202A No Scoreable Defect CMOM

P009 P009-0210 No Scoreable Defect New Frame and Cover

P009 P009-0220 5 Replacement

P009 P009-0220A 5 Chemical Grout Lower 18 Inches, Coat Wall

P009 P009-0230 5 Replacement

P009 P009-0235 1 CMOM

P009 P009-0240 3 CMOM

P009 P009-0245 5 Chemical Grout Lower 18 Inches

P009 P009-0250 5 Replacement

P009 P009-0260 Not Inspected -

P009 P009-0270 4 Replacement

P009 P009-0280 5 Chemical Grout Lower 18 Inches

P009 P009-0290 1 New Frame and Cover

P009 P009-0295 5 Replacement

P009 P009-0300 5 Replacement

P009 P009-0310 No Scoreable Defect CMOM

P009 P009-0320 No Scoreable Defect CMOM

P009 P009-0330 3 CMOM

P009 P009-0340 5 Chemical Grout Lower 18 Inches

P009 P009-0350 1 CMOM

P009 P009-0360 Not Inspected -

P009 P009-0370 5 Replacement

P009 P009-0380 5 Chemical Grout Lower 18 Inches, Coat Wall

P009 P009-0390 Not Inspected -

P009 P009-0400 5 Chemical Grout Lower 18 Inches, Coat Wall

P009 P009-0410 5 Replacement

P009 P009-0420 5 Replacement

P009 P009-0430 5 Replacement

P009 P009-0440 Not Inspected -

P009 P009-0450 Not Inspected -

P009 P009-0460 Not Inspected -

P009 P009-0465 No Scoreable Defect CMOM

P009 P009-0468 Not Inspected -

P009 P009-0470 No Scoreable Defect New Frame and Cover

P009 P009-0480 No Scoreable Defect New Frame and Cover

P009 P009-0490 Not Inspected -

P009 P009-0500 Not Inspected -

P009 P009-0510 5 Replacement

P009 P009-0516 5 Replacement

P009 P009-0520 Not Inspected -

P009 P009-0530 Not Inspected -

P009 P009-0540 5 Replacement

P009 P009-0550 Not Inspected -

P009 P009-0560 Not Inspected -

P009 P009-0570 Not Inspected -

P009 P009-0580 Not Inspected -

P009 P009-0590 Not Inspected -

P009 P009-0600 2 New Frame and Cover, Coat Adjustment

P009 P009-0610 2 New Frame and Cover

P009 P009-0620 Not Inspected -

P009 P009-0630 Not Inspected -
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P009 P009-0633 5 Replacement

P009 P009-0636 4 Replacement

P009 P009-0640 5 Replacement

P009 P009-0650 5 Coat Wall

P009 P009-0660 5 Replacement

P009 P009-0670 5 Replacement

P009 P009-0680 5 Replacement

P009 P009-0690 2 CMOM

P009 P009-0700 5 Replacement

P009 P009-0710 5 Replacement

P009 P009-0720 5 Replacement

P009 P009-0730 5 Replacement

P009 P009-0740 Not Inspected -

P009 P009-0750 5 Replacement

P009 P009-0802 3 New Frame and Cover

P009 P009-0810 5 Replacement

P009 P009-0820 Not Inspected -

P009 P009-0825 3 New Frame and Cover

P009 P009-0830 3 New Frame and Cover

P009 P009-0835 No Scoreable Defect New Frame and Cover, Coat Adjustment

P009 P009-0840 5 Chemical Grout Lower 18 Inches, New Frame and Cover

P009 P009-0845 4 Replacement

P009 P009-0862 3 New Frame and Cover

P009 P009-0870 No Scoreable Defect New Frame and Cover

P009 P009-0870A 5 Replacement

P009 P009-0880 No Scoreable Defect New Frame and Cover

P009 P009-0885 4 Coat Wall, New Frame and Cover

P009 P009-0890 4 Chemical Grout Lower 18 Inches

P009 P009-0900 4 Replacement

P009 P009-0910 3 New Frame and Cover

P009 P009-0920 3 New Frame and Cover

P009 P009-0920A 1 New Frame and Cover

P009 P009-0930 3 New Frame and Cover

P009 P009-0940 No Scoreable Defect New Frame and Cover

P009 P009-0945 4 Replacement

P009 P009-0950 No Scoreable Defect New Frame and Cover

P009 P009-0960 Not Inspected -

P009 P009-0970 Not Inspected -

P009 P009-0980 3 New Frame and Cover, Coat Adjustment

P009 P009-0990 No Scoreable Defect New Frame and Cover

P009 P009-1000 3 New Frame and Cover

P009 P009-1010 No Scoreable Defect New Frame and Cover

P009 P009-1020 No Scoreable Defect New Frame and Cover, Coat Adjustment

P009 P009-1030 No Scoreable Defect New Frame and Cover, Coat Adjustment

P009 P009-1040 No Scoreable Defect New Frame and Cover

P009 P009-1050 5 Replacement

P009 P009-1060 5 Coat Wall, Coat Cone, New Frame and Cover

P009 P009-1070 No Scoreable Defect New Frame and Cover

P009 P009-1072 3 New Frame and Cover

P009 P009-1080 Not Inspected -

P009 P009-1090 No Scoreable Defect New Frame and Cover

P009 P009-1100 No Scoreable Defect New Frame and Cover

P009 P009-1110 2 New Frame and Cover

P009 P009-1120 No Scoreable Defect Coat Adjustment

P009 P009-1130 3 New Frame and Cover

P009 P009-1140 3 New Frame and Cover, Coat Adjustment

P009 P009-1150 5 Chemical Grout Lower 18 Inches, New Frame and Cover

P009 P009-1160 3 New Frame and Cover, Coat Adjustment

P009 P009-1170 5 Replacement

P009 P009-1180 5 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment
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P009 P009-1193 No Scoreable Defect New Frame and Cover

P009 P009-1950 1 New Frame and Cover, Coat Adjustment

P009 P009-1952 5 Coat Wall, Coat Cone, New Frame and Cover

P009 P009-1960 No Scoreable Defect New Frame and Cover

P009 P009-1980 2 New Frame and Cover

P009 P009-1982 No Scoreable Defect New Frame and Cover

P009 P009-1984 2 New Frame and Cover

P009 P009-1986 2 New Frame and Cover

P009 P009-1988 No Scoreable Defect New Frame and Cover

P009 P009-1990 5 Coat Cone, New Frame and Cover

P009 P009-2000 5 Chemical Grout Lower 18 Inches, New Frame and Cover

P009 P009-2005 3 New Frame and Cover

P009 P009-2020 2 New Frame and Cover

P009 P009-2023 5 Coat Cone, New Frame and Cover, Coat Adjustment

P009 P009-2024 5 Replacement

P009 P009-2040 1 New Frame and Cover, Coat Adjustment

P009 P009-2042 4 Replacement

P009 P009-2045 Not Inspected -

P009 P009-2050 5 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

P009 P009-2055 5 Coat Cone, New Frame and Cover, Coat Adjustment

P009 P009-2060 5 Replacement

P009 P009-2060A No Scoreable Defect New Frame and Cover

P009 P009-2070 Not Inspected -

P009 P009-2080 4 Replacement

P009 P009-2085 2 New Frame and Cover, Coat Adjustment

P009 P009-2090 4 Replacement

P009 P009-2095 4 Replacement

P009 P009-2100 5 Coat Wall, Coat Cone, New Frame and Cover

P009 P009-2110 5 Replacement

P009 P009-2115 4 Replacement

P009 P009-2120 5 Replacement

P009 P009-2130 4 Replacement

P009 P009-2135 5 Coat Cone, New Frame and Cover, Coat Adjustment

P009 P009-2140 No Scoreable Defect New Frame and Cover, Coat Adjustment

P009 P009-2150 Not Inspected -

P009 P009-2160 No Scoreable Defect New Frame and Cover

P009 P009-2165 Not Inspected -

P009 P009-2170 5 Replacement

P009 P009-2180 No Scoreable Defect CMOM

P009 P009-2190 No Scoreable Defect New Frame and Cover

P009 P009-2192 3 New Frame and Cover

P009 P009-2200 3 CMOM

P009 P009-2205 Not Inspected -

P009 P009-2210 5 Replacement

P009 P009-2220 5 Replacement

P009 P009-2230 4 Replacement

P009 P009-2240 5 Replacement

P009 P009-2250 5 Replacement

P009 P009-2255 5 Replacement

P009 P009-2260 5 Replacement

P009 P009-2270 5 Replacement

P009 P009-2272 5 Replacement

P009 P009-2275 No Scoreable Defect CMOM

P009 P009-2280 5 Replacement

P009 P009-2290 5 Replacement

P009 P009-2300 5 Replacement

P009 P009-2310 Not Inspected -

P009 P009-2320 5 Replacement

P009 P009-2330 5 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

P009 P009-2340 No Scoreable Defect New Frame and Cover
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P009 P009-2350 No Scoreable Defect New Frame and Cover, Coat Adjustment

P009 P009-2360 5 Coat Wall, New Frame and Cover

P009 P009-2370 5 Replacement

P009 P009-2380 No Scoreable Defect New Frame and Cover, Coat Adjustment

P009 P009-2390 3 New Frame and Cover

P009 P009-2400 5 Replacement

P009 P009-2410 5 Coat Wall, Coat Cone, New Frame and Cover, Coat Adjustment

P009 P009-2420 5 Coat Cone, New Frame and Cover, Coat Adjustment

P009 P009-2430 3 New Frame and Cover

P009 P009-2440 5 Replacement

P009 P009-2450 3 New Frame and Cover

P009 P009-2460 No Scoreable Defect CMOM

P009 P009-2470 Not Inspected -

P009 P009-2480 5 Replacement

P009 P009-2490 Not Inspected -

P009 P009-2500 4 Coat Wall, New Frame and Cover

P009 P009-2510 5 Replacement

P009 P009-2520 4 Replacement

P009 P009-2523 5 Replacement

P009 P009-2526 4 Coat Wall, Coat Cone, Coat Chimney, New Frame and Cover

P009 P009-2530 5 Replacement

P009 P009-2540 5 Replacement

P009 P009-2550 No Scoreable Defect New Frame and Cover, Coat Adjustment

P009 P009-2560 4 Replacement

P009 P009-2570 5 Replacement

P009 P009-2580 5 Replacement

P009 P009-2590 5 Replacement

P009 P009-2600 No Scoreable Defect CMOM

P009 P009-2610 5 Replacement

P009 P009-2620 Not Inspected -

P009 P009-2880 5 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

P009 P009-2880A 5 Replacement

P009 P009-2890 5 Chemical Grout Lower 18 Inches, Coat Wall

P009 P009-2900 No Scoreable Defect CMOM

P009 P009-2910 5 Chemical Grout Lower 18 Inches, New Frame and Cover

P009 P009-2920 1 New Frame and Cover

P009 P009-2930 5 Chemical Grout Lower 18 Inches, Coat Wall

P009 P009-2940 No Scoreable Defect CMOM

P009 P009-2950 No Scoreable Defect New Frame and Cover, Coat Adjustment

P009 P009-2960 5 Coat Wall, Coat Cone, New Frame and Cover, Coat Adjustment

P009 P009-2970 4 Coat Wall, Coat Cone, New Frame and Cover

P009 P009-2980 No Scoreable Defect New Frame and Cover, Coat Adjustment

P009 P009-2990 5 Coat Wall, Coat Cone, New Frame and Cover

P009 P009-3000 3 New Frame and Cover

P009 P009-3010 1 New Frame and Cover

P009 P009-3020 3 New Frame and Cover

P009 P009-3030 No Scoreable Defect New Frame and Cover

P009 P009-3030A 5 Chemical Grout Lower 18 Inches

P009 P009-3030B 5 Chemical Grout Lower 18 Inches, Coat Chimney

P009 P009-3030C No Scoreable Defect New Frame and Cover

P009 P009-3040 No Scoreable Defect CMOM

Z001 Z001-0001 Not Inspected -

Z001 Z001-0010 No Scoreable Defect New Frame and Cover

Z001 Z001-0010A 3 CMOM

Z001 Z001-0010B No Scoreable Defect CMOM

Z001 Z001-0010C No Scoreable Defect CMOM

Z001 Z001-0010D 2 New Frame and Cover

Z001 Z001-0010E 3 New Frame and Cover

Z001 Z001-0010F 2 New Frame and Cover

Z001 Z001-0010G 2 New Frame and Cover
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Z001 Z001-0010H 2 CMOM

Z001 Z001-0010I 2 New Frame and Cover

Z001 Z001-0010J No Scoreable Defect New Frame and Cover

Z001 Z001-0010K No Scoreable Defect New Frame and Cover

Z001 Z001-0010L No Scoreable Defect CMOM

Z001 Z001-0010M No Scoreable Defect New Frame and Cover

Z001 Z001-0010O 4 Coat Wall

Z001 Z001-0010P 5 Chemical Grout Lower 18 Inches, Coat Wall

Z001 Z001-0020 3 New Frame and Cover

Z001 Z001-0030 2 CMOM

Z001 Z001-0040 5 Coat Wall, Coat Cone, New Frame and Cover

Z001 Z001-0050 3 New Frame and Cover

Z001 Z001-0050A Not Inspected -

Z001 Z001-0060 3 New Frame and Cover

Z001 Z001-0070 Not Inspected -

Z001 Z001-0080 Not Inspected -

Z001 Z001-0090 3 New Frame and Cover

Z001 Z001-0090A 5 Chemical Grout Lower 18 Inches, New Frame and Cover

Z001 Z001-0100 5 Replacement

Z001 Z001-0110 5 Replacement

Z001 Z001-0120 1 New Frame and Cover, Coat Adjustment

Z001 Z001-0130 3 New Frame and Cover

Z001 Z001-0140 Not Inspected -

Z001 Z001-0150 3 New Frame and Cover, Coat Adjustment

Z001 Z001-0160 3 New Frame and Cover, Coat Adjustment

Z001 Z001-0170 1 New Frame and Cover

Z001 Z001-0180 No Scoreable Defect New Frame and Cover

Z001 Z001-0190 3 New Frame and Cover

Z001 Z001-0210 5 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

Z001 Z001-0210A 1 New Frame and Cover, Coat Adjustment

Z001 Z001-0210B 2 New Frame and Cover, Coat Adjustment

Z001 Z001-0210C 5 Replacement

Z001 Z001-0250 No Scoreable Defect New Frame and Cover, Coat Adjustment

Z001 Z001-0260 3 New Frame and Cover

Z001 Z001-0270 5 Replacement

Z001 Z001-0275 3 New Frame and Cover

Z001 Z001-0280 5 Replacement

Z001 Z001-0290 5 Replacement

Z001 Z001-0300 5 Replacement

Z001 Z001-0310 5 Replacement

Z001 Z001-0320 3 New Frame and Cover, Coat Adjustment

Z001 Z001-0330 5 Replacement

Z001 Z001-0340 Not Inspected -

Z001 Z001-0350 5 Replacement

Z001 Z001-0360 5 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

Z001 Z001-0370 2 CMOM

Z001 Z001-0380 5 Replacement

Z001 Z001-0390 5 Replacement

Z001 Z001-0460 2 New Frame and Cover

Z001 Z001-0470 5 Coat Wall

Z001 Z001-0480 No Scoreable Defect CMOM

Z001 Z001-0483 Not Inspected -

Z001 Z001-0490 3 New Frame and Cover

Z001 Z001-0500 3 New Frame and Cover

Z001 Z001-0510 2 New Frame and Cover, Coat Adjustment

Z001 Z001-0520 5 Replacement

Z001 Z001-0530 4 Replacement

Z001 Z001-0540 5 Replacement

Z001 Z001-0550 5 Replacement

Z001 Z001-0560 No Scoreable Defect New Frame and Cover
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Z001 Z001-0570 1 CMOM

Z001 Z001-0580 4 Replacement

Z001 Z001-0590 5 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

Z001 Z001-0600 3 New Frame and Cover, Coat Adjustment

Z001 Z001-0610 3 New Frame and Cover

Z001 Z001-0620 5 Replacement

Z001 Z001-0630 4 Replacement

Z001 Z001-0640 3 New Frame and Cover

Z001 Z001-0650 5 Replacement

Z001 Z001-0660 5 Replacement

Z001 Z001-0670 1 New Frame and Cover

Z001 Z001-0680 4 Replacement

Z001 Z001-0685 5 Chemical Grout Lower 18 Inches, Coat Wall

Z001 Z001-0690 2 New Frame and Cover

Z001 Z001-0700 2 New Frame and Cover

Z001 Z001-0710 2 New Frame and Cover

Z001 Z001-0720 1 New Frame and Cover

Z001 Z001-0730 No Scoreable Defect New Frame and Cover

Z001 Z001-0730A 4 Replacement

Z001 Z001-0740 No Scoreable Defect New Frame and Cover

Z001 Z001-0740A 2 CMOM

Z001 Z001-0745 5 Chemical Grout Lower 18 Inches, New Frame and Cover

Z001 Z001-0750 Not Inspected -

Z001 Z001-0751 No Scoreable Defect CMOM

Z001 Z001-0752 2 New Frame and Cover

Z001 Z001-0754 3 New Frame and Cover

Z001 Z001-0756 3 New Frame and Cover

Z001 Z001-0758 3 New Frame and Cover

Z001 Z001-0760 No Scoreable Defect New Frame and Cover

Z001 Z001-0770 5 Coat Wall, New Frame and Cover

Z001 Z001-0776 No Scoreable Defect New Frame and Cover

Z001 Z001-0780 4 Coat Wall, Coat Cone, New Frame and Cover

Z001 Z001-0790 2 New Frame and Cover

Z001 Z001-0800 5 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

Z001 Z001-0810 5 Chemical Grout Lower 18 Inches, New Frame and Cover

Z001 Z001-0820 2 New Frame and Cover

Z001 Z001-0830 3 New Frame and Cover

Z001 Z001-0840 5 Replacement

Z001 Z001-0850 No Scoreable Defect CMOM

Z001 Z001-0860 Not Inspected -

Z001 Z001-0870 Not Inspected -

Z001 Z001-0880 2 New Frame and Cover

Z001 Z001-0890 5 Chemical Grout Lower 18 Inches, New Frame and Cover

Z001 Z001-0900 5 Chemical Grout Lower 18 Inches, New Frame and Cover

Z001 Z001-0910 5 Coat Wall, Coat Chimney, New Frame and Cover

Z001 Z001-0920 No Scoreable Defect New Frame and Cover

Z001 Z001-0930 Not Inspected -

Z001 Z001-0940 3 New Frame and Cover

Z001 Z001-0950 1 New Frame and Cover

Z001 Z001-0960 3 New Frame and Cover

Z001 Z001-0970 4 Chemical Grout Lower 18 Inches

Z001 Z001-0980 5 Replacement

Z001 Z001-0990 No Scoreable Defect CMOM

Z001 Z001-1000 Not Inspected -

Z001 Z001-1010 No Scoreable Defect CMOM

Z001 Z001-1012 No Scoreable Defect New Frame and Cover

Z001 Z001-1020 No Scoreable Defect New Frame and Cover

Z001 Z001-1030 No Scoreable Defect New Frame and Cover

Z001 Z001-1040 No Scoreable Defect New Frame and Cover

Z001 Z001-1050 No Scoreable Defect CMOM
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Z001 Z001-1060 No Scoreable Defect CMOM

Z001 Z001-1070 3 New Frame and Cover, Coat Adjustment

Z001 Z001-1080 3 New Frame and Cover

Z001 Z001-1090 No Scoreable Defect New Frame and Cover

Z001 Z001-1100 5 Replacement

Z001 Z001-1110 5 Coat Wall, Coat Cone

Z001 Z001-1120 Not Inspected -

Z001 Z001-1130 3 New Frame and Cover

Z001 Z001-1140 5 Chemical Grout Lower 18 Inches, Coat Chimney, New Frame and Cover

Z001 Z001-1150 3 CMOM

Z001 Z001-1160 5 Chemical Grout Lower 18 Inches, New Frame and Cover

Z001 Z001-1170 3 New Frame and Cover

Z001 Z001-1180 Not Inspected -

Z001 Z001-1190 No Scoreable Defect CMOM

Z001 Z001-1200 5 Replacement

Z001 Z001-1210 No Scoreable Defect CMOM

Z001 Z001-1220 4 Chemical Grout Lower 18 Inches, Coat Wall

Z001 Z001-1230 5 Coat Chimney

Z001 Z001-1240 5 Chemical Grout Lower 18 Inches, Coat Wall

Z001 Z001-1250 2 CMOM

Z001 Z001-1260 3 New Frame and Cover

Z001 Z001-1270 No Scoreable Defect CMOM

Z001 Z001-1280 2 New Frame and Cover

Z001 Z001-1290 No Scoreable Defect CMOM

Z001 Z001-1300 No Scoreable Defect New Frame and Cover

Z001 Z001-1310 No Scoreable Defect CMOM

Z001 Z001-1320 2 New Frame and Cover

Z001 Z001-1400 3 New Frame and Cover

Z001 Z001-1410 No Scoreable Defect New Frame and Cover

Z001 Z001-1420 1 New Frame and Cover

Z001 Z001-1425 No Scoreable Defect New Frame and Cover

Z001 Z001-1430 4 Chemical Grout Lower 18 Inches, New Frame and Cover

Z001 Z001-1500 4 Chemical Grout Lower 18 Inches

Z001 Z001-1510 2 CMOM

Z001 Z001-1600 No Scoreable Defect CMOM

Z001 Z001-1610 2 Coat Adjustment

Z001 Z001-1620 5 Chemical Grout Lower 18 Inches, New Frame and Cover

Z001 Z001-1630 No Scoreable Defect CMOM

Z001 Z001-1640 No Scoreable Defect New Frame and Cover

Z001 Z001-1650 3 New Frame and Cover

Z001 Z001-1660 2 New Frame and Cover

Z001 Z001-1670 No Scoreable Defect CMOM

Z001 Z001-1680 No Scoreable Defect New Frame and Cover

Z001 Z001-1690 No Scoreable Defect New Frame and Cover

Z001 Z001-1700 No Scoreable Defect New Frame and Cover

Z001 Z001-1710 No Scoreable Defect New Frame and Cover

Z001 Z001-1710A No Scoreable Defect New Frame and Cover

Z001 Z001-1710B 5 Chemical Grout Lower 18 Inches

Z001 Z001-1710C No Scoreable Defect New Frame and Cover, Coat Adjustment

Z001 Z001-1720 No Scoreable Defect CMOM

Z001 Z001-1730 No Scoreable Defect New Frame and Cover, Coat Adjustment

Z001 Z001-1740 No Scoreable Defect CMOM

Z001 Z001-1750 2 CMOM

Z001 Z001-1760 No Scoreable Defect CMOM

Z001 Z001-1770 2 New Frame and Cover

Z001 Z001-1780 4 Coat Wall, New Frame and Cover

Z001 Z001-1790 3 New Frame and Cover

Z001 Z001-1800 3 New Frame and Cover, Coat Adjustment

Z001 Z001-1810 1 New Frame and Cover, Coat Adjustment

Z001 Z001-1820 3 New Frame and Cover, Coat Adjustment

2/14/2019 Appendix A Page 20 of 23



Manhole

Rehabilitation Recommendations
Basin ID MACP Score Rehab Actions

Z001 Z001-1830 2 New Frame and Cover, Coat Adjustment

Z001 Z001-1840 5 Replacement

Z001 Z001-1850 5 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

Z001 Z001-1860 3 New Frame and Cover

Z001 Z001-1870 5 Replacement

Z001 Z001-1880 5 Replacement

Z001 Z001-1890 1 New Frame and Cover, Coat Adjustment

Z001 Z001-1900 3 New Frame and Cover

Z001 Z001-1910 3 New Frame and Cover

Z001 Z001-1920 5 Replacement

Z001 Z001-1930 1 New Frame and Cover, Coat Adjustment

Z001 Z001-1940 1 New Frame and Cover, Coat Adjustment

Z001 Z001-1950 5 Replacement

Z001 Z001-1960 1 New Frame and Cover, Coat Adjustment

Z001 Z001-1970 3 New Frame and Cover, Coat Adjustment

Z001 Z001-1980 2 New Frame and Cover, Coat Adjustment

Z001 Z001-1990 2 New Frame and Cover, Coat Adjustment

Z001 Z001-2000 No Scoreable Defect New Frame and Cover, Coat Adjustment

Z001 Z001-2010 5 Coat Wall, New Frame and Cover

Z001 Z001-2020 3 New Frame and Cover

Z001 Z001-2030 4 Chemical Grout Lower 18 Inches, New Frame and Cover

Z001 Z001-2040 Not Inspected -

Z001 Z001-2050 5 Replacement

Z001 Z001-2060 3 New Frame and Cover

Z001 Z001-2070 5 Chemical Grout Lower 18 Inches, New Frame and Cover

Z001 Z001-2080 4 Chemical Grout Lower 18 Inches, New Frame and Cover

Z001 Z001-2090 5 Replacement

Z001 Z001-2100 Not Inspected -

Z001 Z001-2110 No Scoreable Defect New Frame and Cover

Z001 Z001-2120 Not Inspected -

Z001 Z001-2130 Not Inspected -

Z001 Z001-2140 4 Chemical Grout Lower 18 Inches, New Frame and Cover

Z001 Z001-2150 5 Replacement

Z001 Z001-2160 No Scoreable Defect New Frame and Cover, Coat Adjustment

Z001 Z001-2170 5 Chemical Grout Lower 18 Inches, New Frame and Cover

Z001 Z001-2180 1 New Frame and Cover

Z001 Z001-2190 5 Chemical Grout Lower 18 Inches, New Frame and Cover

Z001 Z001-2200 3 New Frame and Cover, Coat Adjustment

Z001 Z001-2210 5 Replacement

Z001 Z001-2220 5 Chemical Grout Lower 18 Inches, New Frame and Cover

Z001 Z001-2220A Not Inspected -

Z001 Z001-2230 3 New Frame and Cover

Z001 Z001-2240 2 New Frame and Cover

Z001 Z001-2250 Not Inspected -

Z001 Z001-2260 5 Replacement

Z001 Z001-2270 1 New Frame and Cover, Coat Adjustment

Z001 Z001-2280 4 Coat Wall, Coat Cone, New Frame and Cover

Z001 Z001-2290 Not Inspected -

Z001 Z001-2300 1 New Frame and Cover

Z001 Z001-2310 2 New Frame and Cover

Z001 Z001-2320 5 Chemical Grout Lower 18 Inches, New Frame and Cover

Z001 Z001-2320A No Scoreable Defect New Frame and Cover

Z001 Z001-2320B No Scoreable Defect New Frame and Cover

Z001 Z001-2330 5 Replacement

Z001 Z001-2340 No Scoreable Defect New Frame and Cover, Coat Adjustment

Z001 Z001-2350 3 New Frame and Cover

Z001 Z001-2360 No Scoreable Defect New Frame and Cover

Z001 Z001-2360A No Scoreable Defect New Frame and Cover

Z001 Z001-2360B No Scoreable Defect New Frame and Cover

Z001 Z001-2370 3 New Frame and Cover
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Z001 Z001-2380 2 CMOM

Z001 Z001-2390 5 Replacement

Z001 Z001-2400 2 New Frame and Cover

Z001 Z001-2410 4 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

Z001 Z001-2420 5 Chemical Grout Lower 18 Inches, Coat Cone

Z001 Z001-2430 3 New Frame and Cover

Z001 Z001-2440 2 New Frame and Cover

Z001 Z001-2450 2 New Frame and Cover, Coat Adjustment

Z001 Z001-2460 Not Inspected -

Z001 Z001-2470 4 Chemical Grout Lower 18 Inches, New Frame and Cover

Z001 Z001-2470A 4 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

Z001 Z001-2480 5 Replacement

Z001 Z001-2490 5 Replacement

Z001 Z001-2500 1 New Frame and Cover, Coat Adjustment

Z001 Z001-2510 2 CMOM

Z001 Z001-2520 1 New Frame and Cover

Z001 Z001-2530 1 CMOM

Z001 Z001-2540 1 CMOM

Z001 Z001-2550 No Scoreable Defect New Frame and Cover

Z001 Z001-2560 No Scoreable Defect New Frame and Cover

Z001 Z001-2570 2 New Frame and Cover, Coat Adjustment

Z001 Z001-2580 2 New Frame and Cover

Z001 Z001-2590 2 New Frame and Cover

Z001 Z001-2600 No Scoreable Defect New Frame and Cover, Coat Adjustment

Z001 Z001-2600A 2 New Frame and Cover

Z001 Z001-2610 Not Inspected -

Z001 Z001-2620 2 New Frame and Cover, Coat Adjustment

Z001 Z001-2630 Not Inspected -

Z001 Z001-2640 Not Inspected -

Z001 Z001-2650 3 New Frame and Cover, Coat Adjustment

Z001 Z001-2660 2 New Frame and Cover, Coat Adjustment

Z001 Z001-2670 2 New Frame and Cover

Z001 Z001-2680 3 New Frame and Cover, Coat Adjustment

Z001 Z001-2680A 5 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

Z001 Z001-2690 3 New Frame and Cover, Coat Adjustment

Z001 Z001-2690C No Scoreable Defect New Frame and Cover

Z001 Z001-2700 5 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

Z001 Z001-2710 5 Chemical Grout Lower 18 Inches

Z001 Z001-2720 5 Chemical Grout Lower 18 Inches

Z001 Z001-2730 5 Replacement

Z001 Z001-2740 5 Replacement

Z001 Z001-2750 Not Inspected -

Z001 Z001-2760 Not Inspected -

Z001 Z001-2770 Not Inspected -

Z001 Z001-2780 5 Replacement

Z001 Z001-2790 3 New Frame and Cover

Z001 Z001-2800 No Scoreable Defect CMOM

Z001 Z001-2810 4 Chemical Grout Lower 18 Inches, Coat Cone

Z001 Z001-2820 5 Chemical Grout Lower 18 Inches, Coat Wall

Z001 Z001-2830 Not Inspected -

Z001 Z001-2840 Not Inspected -

Z001 Z001-2850 Not Inspected -

Z001 Z001-2860 5 Replacement

Z001 Z001-2870 5 Replacement

Z001 Z001-2880 5 Chemical Grout Lower 18 Inches

Z001 Z001-2890 No Scoreable Defect CMOM

Z001 Z001-2900 No Scoreable Defect New Frame and Cover

Z001 Z001-2910 Not Inspected -

Z001 Z001-2920 2 New Frame and Cover

Z001 Z001-2930 2 New Frame and Cover, Coat Adjustment
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Z001 Z001-2940 3 New Frame and Cover, Coat Adjustment

Z001 Z001-2950 4 Replacement

Z001 Z001-2960 5 Replacement

Z001 Z001-2970 No Scoreable Defect New Frame and Cover

Z001 Z001-2980 3 New Frame and Cover, Coat Adjustment

Z001 Z001-2990 4 Chemical Grout Lower 18 Inches, New Frame and Cover, Coat Adjustment

Z001 Z001-3000 2 New Frame and Cover

Z001 Z001-3010 3 New Frame and Cover

Z001 Z001-3020 3 New Frame and Cover

Z001 Z001-3030 Not Inspected -

Z001 Z001-3040 1 New Frame and Cover

Z001 Z001-3050 Not Inspected -

Z001 Z001-3060 Not Inspected -

Z001 Z001-3070 4 Replacement

Z001 Z001-3080 1 New Frame and Cover, Coat Adjustment

Z001 Z001-3090 4 Replacement

Z001 Z001-3100 5 Replacement

Z001 Z001-3110 3 New Frame and Cover

Z001 Z001-3120 5 Chemical Grout Lower 18 Inches

Z001 Z001-3140 5 Replacement

Z001 Z001-3150 5 Replacement

Z001 Z001-3160 5 Replacement

Z001 Z001-3170 3 New Frame and Cover, Coat Adjustment

Z001 Z001-3180 3 New Frame and Cover

Z001 Z001-3190 5 Chemical Grout Lower 18 Inches

Z001 Z001-3200 3 New Frame and Cover

Z001 Z001-3210 No Scoreable Defect Coat Adjustment
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Sewer Line

Rehabilitation Recommendations

Sub-Basin Segment ID US MH DS MH Diameter Length (lf) PACP Score
Recommmended 

Rehabilitation Action

FL02 FL02-0010:FL02-0008 FL02-0010 FL02-0008 18 292 4 Open Cut

FL02 FL02-0015:FL02-0020 FL02-0015 FL02-0020 15 142 4 CIPP

FL02 FL02-0020:FL02-0010 FL02-0020 FL02-0010 10 153 4 CIPP

FL02 FL02-0030:FL02-0020 FL02-0030 FL02-0020 10 296 4 Pipe Burst

FL02 FL02-0040:FL02-0040A FL02-0040 FL02-0040A 10 104 3 CMOM

FL02 FL02-0040A:FL02-0030 FL02-0040A FL02-0030 10 304 No Defect CMOM

FL02 FL02-0060:FL02-0050 FL02-0060 FL02-0050 6 149 No Defect CMOM

FL02 FL02-0065:FL02-0060 FL02-0065 FL02-0060 6 413 3 CMOM

FL02 FL02-0080:FL02-0070 FL02-0080 FL02-0070 6 353 4 Pipe Burst

FL02 FL02-0090:FL02-0080 FL02-0090 FL02-0080 6 47 No Defect CMOM

FL02 FL02-0100:FL02-0090 FL02-0100 FL02-0090 6 69 No Defect CMOM

FL02 FL02-0110:FL02-0100 FL02-0110 FL02-0100 6 263 2 CMOM

FL02 FL02-0120:FL02-0050 FL02-0120 FL02-0050 12 295 3 CMOM

FL02 FL02-0130:FL02-0120 FL02-0130 FL02-0120 6 299 2 CMOM

FL02 FL02-0140:FL02-0130 FL02-0140 FL02-0130 6 306 3 CMOM

FL02 FL02-0150:FL02-0140 FL02-0150 FL02-0140 6 227 2 CMOM

FL02 FL02-0180:FL02-0120 FL02-0180 FL02-0120 12 470 3 CMOM

FL02 FL02-0190:FL02-0180 FL02-0190 FL02-0180 6 300 1 CMOM

FL02 FL02-0200:FL02-0190 FL02-0200 FL02-0190 6 287 No Defect CMOM

FL02 FL02-0210:FL02-0200 FL02-0210 FL02-0200 6 317 No Defect CMOM

FL02 FL02-0220:FL02-0180 FL02-0220 FL02-0180 12 436 2 CMOM

FL02 FL02-0230:FL02-0220 FL02-0230 FL02-0220 12 327 2 CMOM

FL02 FL02-0240:FL02-0230 FL02-0240 FL02-0230 12 301 3 CMOM

FL02 FL02-0250:FL02-0240 FL02-0250 FL02-0240 10 250 4 Pipe Burst

FL02 FL02-0260:FL02-0250 FL02-0260 FL02-0250 10 50 2 CMOM

FL02 FL02-0270:FL02-0260 FL02-0270 FL02-0260 10 211 2 CMOM

FL02 FL02-0280:FL02-0270 FL02-0280 FL02-0270 6 23 1 CMOM

FL02 FL02-0290:FL02-0280 FL02-0290 FL02-0280 6 276 No Defect CMOM

FL02 FL02-0300:FL02-0270 FL02-0300 FL02-0270 10 338 3 CMOM

FL02 FL02-0310:FL02-0300 FL02-0310 FL02-0300 10 327 1 CMOM

FL02 FL02-0320:FL02-0310 FL02-0320 FL02-0310 8 245 2 CMOM

FL02 FL02-0330:FL02-0320 FL02-0330 FL02-0320 8 248 5 Open Cut

FL02 FL02-0340:FL02-0330 FL02-0340 FL02-0330 8 423 4 Pipe Burst

FL02 FL02-0350:FL02-0340 FL02-0350 FL02-0340 8 193 2 CMOM

FL02 FL02-0360:FL02-0015 FL02-0360 FL02-0015 18 681 4 Open Cut

FL02 FL02-0370A:FL02-0360 FL02-0370A FL02-0360 18 525 4 Open Cut

FL02 FL02-0380:FL02-0370 FL02-0380 FL02-0370 6 148 4 Pipe Burst

FL02 FL02-0390:FL02-0380 FL02-0390 FL02-0380 6 285 4 Pipe Burst

FL02 FL02-0420:FL02-0390 FL02-0420 FL02-0390 6 316 4 Pipe Burst

FL02 FL02-0430:FL02-0420 FL02-0430 FL02-0420 6 294 4 Pipe Burst

FL02 FL02-0455:FL02-0450 FL02-0455 FL02-0450 6 173 3 CMOM

FL02 FL02-0460:FL02-0430 FL02-0460 FL02-0430 6 212 4 Pipe Burst

FL02 FL02-0470:FL02-0460 FL02-0470 FL02-0460 6 107 5 Open Cut

FL02 FL02-0480:FL02-0470 FL02-0480 FL02-0470 6 111 3 CMOM

FL02 FL02-0490:FL02-0480 FL02-0490 FL02-0480 6 60 5 Open Cut

FL02 FL02-0500:FL02-0480 FL02-0500 FL02-0480 6 266 2 CMOM

FL02 FL02-0505:FL02-0500 FL02-0505 FL02-0500 6 67 3 CMOM

FL02 FL02-0516:FL02-0370 FL02-0516 FL02-0370 15 58 3 CMOM

FL02 FL02-0518:FL02-0516 FL02-0518 FL02-0516 12 82 No Defect CMOM

FL02 FL02-0520:FL02-0518 FL02-0520 FL02-0518 12 238 3 CMOM

FL02 FL02-0522:FL02-0520 FL02-0522 FL02-0520 12 346 3 CMOM

FL02 FL02-0526:FL02-0524 FL02-0526 FL02-0524 12 307 4 Point Repair

FL02 FL02-0527:FL02-0524 FL02-0527 FL02-0524 12 831 5 Open Cut

FL02 FL02-0528A:FL02-0528 FL02-0528A FL02-0528 8 232 2 CMOM

FL02 FL02-0530:FL02-0528A FL02-0530 FL02-0528A 8 10 No Defect CMOM
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Sub-Basin Segment ID US MH DS MH Diameter Length (lf) PACP Score
Recommmended 

Rehabilitation Action

FL02 FL02-0540:FL02-0530 FL02-0540 FL02-0530 8 51 2 CMOM

FL02 FL02-0540A:FL02-0540 FL02-0540A FL02-0540 8 451 2 CMOM

FL02 FL02-0550:FL02-0540 FL02-0550 FL02-0540 8 525 3 CMOM

FL02 FL02-0560:FL02-0550 FL02-0560 FL02-0550 6 325 4 Pipe Burst

FL02 FL02-0570:FL02-0540A FL02-0570 FL02-0540A 8 29 2 CMOM

FL02 FL02-0580:FL02-0570 FL02-0580 FL02-0570 8 46 1 CMOM

FL02 FL02-0590:FL02-0580 FL02-0590 FL02-0580 8 111 5 Pipe Burst

FL02 FL02-0592:FL02-0590 FL02-0592 FL02-0590 6 209 1 CMOM

FL02 FL02-0595:FL02-0595A FL02-0595 FL02-0595A 6 115 2 CMOM

FL02 FL02-0595A:FL02-0592 FL02-0595A FL02-0592 6 161 No Defect CMOM

FL02 FL02-0600:FL02-0590 FL02-0600 FL02-0590 8 353 5 CIPP

FL02 FL02-0610:FL02-0600 FL02-0610 FL02-0600 8 353 2 CMOM

FL02 FL02-0613:FL02-0610 FL02-0613 FL02-0610 6 299 5 Pipe Burst

FL02 FL02-0620:FL02-0610 FL02-0620 FL02-0610 6 127 5 Pipe Burst

FL02 FL02-0630:FL02-0620 FL02-0630 FL02-0620 6 147 5 Pipe Burst

FL02 FL02-0640:FL02-0630 FL02-0640 FL02-0630 6 374 5 Open Cut

FL02 FL02-0650:FL02-0640 FL02-0650 FL02-0640 6 450 5 Open Cut

FL02 FL02-0660:FL02-0650 FL02-0660 FL02-0650 6 397 5 Open Cut

FL02 FL02-0660A:FL02-0660 FL02-0660A FL02-0660 6 340 5 Open Cut

FL02 FL02-0660B:FL02-0660A FL02-0660B FL02-0660A 6 291 5 Pipe Burst

FL02 FL02-0670:FL02-0527 FL02-0670 FL02-0527 12 220 5 CIPP

FL02 FL02-0673:FL02-0670 FL02-0673 FL02-0670 8 307 5 CIPP

FL02 FL02-0674:FL02-0673 FL02-0674 FL02-0673 8 214 5 CIPP

FL02 FL02-0675:FL02-0674 FL02-0675 FL02-0674 8 78 4 CIPP

FL02 FL02-0677:FL02-0675 FL02-0677 FL02-0675 6 143 4 Open Cut

FL02 FL02-0680:FL02-0670 FL02-0680 FL02-0670 12 183 3 CMOM

FL02 FL02-0730:FL02-0720 FL02-0730 FL02-0720 8 381 3 CMOM

FL02 FL02-0740:FL02-0730 FL02-0740 FL02-0730 8 348 3 CMOM

FL02 FL02-0750:FL02-0740 FL02-0750 FL02-0740 8 299 4 Pipe Burst

FL02 FL02-0760:FL02-0750 FL02-0760 FL02-0750 8 357 2 CMOM

FL02 FL02-0770:FL02-0760 FL02-0770 FL02-0760 8 276 2 CMOM

FL02 FL02-0780:FL02-0770 FL02-0780 FL02-0770 8 247 No Defect CMOM

FL02 FL02-0790:FL02-0780 FL02-0790 FL02-0780 8 421 No Defect CMOM

FL02 FL02-0800:FL02-0790 FL02-0800 FL02-0790 8 346 5 Point Repair

FL02 FL02-1090:FL02-0820 FL02-1090 FL02-0820 10 377 5 Open Cut

FL02 FL02-1100:FL02-1090 FL02-1100 FL02-1090 10 358 5 Pipe Burst

FL02 FL02-1130:FL02-0750 FL02-1130 FL02-0750 8 170 3 CMOM

FL02 FL02-1140:FL02-1130 FL02-1140 FL02-1130 8 445 3 CMOM

FL02 FL02-1150:FL02-1140 FL02-1150 FL02-1140 8 145 1 CMOM

FL02 FL02-1160:FL02-1150 FL02-1160 FL02-1150 8 130 3 CMOM

FL02 FL02-1180:FL02-1170 FL02-1180 FL02-1170 8 304 4 CIPP

FL02 FL02-1180A:FL02-1180 FL02-1180A FL02-1180 8 63 2 CMOM

FL02 FL02-1190:FL02-1180A FL02-1190 FL02-1180A 8 423 3 CMOM

FL02 FL02-1200:FL02-1190 FL02-1200 FL02-1190 8 319 3 CMOM

FL02 FL02-1202:FL02-1200 FL02-1202 FL02-1200 8 183 3 CMOM

FL02 FL02-1210:FL02-1100 FL02-1210 FL02-1100 10 156 2 CMOM

FL02 FL02-1220:FL02-1210 FL02-1220 FL02-1210 6 135 2 CMOM

FL02 FL02-1230:FL02-1220 FL02-1230 FL02-1220 6 118 2 CMOM

FL02 FL02-1240:FL02-1230 FL02-1240 FL02-1230 6 400 2 CMOM

FL02 FL02-1250:FL02-1210 FL02-1250 FL02-1210 10 108 4 CIPP

FL02 FL02-1260:FL02-1250 FL02-1260 FL02-1250 10 375 5 Open Cut

FL02 FL02-1275:FL02-1270 FL02-1275 FL02-1270 8 56 No Defect CMOM

FL02 FL02-1290:FL02-1280 FL02-1290 FL02-1280 8 447 5 Open Cut

FL02 FL02-1300:FL02-1290 FL02-1300 FL02-1290 6 334 5 Pipe Burst

FL02 FL02-1310:FL02-1280 FL02-1310 FL02-1280 8 349 5 Pipe Burst

2/14/2019 Appendix B Page 2 of 15



Sewer Line

Rehabilitation Recommendations

Sub-Basin Segment ID US MH DS MH Diameter Length (lf) PACP Score
Recommmended 

Rehabilitation Action

FL02 FL02-1320:FL02-1310 FL02-1320 FL02-1310 6 377 5 Open Cut

FL02 FL02-1330:FL02-1310 FL02-1330 FL02-1310 6 400 5 Pipe Burst

FL02 FL02-1340:FL02-1330 FL02-1340 FL02-1330 8 389 3 CMOM

FL02 FL02-1350:FL02-1310 FL02-1350 FL02-1310 8 330 3 CMOM

FL02 FL02-1360:FL02-1350 FL02-1360 FL02-1350 6 364 3 CMOM

FL02 FL02-1370:FL02-1350 FL02-1370 FL02-1350 6 379 2 CMOM

FL02 FL02-1380:FL02-1370 FL02-1380 FL02-1370 6 408 3 CMOM

FL02 FL02-1390:FL02-1260 FL02-1390 FL02-1260 10 246 4 CIPP

FL02 FL02-1398:FL02-1390 FL02-1398 FL02-1390 6 327 5 Pipe Burst

FL02 FL02-1400:FL02-1398 FL02-1400 FL02-1398 6 52 4 Pipe Burst

FL02 FL02-1410:FL02-1400 FL02-1410 FL02-1400 6 276 4 Pipe Burst

FL02 FL02-1420:FL02-1410 FL02-1420 FL02-1410 6 300 5 Pipe Burst

FL02 FL02-1440:FL02-1430 FL02-1440 FL02-1430 6 317 5 Pipe Burst

FL02 FL02-1450:FL02-1390 FL02-1450 FL02-1390 8 75 4 CIPP

FL02 FL02-1480:FL02-1470 FL02-1480 FL02-1470 6 401 3 CMOM

FL02 FL02-1490:FL02-1480 FL02-1490 FL02-1480 6 352 5 Pipe Burst

FL02 FL02-1500:FL02-1490 FL02-1500 FL02-1490 6 188 5 Pipe Burst

FL02 FL02-1520:FL02-1510 FL02-1520 FL02-1510 8 302 2 CMOM

FL02 FL02-1530:FL02-1520 FL02-1530 FL02-1520 6 447 5 Pipe Burst

FL02 FL02-1550:FL02-1540 FL02-1550 FL02-1540 6 257 5 Open Cut

FL02 FL02-1560:FL02-1550 FL02-1560 FL02-1550 6 367 5 Pipe Burst

FL02 FL02-1570:FL02-1560 FL02-1570 FL02-1560 6 333 5 Pipe Burst

FL02 FL02-1580:FL02-1570 FL02-1580 FL02-1570 6 174 4 Pipe Burst

FL02 FL02-1590:FL02-1398 FL02-1590 FL02-1398 6 126 2 CMOM

FL02 FL02-1610:FL02-0590 FL02-1610 FL02-0590 6 376 2 CMOM

FL02 FL02-1620:FL02-1610 FL02-1620 FL02-1610 6 399 1 CMOM

FL02 FL02-1630:FL02-1620 FL02-1630 FL02-1620 6 400 5 Point Repair

FL02 FL02-1640:FL02-1630 FL02-1640 FL02-1630 6 163 5 Pipe Burst

FL02 FL02-1650:FL02-1640 FL02-1650 FL02-1640 6 8 No Defect CMOM

FL02 FL02-1660:FL02-1650 FL02-1660 FL02-1650 6 60 No Defect CMOM

FL02 FL02-1670:FL02-1660 FL02-1670 FL02-1660 6 9 No Defect CMOM

FL02 FL02-1680:FL02-1670 FL02-1680 FL02-1670 6 173 5 Open Cut

MC06 MC06-0016A:MC06-0016 MC06-0016A MC06-0016 8 281 3 CMOM

MC06 MC06-0050:MC06-0030 MC06-0050 MC06-0030 8 278 3 CMOM

MC06 MC06-0060:MC06-0050 MC06-0060 MC06-0050 8 331 5 Pipe Burst

MC06 MC06-0070:MC06-0070A MC06-0070 MC06-0070A 8 328 5 Open Cut

MC06 MC06-0070A:MC06-0060 MC06-0070A MC06-0060 8 62 3 CMOM

MC06 MC06-0080:MC06-0016A MC06-0080 MC06-0016A 8 171 No Defect CMOM

MC06 MC06-0090:MC06-0080 MC06-0090 MC06-0080 8 63 3 CMOM

MC06 MC06-0100:MC06-0090 MC06-0100 MC06-0090 8 337 3 CMOM

MC06 MC06-0110:MC06-0100 MC06-0110 MC06-0100 6 450 5 Open Cut

MC06 MC06-0115:MC06-0110 MC06-0115 MC06-0110 6 15 3 CMOM

MC06 MC06-0120:MC06-0100 MC06-0120 MC06-0100 8 439 5 Pipe Burst

MC06 MC06-0130:MC06-0120 MC06-0130 MC06-0120 8 445 4 CIPP

MC06 MC06-0140:MC06-0130 MC06-0140 MC06-0130 8 494 5 CIPP

MC06 MC06-0150:MC06-0140 MC06-0150 MC06-0140 6 494 5 Pipe Burst

MC06 MC06-0160:MC06-0130 MC06-0160 MC06-0130 6 474 3 CMOM

MC06 MC06-0170:MC06-0120 MC06-0170 MC06-0120 8 385 4 Open Cut

MC06 MC06-0180:MC06-0170 MC06-0180 MC06-0170 8 374 3 CMOM

MC06 MC06-0190:MC06-0180 MC06-0190 MC06-0180 8 358 3 CMOM

MC06 MC06-0200:MC06-0190 MC06-0200 MC06-0190 6 291 5 Pipe Burst

MC06 MC06-0205:MC06-0190 MC06-0205 MC06-0190 8 298 3 CMOM

MC06 MC06-0210:MC06-0205 MC06-0210 MC06-0205 8 196 3 CMOM

MC06 MC06-0220:MC06-0210 MC06-0220 MC06-0210 8 297 3 CMOM

MC06 MC06-0230:MC06-0220 MC06-0230 MC06-0220 6 260 5 CIPP
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Sub-Basin Segment ID US MH DS MH Diameter Length (lf) PACP Score
Recommmended 

Rehabilitation Action

MC06 MC06-0240:MC06-0220 MC06-0240 MC06-0220 8 546 4 Pipe Burst

MC06 MC06-0250:MC06-0240 MC06-0250 MC06-0240 6 380 3 CMOM

MC06 MC06-0300:MC06-0290 MC06-0300 MC06-0290 15 356 3 CMOM

MC06 MC06-0340:MC06-0335 MC06-0340 MC06-0335 8 90 2 CMOM

MC06 MC06-0350:MC06-0340 MC06-0350 MC06-0340 8 40 3 CMOM

MC06 MC06-0360:MC06-0350 MC06-0360 MC06-0350 8 240 4 Pipe Burst

MC06 MC06-0370:MC06-0360 MC06-0370 MC06-0360 8 351 4 Pipe Burst

MC06 MC06-0380:MC06-0370 MC06-0380 MC06-0370 6 255 5 Pipe Burst

MC06 MC06-0390:MC06-0380 MC06-0390 MC06-0380 6 272 3 CMOM

MC06 MC06-0400:MC06-0390 MC06-0400 MC06-0390 6 251 3 CMOM

MC06 MC06-0410:MC06-0370 MC06-0410 MC06-0370 8 117 3 CMOM

MC06 MC06-0420:MC06-0414 MC06-0420 MC06-0414 8 204 5 Pipe Burst

MC06 MC06-0430:MC06-0420 MC06-0430 MC06-0420 6 359 3 CMOM

MC06 MC06-0440:MC06-0430 MC06-0440 MC06-0430 6 292 3 CMOM

MC06 MC06-0450:MC06-0440 MC06-0450 MC06-0440 6 109 5 Pipe Burst

MC06 MC06-0460:MC06-0450 MC06-0460 MC06-0450 8 135 2 CMOM

MC06 MC06-0470:MC06-0450 MC06-0470 MC06-0450 6 133 3 CMOM

MC06 MC06-0480:MC06-0420 MC06-0480 MC06-0420 6 308 4 Pipe Burst

MC06 MC06-0490:MC06-0480 MC06-0490 MC06-0480 6 227 3 CMOM

MC06 MC06-0500:MC06-0490 MC06-0500 MC06-0490 6 363 3 CMOM

MC06 MC06-0510:MC06-0500 MC06-0510 MC06-0500 6 287 3 CMOM

MC06 MC06-0520:MC06-0490 MC06-0520 MC06-0490 6 326 3 CMOM

MC06 MC06-0530:MC06-0520 MC06-0530 MC06-0520 6 231 3 CMOM

MC06 MC06-0542:MC06-0305 MC06-0542 MC06-0305 10 35 3 CMOM

MC06 MC06-0560:MC06-0550 MC06-0560 MC06-0550 10 188 3 CMOM

MC06 MC06-0570:MC06-0560 MC06-0570 MC06-0560 10 287 3 CMOM

MC06 MC06-0580:MC06-0570 MC06-0580 MC06-0570 10 114 3 CMOM

MC06 MC06-0590:MC06-0580 MC06-0590 MC06-0580 10 351 5 CIPP

MC06 MC06-0630:MC06-0621 MC06-0630 MC06-0621 6 217 5 Pipe Burst

MC06 MC06-0640:MC06-0630 MC06-0640 MC06-0630 6 87 3 CMOM

MC06 MC06-0650:MC06-0640 MC06-0650 MC06-0640 6 338 5 Pipe Burst

MC06 MC06-0660:MC06-0590 MC06-0660 MC06-0590 10 146 3 CMOM

MC06 MC06-0680:MC06-0670 MC06-0680 MC06-0670 10 127 5 Pipe Burst

MC06 MC06-0690:MC06-0680 MC06-0690 MC06-0680 8 175 5 Point Repair

MC06 MC06-0740:MC06-0680 MC06-0740 MC06-0680 10 238 4 Pipe Burst

MC06 MC06-0750:MC06-0740 MC06-0750 MC06-0740 8 148 3 CMOM

MC06 MC06-0760:MC06-0750 MC06-0760 MC06-0750 6 255 5 Pipe Burst

MC06 MC06-0770:MC06-0760 MC06-0770 MC06-0760 6 222 5 Open Cut

MC06 MC06-0780:MC06-0750 MC06-0780 MC06-0750 8 137 5 CIPP

MC06 MC06-0790:MC06-0780 MC06-0790 MC06-0780 8 212 5 Pipe Burst

MC06 MC06-0800:MC06-0790 MC06-0800 MC06-0790 6 170 4 Pipe Burst

MC06 MC06-0820:MC06-0810 MC06-0820 MC06-0810 6 397 3 CMOM

MC06 MC06-0830:MC06-0820 MC06-0830 MC06-0820 6 117 3 CMOM

MC06 MC06-0835:MC06-0830 MC06-0835 MC06-0830 6 125 2 CMOM

MC06 MC06-0840:MC06-0820 MC06-0840 MC06-0820 6 125 3 CMOM

MC06 MC06-0850:MC06-0840 MC06-0850 MC06-0840 6 90 3 CMOM

MC06 MC06-0860:MC06-0850 MC06-0860 MC06-0850 6 234 3 CMOM

MC06 MC06-0870:MC06-0860 MC06-0870 MC06-0860 6 208 5 Pipe Burst

MC06 MC06-0880:MC06-0790 MC06-0880 MC06-0790 8 98 3 CMOM

MC06 MC06-0890:MC06-0880 MC06-0890 MC06-0880 8 80 5 CIPP

MC06 MC06-0900:MC06-0890 MC06-0900 MC06-0890 6 203 4 Pipe Burst

MC06 MC06-0910:MC06-0900 MC06-0910 MC06-0900 6 297 5 Pipe Burst

MC06 MC06-0920:MC06-0910 MC06-0920 MC06-0910 8 301 5 Pipe Burst

MC06 MC06-0930:MC06-0890 MC06-0930 MC06-0890 8 301 3 CMOM

MC06 MC06-0940:MC06-0930 MC06-0940 MC06-0930 6 199 5 Pipe Burst
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MC06 MC06-0950:MC06-0940 MC06-0950 MC06-0940 6 251 5 Pipe Burst

MC06 MC06-0990:MC06-0930 MC06-0990 MC06-0930 8 240 3 CMOM

MC06 MC06-1020:MC06-1010 MC06-1020 MC06-1010 6 234 5 Pipe Burst

MC06 MC06-1030:MC06-1020 MC06-1030 MC06-1020 6 244 2 CMOM

MC06 MC06-1050:MC06-1040 MC06-1050 MC06-1040 6 10 3 CMOM

MC06 MC06-1060:MC06-1050 MC06-1060 MC06-1050 6 131 3 CMOM

MC06 MC06-1080:MC06-1070 MC06-1080 MC06-1070 6 113 1 CMOM

MC06 MC06-1090:MC06-1080 MC06-1090 MC06-1080 6 235 2 CMOM

MC06 MC06-1100:MC06-1090 MC06-1100 MC06-1090 6 332 4 Pipe Burst

MC06 MC06-1130:MC06-1128 MC06-1130 MC06-1128 24 14 No Defect CMOM

MC06 MC06-1140:MC06-1138 MC06-1140 MC06-1138 21 195 3 CMOM

MC06 MC06-1150:MC06-1140 MC06-1150 MC06-1140 21 175 3 CMOM

MC06 MC06-1160:MC06-1150 MC06-1160 MC06-1150 8 182 3 CMOM

MC06 MC06-1160A:MC06-1160 MC06-1160A MC06-1160 8 82 3 CMOM

MC06 MC06-1170:MC06-1160A MC06-1170 MC06-1160A 8 337 4 Pipe Burst

MC06 MC06-1180:MC06-1170 MC06-1180 MC06-1170 8 325 4 CIPP

MC06 MC06-1190:MC06-1180 MC06-1190 MC06-1180 8 302 2 CMOM

MC06 MC06-1200:MC06-1150 MC06-1200 MC06-1150 21 115 3 CMOM

MC06 MC06-1205:MC06-1200 MC06-1205 MC06-1200 21 71 3 CMOM

MC06 MC06-1212:MC06-1210 MC06-1212 MC06-1210 10 138 3 CMOM

MC06 MC06-1220:MC06-1216 MC06-1220 MC06-1216 8 447 3 CMOM

MC06 MC06-1230:MC06-1220 MC06-1230 MC06-1220 8 431 5 Open Cut

MC06 MC06-1240:MC06-1230 MC06-1240 MC06-1230 8 371 3 CMOM

MC06 MC06-1250:MC06-1240 MC06-1250 MC06-1240 8 480 5 Pipe Burst

MC06 MC06-1300:MC06-1860 MC06-1300 MC06-1860 15 160 3 CMOM

MC06 MC06-1310:MC06-1300 MC06-1310 MC06-1300 12 444 3 CMOM

MC06 MC06-1320:MC06-1310 MC06-1320 MC06-1310 12 237 3 CMOM

MC06 MC06-1330:MC06-1320 MC06-1330 MC06-1320 8 199 2 CMOM

MC06 MC06-1340:MC06-1320 MC06-1340 MC06-1320 8 201 2 CMOM

MC06 MC06-1350:MC06-1340 MC06-1350 MC06-1340 8 74 No Defect CMOM

MC06 MC06-1351:MC06-1350 MC06-1351 MC06-1350 8 120 No Defect CMOM

MC06 MC06-1370:MC06-1360 MC06-1370 MC06-1360 5 137 4 Pipe Burst

MC06 MC06-1380:MC06-1370 MC06-1380 MC06-1370 8 228 2 CMOM

MC06 MC06-1390:MC06-1370 MC06-1390 MC06-1370 8 327 2 CMOM

MC06 MC06-1410:MC06-1320 MC06-1410 MC06-1320 12 83 3 CMOM

MC06 MC06-1420:MC06-1410 MC06-1420 MC06-1410 12 265 3 CMOM

MC06 MC06-1430:MC06-1420 MC06-1430 MC06-1420 8 110 4 Point Repair

MC06 MC06-1440:MC06-1420 MC06-1440 MC06-1420 8 269 2 CMOM

MC06 MC06-1450:MC06-1440 MC06-1450 MC06-1440 8 102 2 CMOM

MC06 MC06-1460:MC06-1420 MC06-1460 MC06-1420 10 120 3 CMOM

MC06 MC06-1500:MC06-1490 MC06-1500 MC06-1490 8 185 4 Pipe Burst

MC06 MC06-1510A:MC06-1500 MC06-1510A MC06-1500 8 85 3 CMOM

MC06 MC06-1520:MC06-1510 MC06-1520 MC06-1510 8 124 No Defect CMOM

MC06 MC06-1560:MC06-1510 MC06-1560 MC06-1510 8 148 4 CIPP

MC06 MC06-1580:MC06-1570 MC06-1580 MC06-1570 6 150 4 Pipe Burst

MC06 MC06-1640:MC06-1460 MC06-1640 MC06-1460 10 166 3 CMOM

MC06 MC06-1650:MC06-1640 MC06-1650 MC06-1640 10 100 3 CMOM

MC06 MC06-1660:MC06-1650 MC06-1660 MC06-1650 10 299 3 CMOM

MC06 MC06-1670:MC06-1660 MC06-1670 MC06-1660 10 157 3 CMOM

MC06 MC06-1680:MC06-1670 MC06-1680 MC06-1670 10 105 2 CMOM

MC06 MC06-1710:MC06-1690 MC06-1710 MC06-1690 10 391 4 Pipe Burst

MC06 MC06-1715:MC06-1710 MC06-1715 MC06-1710 10 157 3 CMOM

MC06 MC06-1720:MC06-1715 MC06-1720 MC06-1715 10 217 3 CMOM

MC06 MC06-1730:MC06-1720 MC06-1730 MC06-1720 10 381 4 CIPP

MC06 MC06-1740:MC06-1730 MC06-1740 MC06-1730 10 302 5 Pipe Burst
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MC06 MC06-1750:MC06-1740 MC06-1750 MC06-1740 10 325 4 Pipe Burst

MC06 MC06-1760:MC06-1750 MC06-1760 MC06-1750 10 324 3 CMOM

MC06 MC06-1770:MC06-1760 MC06-1770 MC06-1760 8 394 5 Pipe Burst

MC06 MC06-1780:MC06-1770 MC06-1780 MC06-1770 8 357 3 CMOM

MC06 MC06-1790:MC06-1780 MC06-1790 MC06-1780 6 388 3 CMOM

MC06 MC06-1800:MC06-1760 MC06-1800 MC06-1760 8 108 3 CMOM

MC06 MC06-1810:MC06-1800 MC06-1810 MC06-1800 8 397 3 CMOM

MC06 MC06-1820:MC06-1810 MC06-1820 MC06-1810 6 350 5 CIPP

MC06 MC06-1830:MC06-1820 MC06-1830 MC06-1820 6 350 5 Pipe Burst

MC06 MC06-1840:MC06-1810 MC06-1840 MC06-1810 8 353 3 CMOM

MC06 MC06-1850:MC06-1840 MC06-1850 MC06-1840 8 347 4 CIPP

MC06 MC06-1894:MC06-1893 MC06-1894 MC06-1893 8 159 2 CMOM

MC06 MC06-1895:MC06-1894 MC06-1895 MC06-1894 8 145 2 CMOM

MC06 MC06-1900:MC06-1890 MC06-1900 MC06-1890 8 148 3 CMOM

MC06 MC06-1910:MC06-1900 MC06-1910 MC06-1900 6 447 4 Pipe Burst

MC06 MC06-1920:MC06-1910 MC06-1920 MC06-1910 6 107 3 CMOM

MC06 MC06-1930:MC06-1910 MC06-1930 MC06-1910 8 471 2 CMOM

MC06 MC06-1940:MC06-1930 MC06-1940 MC06-1930 8 106 2 CMOM

MC06 MC06-2000:MC06-0260 MC06-2000 MC06-0260 10 71 2 CMOM

MC06 MC06-2010:MC06-2000 MC06-2010 MC06-2000 8 291 4 Pipe Burst

MC06 MC06-2020:MC06-2010 MC06-2020 MC06-2010 8 351 3 CMOM

MC06 MC06-2030:MC06-2020 MC06-2030 MC06-2020 8 335 5 CIPP

MC06 MC06-2040:MC06-2030 MC06-2040 MC06-2030 8 399 3 CMOM

MC06 MC06-2210:MC06-1895 MC06-2210 MC06-1895 8 67 No Defect CMOM

MC07 MC07-0040:MC07-0030 MC07-0040 MC07-0030 10 18 No Defect CMOM

MC07 MC07-0043:MC07-0040 MC07-0043 MC07-0040 10 87 3 CMOM

MC07 MC07-0050:MC07-0043 MC07-0050 MC07-0043 8 274 5 Pipe Burst

MC07 MC07-0060:MC07-0050 MC07-0060 MC07-0050 8 467 3 CMOM

MC07 MC07-0070:MC07-0060 MC07-0070 MC07-0060 8 467 3 CMOM

MC07 MC07-0080:MC07-0070 MC07-0080 MC07-0070 8 327 3 CMOM

MC07 MC07-0090:MC07-0080 MC07-0090 MC07-0080 8 151 3 CMOM

MC07 MC07-0100:MC07-0080 MC07-0100 MC07-0080 8 431 3 CMOM

MC07 MC07-0110:MC07-0100 MC07-0110 MC07-0100 6 420 5 Open Cut

MC07 MC07-0120:MC07-0040 MC07-0120 MC07-0040 10 335 3 CMOM

MC07 MC07-0130:MC07-0120 MC07-0130 MC07-0120 10 342 4 Pipe Burst

MC07 MC07-0140:MC07-0142 MC07-0140 MC07-0142 8 395 4 Pipe Burst

MC07 MC07-0142:MC07-2270 MC07-0142 MC07-2270 8 #N/A 3 CMOM

MC07 MC07-0150:MC07-0140 MC07-0150 MC07-0140 6 377 3 CMOM

MC07 MC07-0160:MC07-0130 MC07-0160 MC07-0130 8 186 3 CMOM

MC07 MC07-0170:MC07-0160 MC07-0170 MC07-0160 6 162 5 Pipe Burst

MC07 MC07-0190:MC07-0180 MC07-0190 MC07-0180 6 354 5 Pipe Burst

MC07 MC07-0200:MC07-0190 MC07-0200 MC07-0190 6 341 5 Open Cut

MC07 MC07-0210:MC07-0160 MC07-0210 MC07-0160 6 159 5 Pipe Burst

MC07 MC07-0220:MC07-0210 MC07-0220 MC07-0210 6 345 5 Pipe Burst

MC07 MC07-0230:MC07-0220 MC07-0230 MC07-0220 6 348 5 Pipe Burst

MC07 MC07-0250:MC07-0130 MC07-0250 MC07-0130 10 385 3 CMOM

MC07 MC07-0260:MC07-0250 MC07-0260 MC07-0250 10 257 4 Open Cut

MC07 MC07-0270:MC07-0260 MC07-0270 MC07-0260 8 362 5 Open Cut

MC07 MC07-0280:MC07-0270 MC07-0280 MC07-0270 6 213 4 Pipe Burst

MC07 MC07-0290:MC07-0270 MC07-0290 MC07-0270 8 128 3 CMOM

MC07 MC07-0300:MC07-0290 MC07-0300 MC07-0290 6 77 4 Pipe Burst

MC07 MC07-0310:MC07-0300 MC07-0310 MC07-0300 6 77 3 CMOM

MC07 MC07-0320:MC07-0310 MC07-0320 MC07-0310 6 212 3 CMOM

MC07 MC07-0330:MC07-0310 MC07-0330 MC07-0310 6 230 3 CMOM

MC07 MC07-0340:MC07-0300 MC07-0340 MC07-0300 6 345 5 Open Cut
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MC07 MC07-0360:MC07-0350 MC07-0360 MC07-0350 6 87 4 Open Cut

MC07 MC07-0370:MC07-2300 MC07-0370 MC07-2300 8 404 5 CIPP

MC07 MC07-0380:MC07-0370 MC07-0380 MC07-0370 8 380 3 CMOM

MC07 MC07-0390:MC07-0260 MC07-0390 MC07-0260 10 432 5 Pipe Burst

MC07 MC07-0400:MC07-0390 MC07-0400 MC07-0390 8 381 5 CIPP

MC07 MC07-0410:MC07-0400 MC07-0410 MC07-0400 8 380 3 CMOM

MC07 MC07-0420:MC07-0390 MC07-0420 MC07-0390 8 431 5 Point Repair

MC07 MC07-0430:MC07-0420 MC07-0430 MC07-0420 6 194 5 Pipe Burst

MC07 MC07-0440:MC07-0420 MC07-0440 MC07-0420 8 407 3 CMOM

MC07 MC07-0450:MC07-0440 MC07-0450 MC07-0440 8 110 3 CMOM

MC07 MC07-0460:MC07-0450 MC07-0460 MC07-0450 8 251 4 Open Cut

MC07 MC07-0470:MC07-0460 MC07-0470 MC07-0460 6 71 5 Pipe Burst

MC07 MC07-0480:MC07-0470 MC07-0480 MC07-0470 6 82 5 Open Cut

MC07 MC07-0490:MC07-0480 MC07-0490 MC07-0480 6 138 2 CMOM

MC07 MC07-0500:MC07-0470 MC07-0500 MC07-0470 6 360 4 Open Cut

MC07 MC07-0510:MC07-0450 MC07-0510 MC07-0450 6 179 4 Pipe Burst

MC07 MC07-0520:MC07-0510 MC07-0520 MC07-0510 6 334 4 Open Cut

MC07 MC07-0530:MC07-0520 MC07-0530 MC07-0520 6 301 5 Pipe Burst

MC07 MC07-0680:MC07-0670 MC07-0680 MC07-0670 6 54 No Defect CMOM

MC07 MC07-0690:MC07-0670 MC07-0690 MC07-0670 6 123 No Defect CMOM

MC07 MC07-0700:MC07-0690 MC07-0700 MC07-0690 6 186 3 CMOM

MC07 MC07-0710:MC07-0700 MC07-0710 MC07-0700 6 115 2 CMOM

MC07 MC07-0720:MC07-0710 MC07-0720 MC07-0710 6 283 3 CMOM

MC07 MC07-0740:MC07-0670 MC07-0740 MC07-0670 6 36 No Defect CMOM

MC07 MC07-0750:MC07-0740 MC07-0750 MC07-0740 6 196 2 CMOM

MC07 MC07-0760:MC07-0750 MC07-0760 MC07-0750 6 132 No Defect CMOM

MC07 MC07-0770:MC07-0760 MC07-0770 MC07-0760 6 35 2 CMOM

MC07 MC07-0780:MC07-0770 MC07-0780 MC07-0770 8 175 5 Open Cut

MC07 MC07-0790:MC07-0780 MC07-0790 MC07-0780 8 79 4 CIPP

MC07 MC07-0800:MC07-0790 MC07-0800 MC07-0790 8 190 3 CMOM

MC07 MC07-0810:MC07-0800 MC07-0810 MC07-0800 8 189 2 CMOM

MC07 MC07-0820:MC07-0810 MC07-0820 MC07-0810 8 189 4 CIPP

MC07 MC07-0828:MC07-0420 MC07-0828 MC07-0420 8 425 4 CIPP

MC07 MC07-0830:MC07-0828 MC07-0830 MC07-0828 8 19 3 CMOM

MC07 MC07-0840:MC07-0830 MC07-0840 MC07-0830 6 181 5 Pipe Burst

MC07 MC07-0860:MC07-0830 MC07-0860 MC07-0830 8 302 3 CMOM

MC07 MC07-0870:MC07-0860 MC07-0870 MC07-0860 8 156 3 CMOM

MC07 MC07-0880:MC07-0870 MC07-0880 MC07-0870 6 251 2 CMOM

MC07 MC07-0890:MC07-0870 MC07-0890 MC07-0870 6 188 4 Pipe Burst

MC07 MC07-0900:MC07-0870 MC07-0900 MC07-0870 8 205 2 CMOM

MC07 MC07-0910:MC07-0900 MC07-0910 MC07-0900 8 228 3 CMOM

MC07 MC07-0912:MC07-0910 MC07-0912 MC07-0910 8 33 No Defect CMOM

MC07 MC07-0920:MC07-0910 MC07-0920 MC07-0910 6 100 3 CMOM

MC07 MC07-0930:MC07-0920 MC07-0930 MC07-0920 6 218 5 Pipe Burst

MC07 MC07-0950:MC07-0945 MC07-0950 MC07-0945 8 139 3 CMOM

MC07 MC07-0960:MC07-0950 MC07-0960 MC07-0950 8 346 4 CIPP

MC07 MC07-0970:MC07-0950 MC07-0970 MC07-0950 6 312 5 Pipe Burst

MC07 MC07-0980:MC07-0970 MC07-0980 MC07-0970 6 244 5 Pipe Burst

MC07 MC07-0990:MC07-0970 MC07-0990 MC07-0970 6 339 5 Pipe Burst

MC07 MC07-1000:MC07-0950 MC07-1000 MC07-0950 6 250 3 CMOM

MC07 MC07-1010:MC07-1000 MC07-1010 MC07-1000 6 269 5 Point Repair

MC07 MC07-1020:MC07-1010 MC07-1020 MC07-1010 6 334 5 Open Cut

MC07 MC07-1030:MC07-1020 MC07-1030 MC07-1020 6 100 4 Pipe Burst

MC07 MC07-1040:MC07-1030 MC07-1040 MC07-1030 6 223 3 CMOM

MC07 MC07-1050:MC07-1050A MC07-1050 MC07-1050A 8 49 3 CMOM
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MC07 MC07-1050A:MC07-0912 MC07-1050A MC07-0912 8 318 3 CMOM

MC07 MC07-1060:MC07-1050 MC07-1060 MC07-1050 8 120 3 CMOM

MC07 MC07-1070:MC07-1060 MC07-1070 MC07-1060 6 274 4 Pipe Burst

MC07 MC07-1080:MC07-1060 MC07-1080 MC07-1060 8 90 3 CMOM

MC07 MC07-1150:MC07-1140 MC07-1150 MC07-1140 8 93 2 CMOM

MC07 MC07-1160:MC07-1150 MC07-1160 MC07-1150 8 248 4 Pipe Burst

MC07 MC07-1170:MC07-1160 MC07-1170 MC07-1160 8 240 5 CIPP

MC07 MC07-1180:MC07-1170 MC07-1180 MC07-1170 8 129 5 Open Cut

MC07 MC07-1190:MC07-1180 MC07-1190 MC07-1180 8 385 5 Open Cut

MC07 MC07-1200:MC07-1190 MC07-1200 MC07-1190 8 183 No Defect CMOM

MC07 MC07-1210:MC07-1170 MC07-1210 MC07-1170 8 243 4 Pipe Burst

MC07 MC07-1220:MC07-1210 MC07-1220 MC07-1210 8 160 2 CMOM

MC07 MC07-1230:MC07-1220 MC07-1230 MC07-1220 6 130 4 Pipe Burst

MC07 MC07-1240:MC07-1230 MC07-1240 MC07-1230 6 173 2 CMOM

MC07 MC07-1280:MC07-1270 MC07-1280 MC07-1270 8 192 4 Point Repair

MC07 MC07-1290:MC07-1280 MC07-1290 MC07-1280 8 101 3 CMOM

MC07 MC07-1300:MC07-1290 MC07-1300 MC07-1290 8 190 5 Pipe Burst

MC07 MC07-1310:MC07-1300 MC07-1310 MC07-1300 6 168 3 CMOM

MC07 MC07-1330:MC07-1320 MC07-1330 MC07-1320 6 211 5 Open Cut

MC07 MC07-1340:MC07-1330 MC07-1340 MC07-1330 6 231 5 Pipe Burst

MC07 MC07-1350:MC07-1300 MC07-1350 MC07-1300 8 87 4 Pipe Burst

MC07 MC07-1400:MC07-1390 MC07-1400 MC07-1390 8 82 5 Pipe Burst

MC07 MC07-1410:MC07-1400 MC07-1410 MC07-1400 8 374 5 Open Cut

MC07 MC07-1430:MC07-1420 MC07-1430 MC07-1420 6 279 5 Pipe Burst

MC07 MC07-1440:MC07-1290 MC07-1440 MC07-1290 6 213 5 Open Cut

MC07 MC07-1450:MC07-1440 MC07-1450 MC07-1440 6 108 5 Open Cut

MC07 MC07-1470:MC07-1460 MC07-1470 MC07-1460 6 267 5 Open Cut

MC07 MC07-1500:MC07-1490 MC07-1500 MC07-1490 6 152 2 CMOM

MC07 MC07-1510:MC07-1500 MC07-1510 MC07-1500 6 248 5 Pipe Burst

MC07 MC07-1520:MC07-1500 MC07-1520 MC07-1500 6 171 5 Open Cut

MC07 MC07-1530:MC07-1520 MC07-1530 MC07-1520 6 286 5 Open Cut

MC07 MC07-2230:MC07-0030 MC07-2230 MC07-0030 15 40 4 CIPP

MC07 MC07-2240:MC07-2230 MC07-2240 MC07-2230 8 50 No Defect CMOM

MC07 MC07-2250:MC07-2240 MC07-2250 MC07-2240 8 159 No Defect CMOM

MC07 MC07-2260:MC07-2250 MC07-2260 MC07-2250 8 342 3 CMOM

MC07 MC07-2270:MC07-2260 MC07-2270 MC07-2260 8 127 No Defect CMOM

MC07 MC07-2280:MC07-2270 MC07-2280 MC07-2270 8 220 No Defect CMOM

MC07 MC07-2290:MC07-2280 MC07-2290 MC07-2280 8 188 No Defect CMOM

MC07 MC07-2300:MC07-0260 MC07-2300 MC07-0260 10 19 3 CMOM

MC07 MC07-2310:MC07-2300 MC07-2310 MC07-2300 8 277 No Defect CMOM

MC08 MC08-0010:MC07-2230 MC08-0010 MC07-2230 12 461 No Defect CMOM

MC08 MC08-0015:MC08-0010 MC08-0015 MC08-0010 12 365 2 CMOM

MC08 MC08-0030:MC08-0020 MC08-0030 MC08-0020 12 445 3 CMOM

MC08 MC08-0040:MC08-0030 MC08-0040 MC08-0030 12 95 3 CMOM

MC08 MC08-0050:MC08-0040 MC08-0050 MC08-0040 8 400 3 CMOM

MC08 MC08-0060:MC08-0050 MC08-0060 MC08-0050 8 357 3 CMOM

MC08 MC08-0070:MC08-0040 MC08-0070 MC08-0040 12 345 3 CMOM

MC08 MC08-0075:MC08-0070 MC08-0075 MC08-0070 12 421 4 CIPP

MC08 MC08-0078:MC08-0075 MC08-0078 MC08-0075 15 191 3 CMOM

MC08 MC08-0078A:MC08-0078 MC08-0078A MC08-0078 15 11 No Defect CMOM

MC08 MC08-0080:MC08-0075 MC08-0080 MC08-0075 12 21 3 CMOM

MC08 MC08-0085:MC08-0080 MC08-0085 MC08-0080 8 154 3 CMOM

MC08 MC08-0090:MC08-0085 MC08-0090 MC08-0085 8 287 4 CIPP

MC08 MC08-0100:MC08-0090 MC08-0100 MC08-0090 8 439 4 CIPP

MC08 MC08-0110:MC08-0100 MC08-0110 MC08-0100 8 440 5 Pipe Burst
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FOG Generator Information 
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HAULER NAME PHYSICAL ADDRESS CITY, STATE, ZIP PERMIT NO PERMIT DATE

BROOKS GREASE SERVICE, INC. 1320 RIVER ST BENTON,AR,72015 FOGH0003 12/15/2017

DARLING INGREDIENTS, INC. DBA DARPRO SOLUTIONS 4611 THIBAULT RD LITTLE ROCK,AR,72206 FOGH0005 3/27/2018

DRAIN MASTERS, INC. 106 W FOLSOM BLVD POCOLA,OK,74902 FOGH0004 1/18/2018

LIQUID ENVIRONMENTAL SOLUTIONS 15100 ROCKBRIDGE RD LITTLE ROCK,AR,72206 FOGH0005 3/27/2018

MOSES PLUMBING DBA JERRY'S DRAIN SERVICE 4756 KIBLER RD VAN BUREN,AR,72956 FOGH0002 12/15/2017

LEAK NOT, INC. DBA WESTARK PLUMBING 3117 WACO ST FORT SMITH,AR,72903 FOGH0001 12/15/2017

ADVANCED MICROBIAL SOLUTIONS 5738 S. 116TH W. AVE SAND SPRINGS,OK,74063 FOGH0007 5/21/2018

PRO ROOTER 7900 BALL RD FORT SMITH,AR,72908 FOGH0008 9/25/2018
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Attachment 5 

Root Control Program 
	  





   

	

	

Attachment 6 

2018 Sanitary Sewer Overflow Events    













 2018 Sanitary Sewer Overflow Events

SSO ID Start Date Start Time End Date End Time Address Pipe Description Structure ID Gallons Spilled Source 1 Source 2 Cause 1    Cause 2 Initial Action Initial Cleanup  SSO Impact OEHC OEEI NEAH EFK Public Notice Receiving Water

18-0251 09/13/2018 2:52 PM 09/13/2018 4:15 PM 3306  S  98 St RB01-0650 to RB01-0640 83 Service Line Line Break Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0257 * 09/20/2018 9:40 AM 09/20/2018 6:28 PM 611    Martin Dr CS01-0210 to CS01-0200 5,280 Main Line Line Break None Indicated, Scheduled 
Cleanup,Disinfection 
Performed

Receving Water (Riv, Str) No No Yes No No Mill Creek to Poteau 
River

18-0261 09/25/2018 8:38 AM 09/25/2018 8:40 AM 3321  S  74 St M005-1500 to M005-0445 2 Service Line Other Jet Clean, No Cleanup 
Performed,Disinfection 
Performed

Basement Backup No No Yes No No Not Applicable

18-0263 09/25/2018 9:22 AM 09/25/2018 9:45 AM 520  N  47 St S006-0940 to S006-0935 S006-0940 345 Manhole Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Receving Water (Riv, Str) No No Yes No No City of Fort Smith to 
Arkansas River

18-0264 09/25/2018 9:35 AM 09/25/2018 9:45 AM 530  N  47 St S006-0940 to S006-0935 50 Service Line Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Receving Water (Riv, Str) No No Yes No No City of Fort Smith to 
Arkansas River

18-0266 09/27/2018 9:28 AM 09/27/2018 9:41 AM 3000  S  O St P009-0195 to P009-0190 13 Service Line Roots Line Break Jet Clean,Repair No Cleanup Performed,No 
Disinfection Performed

Basement Backup No No Yes No No Not Applicable

18-0267 09/28/2018 2:58 PM 09/28/2018 4:59 PM 7101    Hwy 271  CS01-1540 to CS01-1530 CS01-1540 605 Manhole Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Receving Water (Riv, Str) No No Yes No No Mill Creek to Poteau 
River

18-0268 09/28/2018 2:21 PM 09/28/2018 11:02 PM 1    Essex Pl Z005-0790 to Z005-0780 1,042 Main Line Roots Line Break Repair, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0269 09/30/2018 12:04 PM 09/30/2018 5:00 PM 2101    Ramsgate Way Z008-0470 to Z008-0350 Z008-0470 4,440 Manhole Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Receving Water (Riv, Str) No No Yes No No Mill Creek to Poteau 
River

18-0270 10/01/2018 8:44 AM 10/01/2018 10:44 AM 9908    Wellington Way Z007-0540 to Z007-0530 Z007-0540 1,210 Manhole Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Receving Water (Riv, Str) No No Yes No No Mill Creek to Poteau 
River

18-0273 * 10/03/2018 10:30 AM 10/03/2018 12:05 PM   S  R St MC01-0080 to MC01-0070 4,750 Main Line Roots Repair, Scheduled 
Cleanup,Disinfection 
Performed

Receving Water (Riv, Str) No No Yes No No Mill Creek to Poteau 
River

18-0276 10/04/2018 10:07 AM 10/04/2018 12:40 PM 3805    Midland Blvd FL02-1100 to FL02-1090 765 Main Line Line Break Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Receving Water (Riv, Str) No No Yes No No City of Fort Smith to 
Arkansas River

18-0277 10/05/2018 10:04 AM 10/05/2018 10:05 AM 5200  S  32 St M002-1400 to M002-1390 M002-1400 1 Manhole Construction None Indicated, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0278 * 10/05/2018 8:27 AM 10/05/2018 12:59 PM 3314  S  39 St P009-2420 to P009-2410 273 Main Line Line Break Repair, Scheduled Cleanup,No 
Disinfection Performed

Public Land (Ground) No No Yes No No Not Applicable

18-0280 * 10/07/2018 8:00 AM 10/07/2018 11:40 AM 5617    Plum St PL01-0050 to PL01-0040 PL01-0050 5,500 Manhole Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Receving Water (Riv, Str) No No Yes No No City of Fort Smith to 
Arkansas River

18-0282 10/08/2018 3:47 PM 10/08/2018 4:35 PM 3115  N  26 St P001-1650 to P001-1640 144 Service Line Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Public Land (Ground) No No Yes No No Not Applicable

18-0284 * 10/12/2018 3:14 PM 10/12/2018 3:20 PM 1419    Towson Ave MC02-0260 to MC02-0250 25 Service Line Line Break Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0285 * 10/12/2018 12:42 PM 10/12/2018 3:59 PM 3900  S  33 St MC07-1520 to MC07-1500 198 Service Line Roots Line Break Jet Clean, Scheduled Cleanup,No 
Disinfection Performed

Receving Water (Riv, Str) No No Yes No No Mill Creek to Poteau 
River

18-0287 10/15/2018 9:51 AM 10/15/2018 10:30 AM 3415    Birnie Ave S008-2050 to S008-2030 117 Service Line Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0288 10/15/2018 2:36 PM 10/15/2018 3:14 PM 4619  S  Q St S003-1660 to S003-1650 39 Service Line Roots Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0293 10/17/2018 10:30 AM 10/17/2018 10:40 AM 4217    Yorkshire Dr S009-0070 to S009-0050 S009-0070 10 Manhole Other Repair, No Cleanup Performed,No 
Disinfection Performed

Receving Water (Riv, Str) No No Yes No No City of Fort Smith to 
Arkansas River

18-0296 10/19/2018 2:50 PM 10/20/2018 10:10 AM 12920    Brittany Dr FC02-0860 to FC02-0850 FC02-0860 58,500 Manhole Rainfall None Required, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0298 10/20/2018 3:51 PM 10/20/2018 5:20 PM 4908    Arlington Ave FL02-1050 to FL02-1030 445 Service Line Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Receving Water (Riv, Str) No No Yes No No City of Fort Smith to 
Arkansas River

18-0299 10/20/2018 8:23 PM 10/20/2018 9:14 PM 2301  N  34 St S008-1256 to S008-1254 S008-1256 520 Manhole Roots Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0301 * 10/21/2018 7:29 AM 10/21/2018 2:50 PM 1400  N  39 St P007-1504 to P007-1500 P007-1504 2,205 Manhole Roots Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0302 10/23/2018 10:15 AM 10/23/2018 11:29 AM 3101  S  100 St RB01-0130 to RB01-0100 75 Service Line Roots Jet Clean, No Cleanup Performed,No 
Disinfection Performed

Basement Backup No No Yes No No Not Applicable

18-0304 10/26/2018 7:39 PM 10/26/2018 9:14 PM 1299  S  Waldron Rd S003-0795 to S003-0790 S003-0795 480 Manhole Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Public Land (Ground) No No Yes No No Not Applicable

18-0308 10/31/2018 1:36 PM 11/01/2018 6:22 PM 12920    Brittany Dr FC02-0860 to FC02-0850 FC02-0850 517,800 Manhole Rainfall None Indicated, Scheduled 
Cleanup,Disinfection 
Performed

Receving Water (Riv, Str) No No Yes No No Upper Little Vache 
Grasse Creek
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 2018 Sanitary Sewer Overflow Events

SSO ID Start Date Start Time End Date End Time Address Pipe Description Structure ID Gallons Spilled Source 1 Source 2 Cause 1    Cause 2 Initial Action Initial Cleanup  SSO Impact OEHC OEEI NEAH EFK Public Notice Receiving Water

18-0310 11/01/2018 10:34 AM 11/01/2018 11:55 AM 9801    Jenny Lind Rd Z005-0720 to Z005-0710 405 Service Line Line Break Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0311 * 11/01/2018 4:38 PM 11/02/2018 2:00 AM 1103  N  46 St S006-0610 to S006-0600 562 Service Line Line Break Jet Clean,Repair Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0312 11/01/2018 5:15 PM 11/02/2018 2:00 AM 1102  N  45 St S006-0610 to S006-0600 525 Service Line Line Break Jet Clean,Repair Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0313 * 11/05/2018 7:48 AM 11/05/2018 12:20 PM 100    Georgetown Ln Z006-0930 to Z006-0920 Z006-0930 5,440 Manhole Line Break Jet Clean,Repair Scheduled Cleanup,No 
Disinfection Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0314 11/05/2018 2:45 PM 11/05/2018 6:10 PM 2814    Reeder St P008-2370 to P008-2366 205 Service Line Roots Jet Clean, No Cleanup 
Performed,Disinfection 
Performed

Basement Backup No No Yes No No Not Applicable

18-0315 11/06/2018 8:20 AM 11/06/2018 8:31 AM 2814    Reeder St P008-2370 to P008-2366 11 Service Line Debris Jet Clean, No Cleanup 
Performed,Disinfection 
Performed

Basement Backup No No Yes No No Not Applicable

18-0316 11/06/2018 1:26 PM 11/06/2018 2:11 PM 101    Cindy Cir CS01-0290 to CS01-0280 45 Service Line Roots Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0319 11/11/2018 9:36 AM 11/11/2018 11:05 AM 8640    Rogers Ave M004-0540 to M004-0530 M004-0540 712 Manhole Grease Debris Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0320 11/12/2018 7:05 PM 11/12/2018 9:55 PM 9424    Belhaven View  Z005-1070 to Z005-1050 Z005-1070 1,700 Manhole Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0321 * 11/14/2018 8:55 AM 11/14/2018 10:30 AM 1800  N  M St P005-0860 to P005-0850 95 Service Line Line Break Jet Clean,Repair Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0322 11/15/2018 4:58 PM 11/15/2018 6:30 PM 3301    Fresno St MC05-3710 to MC05-3690 460 Service Line Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0323 11/16/2018 8:19 AM 11/16/2018 10:30 AM 2100  N  31 St S008-1350 to S008-1320 131 Service Line Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Receving Water (Riv, Str) No No Yes No No City of Fort Smith to 
Arkansas River

18-0324 11/16/2018 8:15 AM 11/16/2018 9:14 AM 3020    Enid St MC05-3660 to MC05-3650 MC05-3660 600 Manhole Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Receving Water (Riv, Str) No No Yes No No Mill Creek to Poteau 
River

18-0325 11/16/2018 9:20 AM 11/16/2018 9:22 AM 3000    Enid St MC05-3650 to MC05-3645 MC05-3650 2 Manhole Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0327 * 11/19/2018 10:07 AM 11/19/2018 6:14 PM 5022  S  33 St Z001-2960 to Z001-2920 2,440 Service Line Line Break Repair, No Cleanup Performed,No 
Disinfection Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0328 11/19/2018 1:25 PM 11/19/2018 2:15 PM 3700    Cliff Dr M006-1230 to M006-1220 100 Service Line Debris Removed Debris, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0332 11/21/2018 10:07 AM 11/21/2018 10:17 AM 3900  S  33 St MC07-1520 to MC07-1500 10 Service Line Debris Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0336 11/29/2018 9:24 AM 11/29/2018 9:30 AM 2610  N  41 St S009-1320 to S009-1310 12 Service Line Other Jet Clean, No Cleanup Performed,No 
Disinfection Performed

Basement Backup No No Yes No No Not Applicable

18-0337 11/29/2018 9:24 AM 11/29/2018 9:30 AM 2614  N  41 St S009-1320 to S009-1310 12 Service Line Other Jet Clean, No Cleanup Performed,No 
Disinfection Performed

Basement Backup No No Yes No No Not Applicable

18-0338 11/29/2018 4:57 PM 11/29/2018 6:10 PM 3616    Park Ave P008-1810 to P008-1800 365 Main Line Roots Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0341 * 12/03/2018 1:40 PM 12/04/2018 9:35 AM 6301    Grand Ave S002-2010 to S002-0750 5,975 Service Line Debris Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Public Land (Ground) No No Yes No No Not Applicable

18-0342 12/04/2018 3:45 PM 12/04/2018 5:55 PM 1401  N  50 St S007-1330 to S007-1300 130 Service Line Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0344 12/05/2018 10:16 AM 12/05/2018 11:15 AM 6308    Boston St M007-0420 to M007-0410 295 Service Line Roots Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No Yes Not Applicable

18-0346 12/07/2018 8:40 AM 12/07/2018 11:15 AM 2815    Pendell Ln P009-0260 to P009-0250 155 Service Line Roots None Indicated, Scheduled 
Cleanup,Disinfection 
Performed

Public Land (Ground) No No Yes No Yes Not Applicable

18-0347 12/08/2018 3:55 PM 12/08/2018 5:50 PM 2400    Jackson St MC05-0950 to MC05-0940 115 Service Line Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No Yes Not Applicable

18-0349 12/08/2018 9:47 PM 12/09/2018 11:45 AM 3214  N  O St P005-0650 to P005-0630 838 Service Line Debris Jet Clean, Immediate 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0351 12/11/2018 12:50 PM 12/11/2018 1:44 PM 611  N  T St P003-1280 to P003-1270 55 Service Line Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No Yes Not Applicable

18-0355 12/13/2018 11:00 AM 12/13/2018 3:30 PM 5200    Kelley Hwy S005-0510 to S005-0500 S005-0510 27,000 Manhole Rainfall None Required, Immediate 
Cleanup,Disinfection 
Performed

Receving Water (Riv, Str) No No Yes No No City of Fort Smith to 
Arkansas River
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 2018 Sanitary Sewer Overflow Events

SSO ID Start Date Start Time End Date End Time Address Pipe Description Structure ID Gallons Spilled Source 1 Source 2 Cause 1    Cause 2 Initial Action Initial Cleanup  SSO Impact OEHC OEEI NEAH EFK Public Notice Receiving Water

18-0356 12/13/2018 1:30 PM 12/16/2018 10:15 AM 12920    Brittany Dr FC02-0860 to FC02-0850 FC02-0860 206,250 Manhole Rainfall None Indicated, Scheduled 
Cleanup,Disinfection 
Performed

Receving Water (Riv, Str) No No Yes No No Upper Little Vache 
Grasse Creek

18-0357 12/15/2018 9:51 AM 12/15/2018 11:00 AM 3916    Fresno St P009-2610 to P009-2580 345 Service Line Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0358 12/15/2018 10:59 AM 12/16/2018 9:59 AM 6015    Boys Club Ln Z001-0460 to Z001-0770 Z001-0460 137,900 Manhole Rainfall Other None Required, Scheduled 
Cleanup,Disinfection 
Performed

Receving Water (Riv, Str) No No Yes No No Mill Creek to Poteau 
River

18-0359 12/15/2018 10:59 AM 12/16/2018 9:59 AM 6015    Boys Club Ln Z001-0770 to Z001-0760 Z001-0770 68,950 Manhole Rainfall Other None Required, Scheduled 
Cleanup,Disinfection 
Performed

Receving Water (Riv, Str) No No Yes No No Mill Creek to Poteau 
River

18-0360 12/15/2018 10:59 AM 12/16/2018 9:59 AM 6015    Boys Club Ln Z001-0758 to Z001-0756 Z001-0758 68,950 Manhole Rainfall Other None Required, Scheduled 
Cleanup,Disinfection 
Performed

Receving Water (Riv, Str) No No Yes No No Mill Creek to Poteau 
River

18-0361 12/16/2018 6:51 PM 12/16/2018 11:10 PM 4702  N  M St S007-1520 to S007-1510 516 Service Line Line Break Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No No Not Applicable

18-0363 12/17/2018 2:17 PM 12/17/2018 2:50 PM 3108  S  80 St M004-1035 to M004-1030 M004-1035 330 Manhole Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Public Land (Ground) No No Yes No Yes Not Applicable

18-0365 12/19/2018 5:16 PM 12/19/2018 7:10 PM 2123  N  57 Ln S005-1060 to S005-1050 114 Service Line Debris Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No Yes Not Applicable

18-0366 12/20/2018 11:23 AM 12/20/2018 12:50 PM 909    Belmont St CS01-1070 to CS01-1050 CS01-1070 870 Manhole Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Receving Water (Riv, Str) No No Yes No Yes Mill Creek to Poteau 
River

18-0369 12/25/2018 12:10 PM 12/25/2018 1:15 PM 2116  S  70 St RL01-1280 to RL01-1260 RL01-1280 65 Manhole Grease Jet Clean, No Cleanup Performed,No 
Disinfection Performed

Private PPTY (Ground) No No Yes No Yes Not Applicable

18-0370 12/26/2018 12:39 PM 12/26/2018 1:15 PM 9424    Belhaven View  Z005-1070 to Z005-1050 Z005-1070 360 Manhole Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No Yes Not Applicable

18-0371 12/26/2018 12:59 PM 12/26/2018 2:40 PM 8311    Cypress Ave Z006-1480 to Z006-1470 101 Service Line Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No Yes Not Applicable

18-0374 12/26/2018 9:18 PM 12/26/2018 11:29 PM 2101  S  70 St RL01-1260 to RL01-1250 132 Service Line Grease Jet Clean, No Cleanup Performed,No 
Disinfection Performed

Basement Backup No No Yes No No Not Applicable

18-0375 12/27/2018 1:23 AM 12/27/2018 3:20 AM 3204  S  58 St M007-1670 to M007-1660 117 Service Line Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No Yes Not Applicable

18-0376 12/27/2018 8:13 AM 12/27/2018 5:29 PM 1801    Old Greenwood Rd P009-0200 to P009-0165 P009-0200 13,925 Manhole Rainfall None Required, Scheduled Cleanup,No 
Disinfection Performed

Receving Water (Riv, Str) No No Yes No Yes City of Fort Smith to 
Arkansas River

18-0377 12/27/2018 6:12 AM 12/27/2018 8:20 PM 9716    Thistle Ct Z004-1290 to Z004-1280 848 Service Line Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No Yes Not Applicable

18-0378 12/27/2018 9:10 AM 12/28/2018 2:40 PM 12920    Brittany Dr FC02-0860 to FC02-0850 FC02-0860 88,500 Manhole Rainfall None Required, Scheduled Cleanup,No 
Disinfection Performed

Receving Water (Riv, Str) No No Yes No No Upper Little Vache 
Grasse Creek

18-0379 12/27/2018 8:27 AM 12/27/2018 7:30 PM 1916  S  W St P006-1130 to P006-1120 3,315 Service Line Rainfall Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No Yes Not Applicable

18-0380 12/27/2018 9:31 AM 12/27/2018 7:20 PM 2211  S  N St P006-0510 to P006-0500 590 Service Line Rainfall None Required, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No Yes Not Applicable

18-0381 12/27/2018 7:45 AM 12/27/2018 9:59 AM   S  56 St S004-1140 to S004-1130 S004-1140 1,350 Manhole Rainfall None Required, Scheduled Cleanup,No 
Disinfection Performed

Receving Water (Riv, Str) No No Yes No No City of Fort Smith to 
Arkansas River

18-0382 12/27/2018 8:00 AM 12/27/2018 8:53 PM 9908    Wellington Way Z007-0530 to Z007-0490 Z007-0530 7,730 Manhole Grease Jet Clean, Scheduled Cleanup,No 
Disinfection Performed

Private PPTY (Ground) No No Yes No Yes Not Applicable

18-0384 12/28/2018 11:46 AM 12/28/2018 3:20 PM 0  N  53 St S005-0410 to S005-0400 S005-0410 5,350 Manhole Grease Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Receving Water (Riv, Str) No No Yes No Yes City of Fort Smith to 
Arkansas River

18-0385 12/28/2018 12:30 PM 12/28/2018 2:00 PM 3415    Birnie Ave S008-2060 to S008-2050 90 Service Line Debris Jet Clean, Scheduled 
Cleanup,Disinfection 
Performed

Private PPTY (Ground) No No Yes No Yes Not Applicable

Total 216

* Indicates SSO that was remediated through City crew repair work
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Attachment 7 

2016, 2017 and 2018 Reoccurring Sanitary Sewer Overflow 
Events and Activities   



SSO ID Start Date
Start 
Time End Date End Time Address Pipe Description Structure ID

Gallons 
Spilled Source 1 Source 2 Cause 1    Cause 2 Initial Action Initial Action 2 SSO Impact OEHC OEEI NEAH EFK Receiving Water

CS01-0290 to CS01-0280

17-0028 01/25/2017 1:55 PM 01/25/2017 2:40 PM 101    Cindy Cir CS01-0290 to CS01-0280 225 Cleanout Grease Power Jet Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

17-0089 03/08/2017 11:03 AM 03/08/2017 12:10 PM 101    Cindy Cir CS01-0290 to CS01-0280 496 Cleanout Grease Jet Clean Scheduled Cleanup Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

17-0332 11/06/2017 11:06 AM 11/07/2017 12:14 PM 101    Cindy Cir CS01-0290 to CS01-0280 2,367 Service Line Grease Jet Clean Scheduled Cleanup Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

18-0316 11/06/2018 1:26 PM 11/06/2018 2:11 PM 101    Cindy Cir CS01-0290 to CS01-0280 45 Service Line Roots Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

FC02-0860

18-0296 10/19/2018 2:50 PM 10/20/2018 10:10 AM 12920    Brittany Dr FC02-0860 to FC02-0850 FC02-0860 58,500 Manhole Rainfall None Required Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

18-0356 12/13/2018 1:30 PM 12/16/2018 10:15 AM 12920    Brittany Dr FC02-0860 to FC02-0850 FC02-0860 206,250 Manhole Rainfall None Indicated Scheduled Cleanup Receving Water (Riv, Str) No No Yes No Upper Little Vache Grasse 
Creek

18-0378 12/27/2018 9:10 AM 12/28/2018 2:40 PM 12920    Brittany Dr FC02-0860 to FC02-0850 FC02-0860 88,500 Manhole Rainfall None Required Scheduled Cleanup Receving Water (Riv, Str) No No Yes No Upper Little Vache Grasse 
Creek

FL01-2381 to FL01-2380 **

17-0161 05/02/2017 8:11 AM 05/02/2017 10:05 AM 3109    Willow St FL01-2381 to FL01-2380 114 Cleanout Roots None Indicated Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

17-0218 06/26/2017 8:49 AM 06/26/2017 9:50 AM 3109    Willow St FL01-2381 to FL01-2380 100 Cleanout Grease Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

17-0255 08/09/2017 8:20 AM 08/09/2017 8:50 AM 3109    Willow St FL01-2381 to FL01-2380 30 Service Line Grease Power Jet Immediate Cleanup Private PPTY (Ground) No No Yes No Not Applicable

17-0301 10/09/2017 1:36 PM 10/09/2017 3:59 PM 3109    Willow St FL01-2381 to FL01-2380 144 Service Line Grease Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

17-0303 10/10/2017 9:50 AM 10/10/2017 10:40 AM 3109    Willow St FL01-2381 to FL01-2380 50 Service Line Grease Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

FL02-0640 to FL02-0630

16-0274 09/01/2016 8:25 AM 09/01/2016 9:20 AM 4601    Arlington Ave FL02-0640 to FL02-0630 275 Cleanout Grease Power Rod Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No City of Fort Smith to 
Arkansas River

16-0336 11/27/2016 4:15 PM 11/28/2016 1:53 AM 4703    Arlington Ave FL02-0640 to FL02-0630 6,380 Cleanout Line Break Power Rod Disinfected & Deodorized Private PPTY (Ground) No No Yes No Not Applicable

16-0337 11/27/2016 6:26 PM 11/28/2016 1:53 AM 4611    Arlington Ave FL02-0640 to FL02-0630 4,470 Cleanout Line Break Power Jet Disinfected & Deodorized Private PPTY (Ground) No No Yes No Not Applicable

HP01-0050

16-0188 04/28/2016 5:29 PM 04/28/2016 8:20 PM 10800    Hunters Point Rd HP01-0050 to HP01-0020 HP01-0050 1,690 Manhole Roots Power Jet Disinfected & Deodorized Private PPTY (Ground) No No Yes No Not Applicable

17-0267 08/18/2017 5:53 PM 08/18/2017 8:29 PM 10800    Hunters Point Rd HP01-0050 to HP01-0020 HP01-0050 1,570 Manhole Grease Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

M001-0700 *

16-0006 01/09/2016 10:55 AM 01/09/2016 12:59 PM 9600    Apple Gate Dr M001-0700 to M001-0680 M001-0700 625 Manhole Grease Power Jet Disinfected & Deodorized Private PPTY (Ground) No No Yes No Not Applicable

16-0313 11/06/2016 10:47 AM 11/06/2016 12:28 PM 9600    Apple Gate Dr M001-0700 to M001-0680 M001-0700 600 Manhole Roots Grease Power Rod Disinfected & Deodorized Public Land (Ground) No No Yes No Not Applicable

17-0018 01/16/2017 2:00 PM 01/16/2017 6:00 PM 9600    Apple Gate Dr M001-0700 to M001-0680 M001-0700 2,400 Manhole Roots Power Rod Scheduled Cleanup Receving Water (Riv, Str) No No Yes No Massard Creek

M004-1035

16-0064 02/16/2016 11:20 AM 02/16/2016 12:10 PM 3108  S  80 St M004-1035 to M004-1030 M004-1035 50 Manhole Grease Power Rod Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No Massard Creek

18-0363 12/17/2018 2:17 PM 12/17/2018 2:50 PM 3108  S  80 St M004-1035 to M004-1030 M004-1035 330 Manhole Grease Jet Clean Scheduled Cleanup Public Land (Ground) No No Yes No Not Applicable

2016 - 2018 Reocurring Sanitary Sewer Overflows Report
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M004-1060

16-0220 06/14/2016 10:24 AM 06/14/2016 10:50 AM 8204    Adam Dr M004-1060 to M004-1050 M004-1060 260 Manhole Roots Power Rod Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No Massard Creek

17-0250 08/04/2017 7:18 PM 08/04/2017 8:15 PM 8204    Adam Dr M004-1060 to M004-1050 M004-1060 1,140 Manhole Grease Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

M007-1670 to M007-1660

17-0071 02/26/2017 1:43 PM 02/26/2017 3:29 PM 3204  S  58 St M007-1670 to M007-1660 174 Cleanout Grease Power Jet Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

18-0375 12/27/2018 1:23 AM 12/27/2018 3:20 AM 3204  S  58 St M007-1670 to M007-1660 117 Service Line Grease Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

MC02-0910

17-0079 03/05/2017 1:20 PM 03/05/2017 3:00 PM 1811  S  16 St MC02-0910 to MC02-0905 MC02-0910 2,000 Manhole Grease Power Jet Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

17-0300 10/09/2017 9:14 AM 10/09/2017 3:30 PM 1815  S  16 St MC02-0910 to MC02-0905 MC02-0910 11,250 Manhole Grease Debris Jet Clean Scheduled Cleanup Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

18-0243 08/28/2018 1:25 PM 08/28/2018 3:25 PM 1815  S  16 St MC02-0910 to MC02-0905 MC02-0910 6,000 Manhole Grease Jet Clean Scheduled Cleanup Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

MC05-2170 **

17-0148 04/24/2017 9:00 AM 04/24/2017 10:40 AM 2405    Gary St MC05-2170 to MC05-4960 MC05-2170 500 Manhole Roots Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

17-0150 04/26/2017 8:39 AM 04/26/2017 9:30 PM 2405    Gary St MC05-2170 to MC05-4960 MC05-2170 173,475 Manhole Debris Power Rod Scheduled Cleanup Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

MC05-2240 *

18-0117 04/23/2018 7:34 PM 04/23/2018 10:10 PM 2408    Houston St MC05-2240 to MC05-2210 MC05-2240 780 Manhole Roots Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

18-0119 04/24/2018 12:10 PM 04/24/2018 3:10 PM 2408    Houston St MC05-2240 to MC05-2210 MC05-2240 900 Manhole Roots Power Rod Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

MC05-2580

16-0248 07/26/2016 6:30 PM 07/26/2016 8:10 PM 2700    Houston St MC05-2580 to MC05-2570 MC05-2580 200 Manhole Grease Power Jet Disinfected & Deodorized Public Land (Ground) No No Yes No Not Applicable

16-0267 08/22/2016 4:15 PM 08/22/2016 8:10 PM 2700    Houston St MC05-2580 to MC05-2570 MC05-2580 2,350 Manhole Line Break Power Rod Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

MC05-3120 to MC05-3110

16-0098 03/05/2016 7:50 AM 03/05/2016 9:45 AM 3701  S  32 Cir MC05-3120 to MC05-3110 575 Cleanout Debris Power Jet Disinfected & Deodorized Private PPTY (Ground) No No Yes No Not Applicable

17-0237 07/18/2017 4:19 PM 07/18/2017 6:40 PM 3701  S  32 St MC05-3120 to MC05-3110 423 Service Line Debris Power Jet Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

MC05-3180 to MC05-3160 ** 1

17-0082 03/07/2017 8:55 AM 03/07/2017 9:55 AM 3132    Ionia St MC05-3180 to MC05-3160 180 Cleanout Grease Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

17-0086 03/08/2017 8:13 AM 03/08/2017 8:45 AM 3132    Ionia St MC05-3180 to MC05-3160 160 Cleanout Grease Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

MC05-3340

16-0069 02/18/2016 9:36 AM 02/18/2016 9:50 AM 2600    Dallas Cir MC05-3340 to MC05-3330 MC05-3340 28 Manhole Grease Power Rod Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

17-0220 06/27/2017 7:53 AM 06/27/2017 9:38 AM 2600    Dallas Cir MC05-3340 to MC05-3330 MC05-3340 105 Manhole Grease Power Rod Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable
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MC06-2100

16-0028 01/21/2016 7:40 PM 01/21/2016 8:41 PM 4112  S  16 St MC06-2100 to MC06-2090 MC06-2100 300 Manhole Grease Power Jet Disinfected & Deodorized Private PPTY (Ground) No No Yes No Not Applicable

16-0262 08/16/2016 8:43 PM 08/16/2016 9:59 PM 4112  S  16 St MC06-2100 to MC06-2090 MC06-2100 78 Manhole Grease Power Jet Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

17-0046 02/07/2017 12:30 PM 02/07/2017 1:44 PM 4112  S  16 St MC06-2100 to MC06-2090 MC06-2100 375 Manhole Grease Power Jet Scheduled Cleanup Public Land (Ground) No No Yes No Not Applicable

MC07-0200 to MC07-0190

16-0100 03/05/2016 9:30 PM 03/05/2016 10:44 PM 4400  S  21 St MC07-0200 to MC07-0190 375 Cleanout Grease Power Jet Disinfected & Deodorized Private PPTY (Ground) No No Yes No Not Applicable

17-0126 04/07/2017 8:46 AM 04/07/2017 10:40 AM 4400  S  21 St MC07-0200 to MC07-0190 570 Cleanout Grease Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

MC07-0890 to MC07-0870 **

17-0034 01/31/2017 8:02 AM 01/31/2017 9:05 AM 4616  S  27 St MC07-0890 to MC07-0870 315 Cleanout Roots Power Jet Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

17-0072 02/27/2017 11:31 AM 02/27/2017 1:25 PM 4616  S  27 St MC07-0890 to MC07-0870 570 Cleanout Roots Power Jet Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

17-0109 03/23/2017 8:19 AM 03/23/2017 9:50 AM 4616  S  27 St MC07-0890 to MC07-0870 91 Cleanout Grease Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

MC07-1520 to MC07-1500 *

18-0285 10/12/2018 12:42 PM 10/12/2018 3:59 PM 3900  S  33 St MC07-1520 to MC07-1500 198 Service Line Roots Line Break Jet Clean Scheduled Cleanup Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

18-0332 11/21/2018 10:07 AM 11/21/2018 10:17 AM 3900  S  33 St MC07-1520 to MC07-1500 10 Service Line Debris Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

MC07-1590 **

16-0249 07/26/2016 2:43 PM 07/26/2016 6:20 PM 3100    Jackson St MC07-1590 to MC07-1580 MC07-1590 5,000 Manhole Roots Grease Power Rod Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

17-0083 03/07/2017 8:53 AM 03/07/2017 11:45 AM 3018    Jackson St MC07-1590 to MC07-1580 MC07-1590 860 Manhole Roots Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

17-0239 07/22/2017 5:04 PM 07/22/2017 10:30 PM 3115    Cliff Dr MC07-1590 to MC07-1580 MC07-1590 3,260 Manhole Roots Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

17-0242 07/25/2017 7:30 AM 07/25/2017 10:30 AM 3100    Jackson St MC07-1590 to MC07-1580 MC07-1590 900 Manhole Debris Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

P006-1315

16-0204 05/15/2016 6:45 PM 05/15/2016 8:29 PM 2520  S  22 St P006-1315 to P006-1310 P006-1315 525 Manhole Grease Power Jet Disinfected & Deodorized Public Land (Ground) No No Yes No Not Applicable

17-0100 03/16/2017 4:28 PM 03/16/2017 6:40 PM 2520  S  22 St P006-1315 to P006-1310 P006-1315 264 Manhole Debris Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

P007-1090 to P007-1080

17-0196 05/27/2017 1:09 AM 05/27/2017 2:15 AM 4100    Miller Ln P007-1090 to P007-1080 132 Service Line Grease Jet Clean No Cleanup Performed Basement Backup No No Yes No Not Applicable

18-0060 02/23/2018 9:58 PM 02/23/2018 11:15 PM 4100    Miller Ln P007-1090 to P007-1080 385 Service Line Grease Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

P008-0450 to P008-0440

16-0099 03/05/2016 5:50 PM 03/05/2016 6:30 PM 1208  N  Greenwood Ave P008-0450 to P008-0440 200 Building Roots Power Jet No Cleanup Performed Private PPTY (Ground) No No Yes No Not Applicable

16-0102 03/06/2016 11:48 AM 03/06/2016 12:47 PM 1208  N  Greenwood Ave P008-0450 to P008-0440 300 Building Debris Power Jet No Cleanup Performed Private PPTY (Ground) No No Yes No Not Applicable
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P008-0770 to P008-0760

18-0140 05/09/2018 2:19 PM 05/09/2018 2:45 PM 3015    Alabama Ave P008-0770 to p008-0760 52 Service Line Grease Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

18-0165 07/03/2018 8:34 AM 07/03/2018 12:45 PM 3015    Alabama Ave P008-0770 to p008-0760 247,605 Service Line Line Break Repair Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

P008-2370 to P008-2366

18-0314 11/05/2018 2:45 PM 11/05/2018 6:10 PM 2814    Reeder St P008-2370 to P008-2366 205 Service Line Roots Jet Clean No Cleanup Performed Basement Backup No No Yes No Not Applicable

18-0315 11/06/2018 8:20 AM 11/06/2018 8:31 AM 2814    Reeder St P008-2370 to P008-2366 11 Service Line Debris Jet Clean No Cleanup Performed Basement Backup No No Yes No Not Applicable

P009-2290

16-0073 02/19/2016 8:00 AM 02/19/2016 8:45 AM 3409    Houston St P009-2290 to P009-2280 P009-2290 225 Manhole Grease Power Jet Disinfected & Deodorized Private PPTY (Ground) No No Yes No Not Applicable

16-0264 08/17/2016 5:31 PM 08/17/2016 7:03 PM 3409    Houston St P009-2290 to P009-2280 P009-2290 93 Manhole Grease Power Jet Disinfected & Deodorized Private PPTY (Ground) No No Yes No Not Applicable

P009-2610 to P009-2580

18-0233 08/16/2018 12:13 PM 08/16/2018 2:05 PM 3916    Fresno St P009-2610 to P009-2580 560 Service Line Roots Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

18-0357 12/15/2018 9:51 AM 12/15/2018 11:00 AM 3916    Fresno St P009-2610 to P009-2580 345 Service Line Grease Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

P009-2901 to P009-2900

16-0183 04/25/2016 1:20 PM 04/26/2016 11:00 AM 1718  S  29 St P009-2901 to P009-2900 6,500 Main Line Line Break Power Jet Disinfected & Deodorized Public Land (Ground) No No Yes No Not Applicable

16-0198 05/06/2016 2:07 PM 05/06/2016 6:21 PM 1718  S  29 St P009-2901 to P009-2900 1,535 Main Line Roots Line Break Power Jet Disinfected & Deodorized Public Land (Ground) No No Yes No Not Applicable

RL01-0670

16-0111 03/08/2016 6:50 PM 03/09/2016 6:22 PM 1601  S  74 St RL01-0680 to RL01-0670 RL01-0670 35,225 Manhole Rainfall None Required Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No City of Fort Smith to 
Arkansas River

16-0122 03/10/2016 1:44 PM 03/11/2016 9:30 AM 1601  S  74 St RL01-0680 to RL01-0670 RL01-0670 118,500 Manhole Rainfall None Indicated Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No City of Fort Smith to 
Arkansas River

16-0179 04/21/2016 2:00 PM 04/21/2016 2:10 PM 1601  S  74 St RL01-0680 to RL01-0670 RL01-0670 10 Manhole Contractor None Required Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No City of Fort Smith to 
Arkansas River

RL01-1570

17-0234 07/10/2017 10:15 AM 07/10/2017 11:29 AM 7301  S  U St RL01-1570 to RL01-1560 RL01-1570 1,500 Manhole Grease Jet Clean Scheduled Cleanup Receving Water (Riv, Str) No No Yes No City of Fort Smith to 
Arkansas River

17-0236 07/17/2017 9:24 AM 07/17/2017 10:21 AM 7301  S  U St RL01-1570 to RL01-1560 RL01-1570 57 Manhole Line Break Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

RL01-1700
17-0022 01/21/2017 1:27 PM 01/21/2017 4:25 PM 7500    Dover Pl RL01-1700 to RL01-1670 RL01-1700 2,200 Manhole Roots Grease Power Rod Scheduled Cleanup Receving Water (Riv, Str) No No Yes No City of Fort Smith to 

Arkansas River

17-0137 04/19/2017 3:16 PM 04/19/2017 5:29 PM 7500    Dover Pl RL01-1700 to RL01-1670 RL01-1700 1,340 Manhole Roots Power Rod Scheduled Cleanup Receving Water (Riv, Str) No No Yes No City of Fort Smith to 
Arkansas River

S002-0860

16-0177 04/18/2016 1:14 PM 04/18/2016 1:50 PM 6003    Chippewa Trl S002-0860 to S002-0850 S002-0860 184 Manhole Roots Power Rod Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No City of Fort Smith to 
Arkansas River

18-0103 03/30/2018 4:23 PM 03/30/2018 6:55 PM 6003    Chippewa Trl S002-0860 to S002-0850 S002-0860 1,520 Manhole Roots Jet Clean Scheduled Cleanup Public Land (Ground) No No Yes No Not Applicable
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S002-0890 to S002-0880

17-0370 12/21/2017 2:17 PM 12/21/2017 4:05 PM 5902    Chippewa Trl S002-0890 to S002-0880 107 Service Line Roots Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

18-0077 03/05/2018 4:54 PM 03/05/2018 6:14 PM 5902    Chippewa Trl S002-0890 to S002-0880 81 Service Line Debris Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

S003-0795

17-0141 04/22/2017 4:19 PM 04/22/2017 5:50 PM 1200  S  Waldron Rd S003-0795 to S003-0790 S003-0795 900 Manhole Debris Power Rod Immediate Cleanup Private PPTY (Ground) No No Yes No Not Applicable

18-0304 10/26/2018 7:39 PM 10/26/2018 9:14 PM 1299  S  Waldron Rd S003-0795 to S003-0790 S003-0795 480 Manhole Grease Jet Clean Scheduled Cleanup Public Land (Ground) No No Yes No Not Applicable

S003-3690

16-0269 08/24/2016 2:29 PM 08/24/2016 3:45 PM 1104    Autumn Oaks Ln S003-3690 to S003-0965 S003-3690 350 Manhole Roots Grease Power Rod Disinfected & Deodorized Public Land (Ground) No No Yes No Not Applicable

18-0136 05/04/2018 9:06 AM 05/04/2018 3:20 PM 1200    Autumn Oaks Ln S003-3690 to S003-0965 S003-3690 374 Manhole Debris Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

S005-1060 to S005-1050

16-0285 09/27/2016 6:05 PM 09/27/2016 7:10 PM 2123  N  57 Ln S005-1060 to S005-1050 65 Cleanout Grease Power Jet Disinfected & Deodorized Private PPTY (Ground) No No Yes No Not Applicable

18-0365 12/19/2018 5:16 PM 12/19/2018 7:10 PM 2123  N  57 Ln S005-1060 to S005-1050 114 Service Line Debris Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

S007-0590

16-0040 01/30/2016 8:30 AM 01/30/2016 10:21 AM 1931    Churchill Rd S007-0590 to S007-0570 S007-0590 555 Manhole Roots Grease Power Rod Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No City of Fort Smith to 
Arkansas River

16-0060 02/15/2016 11:29 AM 02/15/2016 12:32 PM 1931    Churchill Rd S007-0590 to S007-0570 S007-0590 620 Manhole Grease Roots Power Rod Disinfected & Deodorized Receving Water (Riv, Str) No No No Yes City of Fort Smith to 
Arkansas River

S008-2040 to S008-2030

16-0293 10/14/2016 12:35 PM 10/14/2016 12:40 PM 3210    Wirsing Ave S008-2040 to S008-2030 25 Cleanout Roots Power Rod Disinfected & Deodorized Public Land (Ground) No No Yes No Not Applicable

16-0316 11/09/2016 11:50 AM 11/10/2016 9:59 AM 3210    Wirsing Ave S008-2040 to S008-2030 6,650 Cleanout Line Break Power Jet Disinfected & Deodorized Public Land (Ground) No No Yes No Not Applicable

S008-2060 to S008-2050

18-0085 03/14/2018 9:57 AM 03/14/2018 10:27 AM 3415    Birnie Ave S008-2060 to S008-2050 150 Service Line Grease Power Rod Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

18-0385 12/28/2018 12:30 PM 12/28/2018 2:00 PM 3415    Birnie Ave S008-2060 to S008-2050 90 Service Line Debris Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

W001-0380 to W001-0375 **

17-0184 05/20/2017 10:15 AM 05/20/2017 10:25 AM 1905    Rocky Ct W001-0380 to W001-0375 1 Service Line Roots Jet Clean No Cleanup Performed Basement Backup No No Yes No Not Applicable

17-0229 07/08/2017 5:15 AM 07/08/2017 8:00 AM 1905    Rocky Ct W001-0380 to W001-0375 825 Service Line Roots Rainfall Jet Clean No Cleanup Performed Basement Backup Yes No Yes No Not Applicable

Z001-0460

16-0119 03/10/2016 12:10 PM 03/11/2016 11:45 PM 5800    Boys Club Ln Z001-0460 to Z001-0770 Z001-0460 353,750 Manhole Rainfall None Required Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

18-0220 08/15/2018 10:43 AM 08/16/2018 9:14 AM 5800    Boys Club Ln Z001-0460 to Z001-0770 Z001-0460 135,200 Manhole Rainfall No Cleanup Performed Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

18-0358 12/15/2018 10:59 AM 12/16/2018 9:59 AM 6015    Boys Club Ln Z001-0460 to Z001-0770 Z001-0460 137,900 Manhole Rainfall Other None Required Scheduled Cleanup Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River
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Z001-0754

16-0121 03/10/2016 12:10 PM 03/11/2016 11:45 AM 5800    Boys Club Ln Z001-0754 to Z001-0752 Z001-0754 389,125 Manhole Rainfall None Required Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

18-0228 08/16/2018 7:30 AM 08/16/2018 9:14 AM 5800    Boys Club Ln Z001-0754 to Z001-0752 Z001-0754 5,250 Manhole Rainfall No Cleanup Performed Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

Z001-0758

18-0065 02/24/2018 6:59 PM 02/25/2018 8:00 AM     Zero St Z001-0758 to Z001-0756 Z001-0758 39,000 Manhole Rainfall Scheduled Cleanup Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

18-0360 12/15/2018 10:59 AM 12/16/2018 9:59 AM 6015    Boys Club Ln Z001-0758 to Z001-0756 Z001-0758 68,950 Manhole Rainfall Other None Required Scheduled Cleanup Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

Z001-0760

16-0120 03/10/2016 12:10 PM 03/11/2016 9:00 AM 5800    Boys Club Ln Z001-0760 to Z001-0758 Z001-0760 187,500 Manhole Rainfall None Required Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

18-0061 02/24/2018 12:19 PM 02/25/2018 11:19 PM     Zero St Z001-0760 to Z001-0758 Z001-0760 210,000 Manhole Rainfall Scheduled Cleanup Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

Z001-0770

16-0118 03/10/2016 12:10 PM 03/11/2016 11:45 AM 5800    Boys Club Ln Z001-0770 to Z001-0760 Z001-0770 389,125 Manhole Rainfall None Required Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

18-0159 06/24/2018 7:10 PM 06/25/2018 7:35 AM 2100    Boys Club Ln Z001-0770 to Z001-0760 Z001-0770 44,700 Manhole Rainfall No Cleanup Performed Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

18-0219 08/15/2018 10:46 AM 08/16/2018 9:14 AM 5800    Boys Club Ln Z001-0770 to Z001-0760 Z001-0770 134,900 Manhole Rainfall No Cleanup Performed Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

18-0359 12/15/2018 10:59 AM 12/16/2018 9:59 AM 6015    Boys Club Ln Z001-0770 to Z001-0760 Z001-0770 68,950 Manhole Rainfall Other None Required Scheduled Cleanup Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

Z002-0190

17-0094 03/13/2017 4:36 PM 03/13/2017 6:05 PM 7407    Holly Ave Z002-0190 to Z002-0180 Z002-0190 890 Manhole Roots Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

17-0130 04/11/2017 11:58 AM 04/11/2017 1:55 PM 7404    Holly Ave Z002-0190 to Z002-0180 Z002-0190 1,170 Manhole Roots Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

Z003-0790 to Z003-0760

17-0045 02/06/2017 8:14 PM 02/06/2017 9:14 PM 3400    Iola Ave Z003-0790 to Z003-0760 305 Cleanout Grease Power Jet Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

17-0075 03/02/2017 11:29 AM 03/02/2017 12:14 PM 3400    Iola Ave Z003-0790 to Z003-0760 230 Cleanout Grease Power Jet Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

Z003-1400 to Z003-1390

16-0046 02/02/2016 9:14 AM 02/02/2016 10:44 AM 2825    Kendall Ave Z003-1400 to Z003-1390 270 Building Roots Grease Power Rod Disinfected & Deodorized Private PPTY (Ground) No No Yes No Not Applicable

16-0168 04/14/2016 12:30 PM 04/14/2016 12:50 PM 2825    Kendall Ave Z003-1400 to Z003-1390 40 Building Roots Power Rod Disinfected & Deodorized Private PPTY (Ground) No No Yes No Not Applicable

Z004-0590 to Z004-0580

17-0277 08/31/2017 1:08 PM 08/31/2017 2:35 PM 3608    Brooken Hill Dr Z004-0590 to Z004-0580 435 Service Line Debris Jet Clean Immediate Cleanup Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

18-0013 01/08/2018 3:30 PM 01/08/2018 4:30 PM 3608    Brooken Hill Dr Z004-0590 to Z004-0580 600 Service Line Grease Jet Clean Scheduled Cleanup Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

Z004-1280 to Z004-1010 *

17-0185 05/20/2017 9:57 AM 05/20/2017 11:29 AM 3108    Fincastle Dr Z004-1280 to Z004-1010 465 Cleanout Roots Jet Clean Scheduled Cleanup Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

18-0068 02/27/2018 3:23 PM 02/27/2018 3:55 PM 3108    Fincastle Dr Z004-1280 to Z004-1010 64 Service Line Roots Grease Jet Clean Scheduled Cleanup Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River
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Z004-1290 to Z004-1280

17-0031 01/26/2017 3:51 PM 01/26/2017 5:10 PM 9716    Thistle Ct Z004-1290 to Z004-1280 Z004-1300 1,185 Manhole Cleanout Roots Jet Clean Scheduled Cleanup Public Land (Ground) No No Yes No Not Applicable

18-0377 12/27/2018 6:12 AM 12/27/2018 8:20 PM 9716    Thistle Ct Z004-1290 to Z004-1280 848 Service Line Grease Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

Z004-1500 *

18-0143 05/14/2018 3:51 PM 05/14/2018 4:40 PM 2925    Marion Ct Z004-1500 to Z004-1490 Z004-1500 245 Manhole Roots Grease Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

18-0148 05/24/2018 3:50 PM 05/24/2018 4:30 PM 2925    Marion Ct Z004-1500 to Z004-1490 Z004-1500 200 Manhole Roots Grease Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

Z005-0400 to Z005-0370 *

18-0168 07/07/2018 3:55 PM 07/07/2018 8:27 PM 2624    Glen Flora Way Z005-0400 to Z005-0370 272 Main Line Line Break Jet Clean Scheduled Cleanup Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

18-0186 08/06/2018 3:27 PM 08/06/2018 5:40 PM 2624    Glen Flora Way Z005-0400 to Z005-0370 133 Main Line Roots Jet Clean Scheduled Cleanup Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

18-0190 08/07/2018 9:25 AM 08/07/2018 12:30 PM 2624    Glen Flora Way Z005-0400 to Z005-0370 925 Main Line Line Break Jet Clean No Cleanup Performed Public Land (Ground) No No Yes No Not Applicable

Z005-1070

18-0320 11/12/2018 7:05 PM 11/12/2018 9:55 PM 9424    Belhaven View  Z005-1070 to Z005-1050 Z005-1070 1,700 Manhole Grease Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

18-0370 12/26/2018 12:39 PM 12/26/2018 1:15 PM 9424    Belhaven View  Z005-1070 to Z005-1050 Z005-1070 360 Manhole Grease Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

Z006-0930 *

16-0297 10/19/2016 8:29 AM 10/19/2016 10:20 AM 100    Georgetown Ln Z006-0930 to Z006-0920 Z006-0930 505 Manhole Grease Power Jet Disinfected & Deodorized Public Land (Ground) No No Yes No Not Applicable

18-0313 11/05/2018 7:48 AM 11/05/2018 12:20 PM 100    Georgetown Ln Z006-0930 to Z006-0920 Z006-0930 5,440 Manhole Line Break Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

Z006-1210 to Z006-1200

16-0004 01/04/2016 12:41 PM 01/04/2016 4:30 PM 8311    Hermitage Dr Z006-1210 to Z006-1200 687 Cleanout Roots Grease Power Rod Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

17-0200 05/30/2017 4:54 PM 05/30/2017 9:14 PM 8311    Hermitage Dr Z006-1210 to Z006-1200 261 Cleanout Grease None Indicated Immediate Cleanup Private PPTY (Ground) No No Yes No Not Applicable

Z007-0200

16-0218 06/07/2016 2:20 PM 06/07/2016 3:14 PM 2100    Brooken Hill Dr Z007-0200 to Z007-0190 Z007-0200 1,100 Manhole Grease Power Rod Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

17-0335 11/09/2017 2:16 PM 11/09/2017 2:29 PM 2100    Brooken Hill Dr Z007-0200 to Z007-0190 Z007-0200 140 Manhole Grease Jet Clean Scheduled Cleanup Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

Z007-0530

17-0199 05/30/2017 4:35 PM 05/30/2017 6:16 PM 9908    Wellington Way Z007-0530 to Z007-0490 Z007-0530 3,535 Manhole Grease Roots Power Rod Immediate Cleanup Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

18-0382 12/27/2018 8:00 AM 12/27/2018 8:53 PM 9908    Wellington Way Z007-0530 to Z007-0490 Z007-0530 7,730 Manhole Grease Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

CS01-1540

17-0360 12/14/2017 8:50 AM 12/14/2017 10:44 AM 7101    Hwy 271  CS01-1550 to CS01-1540 CS01-1540 1,380 Manhole Grease Jet Clean Scheduled Cleanup Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

18-0267 09/28/2018 2:58 PM 09/28/2018 4:59 PM 7101    Hwy 271  CS01-1540 to CS01-1530 CS01-1540 605 Manhole Grease Jet Clean Scheduled Cleanup Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River
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M002-0230

16-0000 01/02/2016 1:10 PM 01/02/2016 1:10 PM 8900    Meandering Way M002-0310 to M002-0230 M002-0230 1 Manhole Rainfall None Required Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No Massard Creek

16-0048 02/02/2016 2:25 PM 02/02/2016 3:10 PM 4313  S  89 St M002-0240 to M002-0230 M002-0230 225 Manhole Roots Grease Power Jet Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No Massard Creek

18-0207 08/15/2018 2:15 PM 08/15/2018 7:05 PM 8900    Meandering Way M002-0230 to M002-0220 M002-0230 58,000 Manhole Rainfall No Cleanup Performed Private PPTY (Ground) No No Yes No Not Applicable

MC06-0480

16-0237 07/04/2016 4:30 PM 07/04/2016 5:40 PM 4224  S  17 St MC06-0480 to MC06-0420 MC06-0480 350 Manhole Grease Power Jet Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

16-0254 08/11/2016 5:59 PM 08/11/2016 9:00 PM 4224  S  17 St MC06-0490 to MC06-0480 MC06-0480 4,525 Manhole Grease Debris Power Jet Disinfected & Deodorized Public Land (Ground) No No Yes No Not Applicable

P005-3030

16-0112 03/08/2016 7:09 PM 03/09/2016 8:55 AM 3200  N  M St P005-3030 to P005-3020 P005-3030 41,300 Manhole Rainfall None Required Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No City of Fort Smith to 
Arkansas River

16-0116 03/10/2016 10:18 AM 03/11/2016 8:14 AM 3200  N  M St P005-3030 to P005-3020 P005-3030 32,975 Manhole Rainfall None Required Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No City of Fort Smith to 
Arkansas River

16-0175 04/18/2016 9:59 AM 04/18/2016 3:30 PM 3200  N  M St P005-3030 to P005-3020 P005-3030 1,955 Manhole Rainfall None Required Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No City of Fort Smith to 
Arkansas River

16-0235 07/04/2016 7:00 AM 07/04/2016 9:14 AM 3200  N  M St P005-3030 1,350 Manhole Rainfall None Required Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No City of Fort Smith to 
Arkansas River

18-0160 06/24/2018 7:30 PM 06/25/2018 8:00 AM 3200  N  M St P005-3030 to P005-3020 P005-3030 112,500 Manhole Rainfall Scheduled Cleanup Receving Water (Riv, Str) No No Yes No City of Fort Smith to 
Arkansas River

18-0217 08/15/2018 9:30 AM 08/15/2018 10:40 PM 1415  N  32 St P005-3030 to P005-3020 P005-3030 79,000 Manhole Rainfall No Cleanup Performed Private PPTY (Ground) No No Yes No Not Applicable

P007-0050

18-0223 08/15/2018 12:13 PM 08/15/2018 2:40 PM   N  34 St P007-0060 to P007-0050 P007-0050 14,700 Manhole Rainfall No Cleanup Performed Receving Water (Riv, Str) No No Yes No City of Fort Smith to 
Arkansas River

18-0224 08/15/2018 12:13 PM 08/15/2018 2:40 PM   N  34 St P007-0050 to P007-0013 P007-0050 29,400 Manhole Rainfall No Cleanup Performed Receving Water (Riv, Str) No No Yes No City of Fort Smith to 
Arkansas River

P007-2030 *

18-0007 01/05/2018 10:48 AM 01/05/2018 1:40 PM 4215    Park Ave P007-2030 to P007-2020 P007-2030 2,580 Manhole Roots Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

18-0044 02/09/2018 1:11 PM 02/09/2018 3:25 PM 4221    Park Ave P007-2030 to P007-2020 P007-2030 13,400 Manhole Roots Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable

S003-3690

16-0269 08/24/2016 2:29 PM 08/24/2016 3:45 PM 1104    Autumn Oaks Ln S003-3690 to S003-0965 S003-3690 350 Manhole Roots Grease Power Rod Disinfected & Deodorized Public Land (Ground) No No Yes No Not Applicable

18-0136 05/04/2018 9:06 AM 05/04/2018 3:20 PM 1200    Autumn Oaks Ln S003-3690 to S003-0965 S003-3690 374 Manhole Debris Jet Clean Scheduled Cleanup Private PPTY (Ground) No No Yes No Not Applicable
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S004-1140

16-0106 03/08/2016 3:10 PM 03/08/2016 7:10 PM   S  56 St S004-1140 to S004-1130 S004-1140 3,600 Manhole Rainfall None Required Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No City of Fort Smith to 
Arkansas River

16-0190 04/30/2016 12:46 AM 04/30/2016 6:46 AM   S  56 St S004-1140 40,700 Manhole Rainfall None Required Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No City of Fort Smith to 
Arkansas River

18-0056 02/21/2018 5:46 AM 02/21/2018 8:37 AM 5600    Rogers Ave S004-1140 to S004-1130 S004-1140 4,275 Manhole Rainfall Scheduled Cleanup Receving Water (Riv, Str) No No Yes No City of Fort Smith to 
Arkansas River

18-0210 08/15/2018 9:50 AM 08/15/2018 9:50 PM   S  56 St S004-1140 to S004-1130 S004-1140 36,000 Manhole Rainfall No Cleanup Performed Receving Water (Riv, Str) No No Yes No City of Fort Smith to 
Arkansas River

18-0381 12/27/2018 7:45 AM 12/27/2018 9:59 AM   S  56 St S004-1140 to S004-1130 S004-1140 1,350 Manhole Rainfall None Required Scheduled Cleanup Receving Water (Riv, Str) No No Yes No City of Fort Smith to 
Arkansas River

Z002-0290

16-0229 06/23/2016 12:47 PM 06/23/2016 1:25 PM 7500    Cypress Ave Z002-0290 to Z002-0280 Z002-0290 740 Manhole Roots Power Rod Disinfected & Deodorized Private PPTY (Ground) No No Yes No Not Applicable

17-0024 01/23/2017 3:59 PM 01/23/2017 8:32 PM 7412    Cypress Ave Z002-0280 to Z002-0270 Z002-0290 1,365 Manhole Cleanout Grease Jet Clean Scheduled Cleanup Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

Z004-1300 **

17-0030 01/26/2017 12:29 PM 01/26/2017 2:29 PM 9724    Thistle Ct Z004-1300 to Z004-1290 Z004-1300 2,975 Manhole Building Roots Power Jet Scheduled Cleanup Public Land (Ground) No No Yes No Not Applicable

17-0031 01/26/2017 3:51 PM 01/26/2017 5:10 PM 9716    Thistle Ct Z004-1290 to Z004-1280 Z004-1300 1,185 Manhole Cleanout Roots Jet Clean Scheduled Cleanup Public Land (Ground) No No Yes No Not Applicable

Z005-0760

16-0192 05/02/2016 3:00 PM 05/02/2016 5:40 PM 9300    Jenny Lind Rd Z005-0500 to Z005-0490 Z005-0760 1,600 Manhole Debris Power Jet Disinfected & Deodorized Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

17-0058 02/15/2017 7:30 AM 02/15/2017 9:19 AM 9300    Jenny Lind Rd Z005-0760 to Z005-0500 Z005-0760 2,725 Manhole Roots Power Rod Scheduled Cleanup Receving Water (Riv, Str) No No Yes No Mill Creek to Poteau River

* Indicates SSO that was remediated through City crew repair work in 2018
** Indicates SSO that was remediated through City crew repair work in 2017
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Work Order SSO #1 SSO #2 Type Line Segment

15‐005218 15‐0218 Spot Repair MC07‐0230_MC07‐0220

15‐006686 15‐0305 Spot Reair PO11‐2690_PO11‐2680

16‐000787 16‐0035 Spot repair S002‐0890_S002‐0880

16‐002799 16‐0128 Service Repair P011‐2680_P011‐2670

16‐006030 16‐0213 Service Repair S002‐1480_S002‐1470

16‐010417 MH‐MH P007‐2570_P007‐2560

17‐001426 18‐0088 MH‐MH Z004‐1310_Z004‐1300

17‐001588 16‐0250 18‐0147 MH‐MH P009‐2230_P009‐2220

17‐005203 17‐0185 18‐0068 Spot Repair Z004‐1280_Z004‐1010

17‐009481 MH‐MH CS01‐0820_CS01‐0810

17‐009481 17‐0285 MH‐MH CS01‐0820_CS01‐0810

17‐010974 17‐0310 Spot repair S008‐1370_S008‐1350

17‐011343 MH‐MH FL02‐0613_FL02‐0610

17‐011454 17‐0324 Spot repair S005‐1190_S005‐0260

17‐011979 MH‐MH Z005‐0720_Z005‐0710

17‐012352 MH‐MH P007‐2560_P007‐2550

17‐012472 17‐0350 17‐0350 Spot repair P009‐1830_P009‐1820

17‐012619 MH‐MH S002‐1720_S002‐1700

17‐012830 MH‐MH P008‐1465_P008‐1460

17‐012977 MH‐MH P005‐3100_P005‐3090

18‐000177 18‐0007 Spot repair P007‐2030_P007‐2020

18‐000826 18‐0033 Spot Repair  S002‐1660_S002‐1650

18‐000867 MH‐MH S002‐1700_S002‐1690

18‐000951 18‐0034 Service Repair Z003‐0940_Z003‐0930

18‐001037 18‐0036 Service Repair MC08‐0480_MC08‐0470

18‐003670 18‐0097 Service Repair MC08‐2000_MC08‐0340

18‐003826 18‐0101 MH‐MH MC03‐0110_MC03‐0090

18‐004078 18‐0099 Spot Repair S009‐1010_S009‐1000

18‐004187 18‐0099  18‐0100 Service Repair S009‐1010_S009‐1000

18‐006105 18‐0117 18‐0119 Spot Repair MC05‐2240_MC05‐2210

18‐007298 18‐0142 Spot Repair MC06‐0590_MC06‐0580

18‐008633 18‐0115 18‐0131 Service Repair MC02‐0846_MC02‐0843

18‐011168 18‐0185 MH‐MH SK01‐1280_SK01‐2090

18‐011360 18‐0168 18‐0186, 18‐0190 Spot Repair Z005‐0400_Z005‐0370

18‐012149 16‐0313 17‐0018 MH‐MH M001‐0700_M001‐0680

18‐013666 18‐0195 Service Repair FL01‐0830_FL01‐0820

18‐013823 18‐0201 Spot Repair MC06‐0770_MC06‐0760

18‐015073 18‐0246 Spot Repair P009‐0260_P009‐0250

18‐015302 18‐0248 Service Repair P010‐0560_P010‐0520

18‐015462 18‐0250 Spot Repair CC01‐0001_M004‐0490

18‐015497 18‐0257 Spot Repair CS01‐0210_CS01‐0200

18‐016270 18‐0285 Service Repair MC07‐1520_MC07‐1500

18‐016360 18‐0273 Spot Repair MC01‐0080_MC01‐0070

18‐016473 18‐0278 Spot Repair P009‐2420_P009‐2410

18‐016516 18‐0280 MH‐MH PL01‐0050_PL01‐0040

18‐016668 18‐0284 Service Repair MC02‐0260_MC02‐0250

18‐016989 18‐0301 Spot Repair P007‐1504_P007‐1500

18‐017115 MH‐MH PL01‐0080_SP01‐0010

18‐017349 18‐0311 18‐0312 Spot Repair S006‐0610_S006‐0600

18‐017430 18‐0313 Spot Repair Z006‐0930_Z006‐0920

Sewer Replacements/Repairs Performed In‐House 2018
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Work Order SSO #1 SSO #2 Type Line Segment

Sewer Replacements/Repairs Performed In‐House 2018

18‐017723 18‐0321 Spot Repair P005‐0860_P005‐0850

18‐017923 18‐0327 Service Repair Z001‐2960_Z001‐2920

18‐018123 18‐0285 18‐0332 Re‐route sevice MC07‐1520_MC07‐1500

18‐018367 18‐0341 Spot repair S002‐2020_S002‐2010

18‐018974 18‐0143 18‐0148 Spot Repair Z004‐1500_Z004‐1490
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Attachment 8 

2016, 2017, and 2018 Reoccurring PSLR Events  



SSO ID Start Date Start 
Ti

End Date End 
Ti

Address Pipe Description Structure ID Gallons 
S ill d

Sou Cause 1    Initial Action

01/12/2018 Power Rod

05/01/2018 05/01/2018 Jet Clean

04/09/2016 04/09/2016 Unknown None Indicated

08/29/2016 08/29/2016 Unknown Power Rod

11/19/2016 11/19/2016 Unknown None Indicated

01/13/2017 01/13/2017 Unknown Power Rod

08/22/2018

08/28/2018

05/16/2017 Power Rod

04/09/2018 Power Rod

03/22/2016 03/22/2016 Unknown Power Rod

02/11/2017 02/11/2017 Unknown None Indicated

07/25/2016 07/25/2016 0 Unknown Power Jet

05/29/2017 Unknown Jet Clean

01/08/2018 Jet Clean

11/01/2018 Jet Clean

12/06/2016 12/06/2016 Unknown Power Jet

01/18/2017 01/18/2017 Unknown Power Rod

05/02/2017 Power Rod

By Address

1001  S  19 St 

18-0019 9:50 AM 1001  S  19 St P006-0210 to P006-0200 Service Line

2016 - 2018 Reoccurring Private Service Line Release Events Report

18-0130 7:38 PM 1001  S  19 St P006-0210 to P006-0200 Service Line

1216  N  D St 

16-0165 5:37 PM 5:37 PM 1216  N  D St Cleanout

16-0273 11:09 PM 12:00 PM 1216  N  D St P010-0670 to P010-0660 Cleanout

1457  N  36 St 

16-0328 5:39 PM 5:39 PM 1457  N  36 St P007-0170 to P007-0160 Cleanout

17-0015 1:26 PM 1:26 PM 1457  N  36 St P007-0170 to P007-0160 Cleanout

1500    Boston St 

18-0239 3:32 PM 1500    Boston St MC05-0230 to MC05-0220 Service Line

18-0242 2:19 PM 1500    Boston St MC05-0230 to MC05-0220 Service Line

1615  S  12 St 

17-0177 3:08 PM 1615  S  12 St MC02-0846 to MC02-0843 Cleanout

18-0107 2:44 PM 1615  S  12 St MC02-0846 to MC02-0843 Service Line

1809    Jacobs Ave 

16-0144 3:24 PM 3:59 PM 1809    Jacobs Ave Z001-0700 to Z001-0680 Manhole

17-0053 1:04 PM 1809    Jacobs Ave Cleanout

1914  S  N St 

16-0247 12:47 PM 12:50 PM 1914  S  N St P006-0570 to P006-0560

17-0197 11:21 AM 1914  S  N St P006-0570 to P006-0560 Cleanout

Cleanout

2001  N  13 St 

18-0010 10:52 AM 2001  N  13 St P004-0210 to P004-0200 Service Line

18-0309 8:15 AM 2001  N  13 St P004-0210 to P004-0200 Service Line

2311    Fairview Dr 

16-0349 12:14 PM 12:14 PM 2311    Fairview Dr MC05-0820 to MC05-0810 Cleanout

17-0020 6:12 PM 6:25 PM 2311    Fairview Dr MC05-0820 to MC05-0810 Cleanout

17-0163 3:50 PM 2311    Fairview Dr MC05-0820 to MC05-0810 Service Line
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03/14/2018

03/17/2018 Jet Clean

03/30/2016 03/30/2016 Unknown Power Jet

04/23/2018 04/23/2018 Power Rod

01/03/2018 Power Rod

11/30/2018 None Indicated

02/09/2018 Power Rod

12/08/2018 Jet Clean

02/02/2017 02/02/2017 0 Unknown Power Jet

03/16/2017 03/16/2017 Unknown None Indicated

10/14/2017 Jet Clean

10/18/2017 10/18/2017 Power Rod

08/19/2016 08/19/2016 Unknown Power Rod

04/24/2018 Jet Clean

07/11/2016 07/11/2016 0 Unknown None Required

03/15/2017 03/15/2017 Unknown Jet Clean

12/04/2018 Jet Clean

12/17/2018

09/18/2017 Jet Clean

09/28/2017 Jet Clean

12/29/2016 12/29/2016 Unknown Jet Clean

01/19/2018 Power Rod

2505  S  L St 

18-0086 9:59 AM 2505  S  L St P006-2150 to P006-2130 Service Line

18-0091 5:31 PM 2505  S  L St P006-2150 to P006-2130 Service Line

2721    Utica St 

16-0152 11:58 AM 12:00 PM 2721    Utica St MC08-0337 to MC08-0332 Cleanout

18-0116 3:12 PM 4:15 PM 2721    Utica St MC08-0337 to MC08-0332 Service Line

2815    Pendell Ln 

18-0003 8:07 AM 2815    Pendell Ln P009-0260 to P009-0250 Service Line

18-0339 1:54 PM 2815    Pendell Ln P009-0260 to P009-0250 Service Line

2817    Memphis St 

18-0045 3:25 PM 2817    Memphis St MC07-0540 to MC07-0530 Service Line

18-0348 9:02 PM 2817    Memphis St MC07-0540 to MC07-0530 Service Line

2906    Houston St 

17-0038 2:00 PM 2:15 PM 2906    Houston St MC05-2675 to MC05-2670 Cleanout

17-0098 8:00 AM 2906    Houston St MC05-2675 to MC05-2670 Service Line

Cleanout

3301    Zero St Cleanout

18-0118 11:54 AM 323  S  14 St P011-2240 to P011-2230 Service Line

3024    Spradling Ave 

17-0308 8:57 AM 3024    Spradling Ave W001-1220 to W001-1210 Service Line

17-0312 7:39 AM 8:50 AM 3024    Spradling Ave W001-1220 to W001-1210 Service Line

3301    Zero St 

16-0243 9:08 AM 9:24 AM MC08-0580 to MC08-0570

3306  N  54 St 

323  S  14 St 

16-0266 2:52 PM 3:35 PM 323  S  14 St P011-2240 to P011-2230

18-0343 7:02 PM 3306  N  54 St SP01-0220 to SP01-0215 Service Line

17-0096

18-0364 4:31 PM 3306  N  54 St SP01-0220 to SP01-0215 Service Line

Service Line10:36 AM 3301    Zero St MC08-0580 to MC08-0570

3600    Marshall Dr 

17-0286 11:29 AM 3600    Marshall Dr S008-0750 to S008-0740 Service Line

17-0293 9:34 AM 3600    Marshall Dr S008-0750 to S008-0740 Service Line

3723    Wirsing Ave 

16-0373 2:23 PM 2:23 PM 3723    Wirsing Ave S008-2150 to S008-2140 Cleanout

18-0025 11:37 AM 3723    Wirsing Ave S008-2150 to S008-2140 Service Line
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01/29/2017 01/29/2017 Unknown Jet Clean

01/30/2017 01/30/2017 0 Unknown None Indicated

02/04/2017 02/04/2017 90 Unknown Power Jet

12/15/2017 Power Rod

03/07/2018 Jet Clean

01/20/2016 01/20/2016 Unknown Power Rod

02/01/2016 02/01/2016 1 Line Break

08/07/2017 None Indicated

12/21/2017 Power Rod

01/23/2018 Other None Required

03/18/2016 03/18/2016 Unknown Power Rod

11/23/2016 11/23/2016 Unknown Power Rod

01/08/2017 01/08/2017 Unknown None Indicated

01/05/2018 Jet Clean

09/05/2016 09/05/2016 Unknown Power Rod

02/27/2017 02/27/2017 Unknown Jet Clean

03/17/2017 03/17/2017 None Indicated

05/05/2017 None Indicated

11/03/2016 11/03/2016 Debris Jet Clean

12/23/2016 12/23/2016 0 Unknown Power Jet

01/16/2016 01/16/2016 Unknown Power Rod

04/24/2018 Jet Clean

4017    MacArthur Dr 

17-0032 2:08 PM 4017    MacArthur Dr S007-0810 to S007-0800 Cleanout

Cleanout

17-0033 2:10 PM 2:10 PM 4017    MacArthur Dr Cleanout

17-0041 3:00 PM 4:15 PM 4017    MacArthur Dr S007-0810 to S007-0800

429  N  40 St 

17-0361 4:36 PM 429  N  40 St P007-1810 to P007-1800 Service Line

18-0080 3:17 PM 429  N  40 St P007-1810 to P007-1800 Service Line

4422  S  29 St 

16-0024 10:54 AM 10:54 AM 4422  S  29 St MC07-1060 to MC07-1050 Cleanout

16-0045 1:05 PM 1:08 PM 4422  S  29 St MC07-1060 to MC07-1050 Cleanout

4709  N  36 St 

17-0252 10:40 AM 4709  N  36 St FL01-0480 to FL01-0470 Service Line

17-0369 2:40 PM 4709  N  36 St FL01-0480 to FL01-0470 Service Line

18-0032 1:27 PM 4709  N  36 St FL01-0480 to FL01-0470 Service Line

Cleanout

4712    Wirsing Ave 

16-0138 8:40 AM 8:40 AM 4712    Wirsing Ave S009-0240 to S009-0230 Cleanout

17-0009 11:01 AM 11:01 AM 4712    Wirsing Ave S009-0240 to S009-0230 Cleanout

16-0332

11:55 AM 4712    Wirsing Ave S009-0240 to S009-0230 Service Line

7:48 PM 7:48 PM 4712    Wirsing Ave S009-0240 to S009-0230

18-0008

4902  S  32 St 

16-0275 2:45 PM 2:45 PM 4902  S  32 St Z001-3140 to Z001-3130 Cleanout

17-0073 3:59 PM 4902  S  32 St Z001-3140 to Z001-3130 Cleanout

5215    Rogers Ave 

17-0101 10:07 AM 5215    Rogers Ave S004-0080 to S004-0030 Cleanout

17-0166 8:10 AM 5215    Rogers Ave S004-0080 to S004-0030 Cleanout

5505    Cross Ln 

16-0312 11:29 AM 11:29 AM 5505    Cross Ln S002-1510 to S002-1500 Cleanout

16-0370 12:14 PM 12:14 PM 5505    Cross Ln S002-1510 to S002-1500 Cleanout

6310    Ellsworth Rd 

16-0018 12:27 PM 12:30 PM 6310    Ellsworth Rd S001-0740 to S001-0730 Cleanout

18-0123 2:25 PM 6310    Ellsworth Rd S001-0740 to S001-0730 Service Line
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05/07/2018 Jet Clean

05/22/2018 Power Rod

04/28/2016 04/28/2016 Unknown Power Rod

10/18/2017 10/18/2017 Power Rod

03/07/2017 03/07/2017 Unknown None Indicated

04/07/2017 Jet Clean

05/15/2017 Jet Clean

06/14/2018 Jet Clean

06/18/2018

08/25/2016 08/25/2016 Unknown Power Rod

05/22/2017 05/22/2017 Jet Clean

11/16/2016 11/16/2016 Unknown Jet Clean

11/21/2016 11/21/2016 0 Unknown Power Jet

12/07/2016 12/07/2016 Z005-0120 Debris None Indicated

12/07/2016 12/07/2016 Z005-1250 Debris None Indicated

06/02/2017 Power Rod

07/21/2017 Power Rod

08/08/2017 Jet Clean

09/13/2017 09/13/2017 Jet Clean

01/12/2018 Power Rod

01/22/2018 Jet Clean

711  N  E St 

18-0139 4:36 PM 711  N  E St P002-2060 to P002-2040 Service Line

18-0145 11:38 AM 711  N  E St P002-2060 to P002-2040 Service Line

801    Dodson Ave 

16-0187 12:36 PM 12:30 PM 801    Dodson Ave MC01-0950 to MC01-0940 Cleanout

17-0313 12:53 PM 12:00 PM 801    Dodson Ave MC01-0950 to MC01-0940 Service Line

8201    Hwy 271  

17-0125 7:44 AM 8201    Hwy 271  Z006-1860 to Z006-1830 Cleanout

17-0085

6:17 PM 8201    Hwy 271  Z006-1840 to Z006-1835 Service Line

5:59 AM 8201    Hwy 271  Z006-1860 to Z006-1830 Cleanout

18-0156 2:41 AM 8201    Hwy 271  Z006-1840 to Z006-1835 Service Line

17-0174

18-0157 9:59 AM 8201    Hwy 271  Z006-1840 to Z006-1835 Service Line

8311    Hermitage Dr 

16-0270 4:45 AM 4:47 PM 8311    Hermitage Dr Z006-1210 to Z006-1200 Cleanout

17-0194 1:52 PM 2:10 PM 8311    Hermitage Dr Z006-1210 to Z006-1200 Cleanout

9026  S  28 St 

16-0322 2:29 PM 2:29 PM 9026  S  28 St Z005-1250 to Z005-0120 Cleanout

16-0331 1:05 PM 1:05 PM 9026  S  28 St Z005-1250 to Z005-0120 Cleanout

16-0352 4:39 PM 4:39 PM 9026  S  28 St Cleanout

16-0352 4:39 PM 4:39 PM 9026  S  28 St Cleanout

907    Hillside Dr 

17-0204 8:28 AM 907    Hillside Dr CS01-0820 to CS01-0810 Cleanout

17-0238 6:26 PM 907    Hillside Dr CS01-0820 to CS01-0810 Service Line

Service Line

17-0253 7:09 AM 907    Hillside Dr CS01-0820 to CS01-0810 Service Line

17-0285 12:23 PM 1:05 PM 907    Hillside Dr CS01-0820 to CS01-0810

933  S  68 Ln 

18-0017 8:19 AM 933  S  68 Ln S001-0110 to S001-0090 Service Line

18-0029 12:59 PM 933  S  68 Ln S001-0110 to S001-0090 Service Line
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Attachment 9 

Standard Operating Procedures    































































































   

	

	

	

	

	

	

Attachment 10 

Private Line Defect Remedial Program Plan Information  
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Comprehensive Training Program Information  
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Supplemental Environmental Project (SEP)    
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